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AM-0002 Standard Form 30
No. DACA83-03-R-0013 Page 2 of 3 Pages
Item 14 (Continued)

1. CHANGES TO SPECIFICATIONS. Attached hereto are new and revised pages and sections
to the specifications. The revision mark "(AM-0002)" is shown on each new and revised page.

A. REVISIONS. The following information is revised in the specifications. Changes are
indicated in bold.

Section 00010, Proposal Schedule, Item No. 5, payment e.
Section 00100, 52.236-27 “Site Visit (Construction) (Feb 1995 - Alternate | (Feb 1995)”
Section 00120, paragraphs 2.2, 2.4, 2.5.1,
Section 01900, paragraph 1.12.1.2
Statement of Work
Chapter 5 paragraph 5-1.2.4 and 5-7.2.4
Chapter 6 paragraph 6-5.5, 6-6.6, 6-5.8 and Existing Timber
Roof Framing photos
Chapter 12 paragraph 12-13.5
Chapter 15, paragraph 15-11
Attachment Table of Contents, page 2

B. ADDITIONS. The following information specification:

Section 00100 S-36.38 “Cost Limitation - Target Ceiling - June 1999”

Section 00120 pages 1 to 19

Section 00900 Responses to Contractor Questions/Site Visit and Preproposal
Conference Information

Section 01012 pages 1to 2

Statement of Work Table of Contents pages 1to 7

Statement of Work, Chapter 2 pages 1 to 62

Statement of Work, Chapter 3 pages 1 to 22

Attachment 10

Attachment 13 SpiRiT checklist

Attachment 29

Attachment 30

Attachment 31

C. DELETIONS. The following pages are deleted from the specifications:

Section 00120 pages 1 to 20

Section 01012 pages 1 to 4

Statement of Work Table of Contents pages 1 to 9
4 Statement of Work, Chapter 2 pages 1 to 61

Statement of Work, Chapter 3 pages 1 to 6

Statement of Work, Chapter 4 pages 1 to 17

Attachment Table of Contents, page 2

Attachment 10
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Item 14 (Continued)

2. CHANGES TO DRAWINGS. The following revised drawings replace like-numbered drawings
and are issued herewith:

Whole Barracks Renewal Brigade Complex
QUAD C (RFP Concept Design)

REV

RING NO. DRAWING NO. SHEET NO. LTR REVISION DATE
1 721-11-28 T-1 a 7/17/03

4 721-11-28 A-1.1 a 7/17/03

23 721-11-28 M-1 a 7/17/03

3. The cut-off date for submission of questions/clarifications pertaining to this solicitation is July
31, 2003.

4. The proposal due date of August 11, 2003, 2:00 p.m. Hawaiian Standard Time (HST), remains
unchanged.



SECTION 00010
PROPOSAL SCHEDULE

FY03 MCA/BUP PN52068/52069, WBR Brigade Complex, Ph 3A (Quad C)
Schofield Barracks

ITEM
NO. DESCRIPTION QUANTITY UNIT AMOUNT

Base Schedule:

1. Design Work

a. MCA Funded 1 Job $
b. BUP Funded 1 Job $
Total Bid Item No. 1 $

2. Construction Work

a. MCA Funded 1 Job $
b. BUP Funded 1 Job $
Total Bid Item No. 2 $
Total Base Schedule $
Options:

3. Work to Increase SDD Rating from Silver to Gold (Option No. 1)

a. MCA Work 1 Job $
b. BUP Work 1 Job $
Total Option No. 1 $

4. Cook Tops (Option No. 2)
a. MCA Work 1 Job $
b. BUP Work 1 Job $
Total Option No. 2 $

5. AT/FP Floor Slab Reinforcement (Option 3)

a. MCA Work 1 Job $
b. BUP Work 1 Job $
Total Base Schedule plus Option Items $

THE FOLLOWING WILL BE COMPLETED BY THE CONTRACTING OFFICER UPON AWARD:
TOTAL AWARD AMOUNT (Base Schedule plus Options Nos. ) $
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NOTES:

1. MCA Work and BUP work for this proposal schedule are as follows:

MCA Work BUP Work

Bldg. 355, 2™ and 3“ Floors Bldg. 355, 1% Floor

Bldg. 356, 1% Floor Bldg. 356, 2™ and 3“ Floors

Bldg. 357, 1%, 2™, and 3" Floors Bldg. 358, 2™ and 3“ Floors

Bldg. 358, 1% Floor Built-up Roofing on Existing Buildings
Site and Utility Work Temporary Utilities for Building 355
Fire Pump Building Cooling Tower

Gear Wash Building

2a. As consideration for the Government’s evaluation of the Offeror’s proposal, Offeror agrees, should it be
awarded a contract under this solicitation, that all specifically-named proposed employees, joint venture
partners, subcontractors, team members, or other specifically named legal relationships, identified in the
Offeror’'s proposal—at any tier at or below the prime contractor and its subcontractors, joint venture partners
or team members— shall be utilized, as proposed, under the contract.

b. The Offeror further agrees that it shall not substitute after award a party for any specifically-named
proposed employee, proposed joint venture partners, subcontractors, team members, or other specifically
named relationships, identified in the Offeror's proposal—at any tier at or below the prime contractor and its
subcontractors, joint venture partners or team members—uwithout prior application to, and approval from, the
Contracting Officer.

c. The Contracting Officer may in his or her sole discretion approve substitution after award upon
determination that such substitution is made in good faith by the contractor; it is for good cause; and it is in
the Government's interest to allow the substitution. The contractor shall include in its submission for
proposed substitution such information as may be necessary to reasonably establish the three conditions
set forth above; and at a minimum it shall include, information that the proposed substitute employee,
proposed joint venture partner, subcontractor team member, or other specifically named substitute legal
relationship, is as or better experienced or qualified than the originally proposed employee, joint venture
partner, subcontractor team member, or other specifically named relationship. The Contracting Officer may
require such additional information from the contractor as is necessary to make a determination in the
matter.

d. The Offeror further agrees that the Contracting Officer's approval of any substitution shall be at no cost to
the Government, provided such substitution does not involve a change to the scope of work under the
contract. The Offeror further agrees that it shall hold harmless and indemnify the Government, its lawful
agents, employees and officers from any liability that may arise from the act of the Contracting Officer
permitting the contractor to substitute for the originally proposed employee, joint venture partner,
subcontractor team member, or other specifically named legal relationship.

e. The Offeror agrees that it shall, as contractor, insert in all subcontracts, joint venture agreements,
teaming agreements, or other legal relationships provisions substantially similar to this, and shall require its
subcontractors, joint venture partners, team members and other parties with whom it has a legal relationship
to do the same.

3. By submission of an offer under the OPTION, Offeror agrees that the Government may exercise the

OPTION at the time of award, or at any time within 30 days following the date of the award of the basic
contract. (See Provision No. 52.217-5, EVALUATION OF OPTIONS, in Section 00100).
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4. Failure to bid on all the items in the Proposal Schedule may cause the bid to be considered
nonresponsive.

PAYMENT(S)

Compensation for all work to be performed under this contract will be made under the payment item(s) listed
herein. Price(s) and payment(s) for the item(s) shall cover all work, complete and finished in accordance
with the specifications, schedules, and drawings, and shall be full compensation for all work in connection
therewith, including quality control and cost of performance-and payment-bond premiums as specified in the
CONTRACT CLAUSES. Price(s) and payment(s) shall constitute full and final compensation for furnishing all
materials, equipment, management, supervision, labor, transportation, fuel, power, water, and all incidental
items necessary to complete the work, except as otherwise specified to be furnished by the Government.
For the purpose of CONTRACT CLAUSE entitled "PROMPT PAYMENT FOR CONSTRUCTION
CONTRACTS", the term "designated billing office" and "designated payment office" are as follows:

a. Billing Office

U.S. Army Engineer District, Honolulu
Schofield Barracks Resident Office, Bldg. 230
Fort Shafter, H 96858-5440

b. Payment Office
USACE Finance Center
Attn: CEFC-FP

5722 Integrity Drive
Millington, TN 38054-5005

Item numbers mentioned herein after correspond to the item numbers in the PROPOSAL SCHEDULE.

a. Item Nos. 1a and 1b, Design Work, will be paid for at the contract price, to include design for,
site preparation, building, waterlines, sanitary-sewer system, storm-drainage system, pavement, concrete
sidewalks, curbs, and gutters, landscaping, mechanical work, electrical work, and all incidental items
necessary to complete the work.

b. Item Nos. 2a and 2b, Construction Work , will be paid for at the contract price, complete in place
and ready for use, including site preparation, building, waterlines, sanitary-sewer system, storm-drainage
system, pavement, concrete sidewalks, curbs, and gutters, establishment of turf, mechanical work,
electrical work, testing, final connections, cleanup, and all incidental items necessary to complete the work.

c. Item No. 3a and 3b, Work to increase SDD Rating from Silver to Gold (Option No. 1), will be paid
for at the contract price including design and construction, and all incidental items necessary to complete
the work.

d. Item Nos. 4a and 4b, Cook Tops (Option No. 2), will be paid for at the contract price complete in
place and ready for use, including exhaust hoods, ductwork, garbage disposer, electric circuits, and all
other incidental items necessary to complete the work.

e. Item No. 5, (Option 3), will be paid for at the contract price complete in place and ready
for use, including design, construction and all other incidental items necessary to complete the
work.

-- End of Section --
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SECTION 00100 Instructions, Conditions, and Notices to Bidders

CLAUSES INCORPORATED BY FULL TEXT

52.204-6 DATA UNIVERSAL NUMBERING SYSTEM (DUNS) NUMBER (JUN 99)

(a) Contractor identification is essential for complying with statutory contract reporting
requirements. Therefore, the offeror is requested to enter, in the block with its name and address
on the Standard Form 33 or similar document, the annotation "DUNS" followed by the DUNS
number which identifies the offeror's name and address exactly as stated in the offer.

(b) If the offeror does not have a DUNS number, it should contact Dun and Bradstreet directly to
obtain one. A DUNS number will be provided immediately by telephone at no charge to the
offeror. For information on obtaining a DUNS number, the offeror, if located within the United
States, should call Dun and Bradstreet at 1-800-333-0505. The offeror should be prepared to
provide the following information:

(1) Company name.

(2) Company address.

(3) Company telephone number.

(4) Line of business.

(5) Chief executive officer/key manager.

(6) Date the company was started.

(7) Number of people employed by the company.

(8) Company affiliation.

(c) Offerors located outside the United States may obtain the location and phone number of the
local Dun and Bradstreet Information Services office from the Internet Home Page at
http://www.customerservice@dnb.com/. If an offeror is unable to locate a local service center, it
may send an e-mail to Dun and Bradstreet at globalinfo@dnb.com.

(End of provision)

52.211-2 AVAILABILITY OF SPECIFICATIONS LISTED IN THE DOD INDEX OF
SPECIFICATIONS AND STANDARDS (DODISS) AND DESCRIPTIONS LISTED IN THE
ACQUISITION MANAGEMENT SYSTEMS AND DATA REQUIREMENTS CONTROL LIST, DOD
5010.12-L (DEC 1999)

Copies of specifications, standards, and data item descriptions cited in this solicitation may be
obtained--

(a) From the ASSIST database via the Internet at http://assist.daps.mil; or
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(b) By submitting a request to the--Department of Defense Single Stock Point (DoDSSP), Building
4, Section D, 700 Robbins Avenue, Philadelphia, PA 19111-5094, Telephone (215) 697-
2667/2179, Facsimile (215) 697-1462.

(End of provision)

52.211-14 NOTICE OF PRIORITY RATING FOR NATIONAL DEFENSE USE (SEP 1990)

Any contract awarded as a result of this solicitation will be DX rated order; X DO rated
order certified for national defense use under the Defense Priorities and Allocations System
(DPAS) (15 CFR 700), and the Contractor will be required to follow all of the requirements of this
regulation. [Contracting Officer check appropriate box.]

(End of provision)

52.215-1 INSTRUCTIONS TO OFFERORS--COMPETITIVE ACQUISITION (MAY 2001)
(a) Definitions. As used in this provision--

“Discussions” are negotiations that occur after establishment of the competitive range that may,
at the Contracting Officer's discretion, result in the offeror being allowed to revise its proposal.

In writing, writing, or written means any worded or numbered expression that can be read,
reproduced, and later communicated, and includes electronically transmitted and stored
information.

“Proposal modification” is a change made to a proposal before the solicitation's closing date and
time, or made in response to an amendment, or made to correct a mistake at any time before
award.

“Proposal revision” is a change to a proposal made after the solicitation closing date, at the
request of or as allowed by a Contracting Officer as the result of negotiations.

“Time”, if stated as a number of days, is calculated using calendar days, unless otherwise
specified, and will include Saturdays, Sundays, and legal holidays. However, if the last day falls
on a Saturday, Sunday, or legal holiday, then the period shall include the next working day.

(b) Amendments to solicitations. If this solicitation is amended, all terms and conditions that are
not amended remain unchanged. Offerors shall acknowledge receipt of any amendment to this
solicitation by the date and time specified in the amendment(s).

(c) Submission, modification, revision, and withdrawal of proposals. (1) Unless other methods
(e.g., electronic commerce or facsimile) are permitted in the solicitation, proposals and
modifications to proposals shall be submitted in paper media in sealed envelopes or packages (i)
addressed to the office specified in the solicitation, and (ii) showing the time and date specified
for receipt, the solicitation number, and the name and address of the offeror. Offerors using
commercial carriers should ensure that the proposal is marked on the outermost wrapper with the
information in paragraphs (c)(1)(i) and (c)(1)(ii) of this provision.

(2) The first page of the proposal must show--
(i) The solicitation number;

(i) The name, address, and telephone and facsimile numbers of the offeror (and electronic
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address if available);

(i) A statement specifying the extent of agreement with all terms, conditions, and provisions
included in the solicitation and agreement to furnish any or all items upon which prices are offered
at the price set opposite each item;

(iv) Names, titles, and telephone and facsimile numbers (and electronic addresses if available) of
persons authorized to negotiate on the offeror's behalf with the Government in connection with
this solicitation; and

(v) Name, title, and signature of person authorized to sign the proposal. Proposals signed by an
agent shall be accompanied by evidence of that agent's authority, unless that evidence has been
previously furnished to the issuing office.

(3) Submission, modification, or revision, of proposals.

(i) Offerors are responsible for submitting proposals, and any modifications, or revisions, so as to
reach the Government office designated in the solicitation by the time specified in the solicitation.
If no time is specified in the solicitation, the time for receipt is 4:30 p.m., local time, for the
designated Government office on the date that proposal or revision is due.

(i)(A) Any proposal, modification, or revision received at the Government office designated in the
solicitation after the exact time specified for receipt of offers is “late” and will not be considered
unless it is received before award is made, the Contracting Officer determines that accepting the
late offer would not unduly delay the acquisition; and--

(2) If it was transmitted through an electronic commerce method authorized by the solicitation, it
was received at the initial point of entry to the Government infrastructure not later than 5:00 p.m.
one working day prior to the date specified for receipt of proposals; or

(2) There is acceptable evidence to establish that it was received at the Government installation
designated for receipt of offers and was under the Government's control prior to the time set for
receipt of offers; or

(3) It is the only proposal received.

(B) However, a late modification of an otherwise successful proposal that makes its terms more
favorable to the Government, will be considered at any time it is received and may be accepted.

(iif) Acceptable evidence to establish the time of receipt at the Government installation includes
the time/date stamp of that installation on the proposal wrapper, other documentary evidence of
receipt maintained by the installation, or oral testimony or statements of Government personnel.

(iv) If an emergency or unanticipated event interrupts normal Government processes so that
proposals cannot be received at the office designated for receipt of proposals by the exact time
specified in the solicitation, and urgent Government requirements preclude amendment of the
solicitation, the time specified for receipt of proposals will be deemed to be extended to the same
time of day specified in the solicitation on the first work day on which normal Government
processes resume.

(v) Proposals may be withdrawn by written notice received at any time before award. Oral
proposals in response to oral solicitations may be withdrawn orally. If the solicitation authorizes
facsimile proposals, proposals may be withdrawn via facsimile received at any time before award,
subject to the conditions specified in the provision at 52.215-5, Facsimile Proposals. Proposals
may be withdrawn in person by an offeror or an authorized representative, if the identity of the
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person requesting withdrawal is established and the person signs a receipt for the proposal
before award.

(4) Unless otherwise specified in the solicitation, the offeror may propose to provide any item or
combination of items.

(5) Offerors shall submit proposals in response to this solicitation in English, unless otherwise
permitted by the solicitation, and in U.S. dollars, unless the provision at FAR 52.225-17,
Evaluation of Foreign Currency Offers, is included in the solicitation.

(6) Offerors may submit modifications to their proposals at any time before the solicitation closing
date and time, and may submit modifications in response to an amendment, or to correct a
mistake at any time before award.

(7) Offerors may submit revised proposals only if requested or allowed by the Contracting Officer.

(8) Proposals may be withdrawn at any time before award. Withdrawals are effective upon
receipt of notice by the Contracting Officer.

(d) Offer expiration date. Proposals in response to this solicitation will be valid for the number of
days specified on the solicitation cover sheet (unless a different period is proposed by the
offeror).

(e) Restriction on disclosure and use of data. Offerors that include in their proposals data that
they do not want disclosed to the public for any purpose, or used by the Government except for
evaluation purposes, shall--

(1) Mark the title page with the following legend: This proposal includes data that shall not be
disclosed outside the Government and shall not be duplicated, used, or disclosed--in whole or in
part--for any purpose other than to evaluate this proposal. If, however, a contract is awarded to
this offeror as a result of--or in connection with-- the submission of this data, the Government
shall have the right to duplicate, use, or disclose the data to the extent provided in the resulting
contract. This restriction does not limit the Government's right to use information contained in this
data if it is obtained from another source without restriction. The data subject to this restriction are
contained in sheets [insert numbers or other identification of sheets]; and

(2) Mark each sheet of data it wishes to restrict with the following legend: Use or disclosure of
data contained on this sheet is subject to the restriction on the title page of this proposal.

(f) Contract award. (1) The Government intends to award a contract or contracts resulting from
this solicitation to the responsible offeror(s) whose proposal(s) represents the best value after
evaluation in accordance with the factors and subfactors in the solicitation.

(2) The Government may reject any or all proposals if such action is in the Government's interest.
(3) The Government may waive informalities and minor irregularities in proposals received.

(4) The Government intends to evaluate proposals and award a contract without discussions with
offerors (except clarifications as described in FAR 15.306(a)). Therefore, the offeror's initial
proposal should contain the offeror's best terms from a cost or price and technical standpoint.
The Government reserves the right to conduct discussions if the Contracting Officer later
determines them to be necessary. If the Contracting Officer determines that the number of
proposals that would otherwise be in the competitive range exceeds the number at which an
efficient competition can be conducted, the Contracting Officer may limit the number of proposals
in the competitive range to the greatest number that will permit an efficient competition among the
most highly rated proposals.
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(5) The Government reserves the right to make an award on any item for a quantity less than the
quantity offered, at the unit cost or prices offered, unless the offeror specifies otherwise in the
proposal.

(6) The Government reserves the right to make multiple awards if, after considering the additional
administrative costs, it is in the Government's best interest to do so.

(7) Exchanges with offerors after receipt of a proposal do not constitute a rejection or counteroffer
by the Government.

(8) The Government may determine that a proposal is unacceptable if the prices proposed are
materially unbalanced between line items or subline items. Unbalanced pricing exists when,
despite an acceptable total evaluated price, the price of one or more contract line items is
significantly overstated or understated as indicated by the application of cost or price analysis
techniques. A proposal may be rejected if the Contracting Officer determines that the lack of
balance poses an unacceptable risk to the Government.

(9) If a cost realism analysis is performed, cost realism may be considered by the source
selection authority in evaluating performance or schedule risk.

(10) A written award or acceptance of proposal mailed or otherwise furnished to the successful
offeror within the time specified in the proposal shall result in a binding contract without further
action by either party.

(11) The Government may disclose the following information in postaward debriefings to other
offerors:

(i) The overall evaluated cost or price and technical rating of the successful offeror;

(ii) The overall ranking of all offerors, when any ranking was developed by the agency during
source selection;

(iiiy A summary of the rationale for award; and

(iv) For acquisitions of commercial items, the make and model of the item to be delivered by the
successful offeror.

(End of provision)

52.215-16  FACILITIES CAPITAL COST OF MONEY (OCT 1997)

(a) Facilities capital cost of money will be an allowable cost under the contemplated contract, if
the criteria for allowability in subparagraph 31.205-10(a)(2) of the Federal Acquisition Regulation
are met. One of the allowability criteria requires the prospective contractor to propose facilities
capital cost of money in its offer.

(b) If the prospective Contractor does not propose this cost, the resulting contract will include the
clause Waiver of Facilities Capital Cost of Money.

(End of provision)

52.216-1 TYPE OF CONTRACT (APR 1984)
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The Government contemplates award of a firm fixed price contract resulting from this solicitation.

(End of clause)

52.217-5 EVALUATION OF OPTIONS (JUL 1990)

Except when it is determined in accordance with FAR 17.206(b) not to be in the Government's
best interests, the Government will evaluate offers for award purposes by adding the total price
for all options to the total price for the basic requirement. Evaluation of options will not obligate
the Government to exercise the option(s).

(End of Provision)

52.219-24 SMALL DISADVANTAGED BUSINESS PARTICIPATION PROGRAM--TARGETS
(OCT 2000)

(a) This solicitation contains a source selection factor or subfactor related to the participation of
small disadvantaged business (SDB) concerns in the contract. Credit under that evaluation factor
or subfactor is not available to an SDB concern that qualifies for a price evaluation adjustment
under the clause at FAR 52.219-23, Notice of Price Evaluation Adjustment for Small
Disadvantaged Business Concerns, unless the SDB concern specifically waives the price
evaluation adjustment.

(b) In order to receive credit under the source selection factor or subfactor, the offeror must
provide, with its offer, targets, expressed as dollars and percentages of total contract value, for
SDB participation in any of the North American Industry Classification System (NAICS Industry
Subsectors as determined by the Department of Commerce. The targets may provide for
participation by a prime contractor, joint venture partner, teaming arrangement member, or
subcontractor; however, the targets for subcontractors must be listed separately.

(End of provision)

52.222-23 NOTICE OF REQUIREMENT FOR AFFIRMATIVE ACTION TO ENSURE EQUAL
EMPLOYMENT OPPORTUNITY FOR CONSTRUCTION (FEB 1999)

(a) The offeror's attention is called to the Equal Opportunity clause and the Affirmative Action
Compliance Requirements for Construction clause of this solicitation.

(b) The goals for minority and female participation, expressed in percentage terms for the
Contractor's aggregate workforce in each trade on all construction work in the covered area, are
as follows:

Goals for minority Goals for female
participation for each trade | participation for each trade

69.1% 6.9%

These goals are applicable to all the Contractor's construction work performed in the covered
area. If the Contractor performs construction work in a geographical area located outside of the
covered area, the Contractor shall apply the goals established for the geographical area where
the work is actually performed. Goals are published periodically in the Federal Register in notice
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form, and these notices may be obtained from any Office of Federal Contract Compliance
Programs office.

(c) The Contractor's compliance with Executive Order 11246, as amended, and the regulations in
41 CFR 60-4 shall be based on (1) its implementation of the Equal Opportunity clause, (2)
specific affirmative action obligations required by the clause entitled "Affirmative Action
Compliance Requirements for Construction,” and (3) its efforts to meet the goals. The hours of
minority and female employment and training must be substantially uniform throughout the length
of the contract, and in each trade. The Contractor shall make a good faith effort to employ
minorities and women evenly on each of its projects. The transfer of minority or female
employees or trainees from Contractor to Contractor, or from project to project, for the sole
purpose of meeting the Contractor's goals shall be a violation of the contract, Executive Order
11246, as amended, and the regulations in 41 CFR 60-4. Compliance with the goals will be
measured against the total work hours performed.

(d) The Contractor shall provide written notification to the Deputy Assistant Secretary for Federal
Contract Compliance, U.S. Department of Labor, within 10 working days following award of any
construction subcontract in excess of $10,000 at any tier for construction work under the contract
resulting from this solicitation. The notification shall list the --

(1) Name, address, and telephone number of the subcontractor;

(2) Employer's identification number of the subcontractor;

(3) Estimated dollar amount of the subcontract;

(4) Estimated starting and completion dates of the subcontract; and
(5) Geographical area in which the subcontract is to be performed.

(e) As used in this Notice, and in any contract resulting from this solicitation, the "covered area" is
Honolulu County - State of Hawaii

52.225-12 -- Notice of Buy American Act Requirement-Construction Materials Under
Trade Agreements. (May 2002)

(a) Definitions. "Construction material,” "designated country construction material,” "domestic
construction material,” "foreign construction material,” and "NAFTA country construction
material," as used in this provision, are defined in the clause of this solicitation entitled ~"Buy
American Act--Construction Materials under Trade Agreements" (Federal Acquisition Regulation
(FAR) clause 52.225-11).

(b) Requests for determination of inapplicability. An offeror requesting a determination regarding
the inapplicability of the Buy American Act should submit the request to the Contracting Officer in
time to allow a determination before submission of offers. The offeror shall include the information
and applicable supporting data required by paragraphs (c) and (d) of FAR clause 52.225-11 in the
request. If an offeror has not requested a determination regarding the inapplicability of the Buy
American Act before submitting its offer, or has not received a response to a previous request,
the offeror shall include the information and supporting data in the offer.

(c) Evaluation of offers.

(1) The Government will evaluate an offer requesting exception to the requirements of the Buy
American Act, based on claimed unreasonable cost of domestic construction materials, by adding
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to the offered price the appropriate percentage of the cost of such foreign construction material,
as specified in paragraph (b)(4)(i) of FAR clause 52.225-11.

(2) If evaluation results in a tie between an offeror that requested the substitution of foreign
construction material based on unreasonable cost and an offeror that did not request an
exception, the Contracting Officer will award to the offeror that did not request an exception
based on unreasonable cost.

(d) Alternate offers.

(1) When an offer includes foreign construction material, other than designated country or NAFTA
country construction material, that is not listed by the Government in this solicitation in paragraph
(b)(3) of FAR clause 52.225-11, the offeror also may submit an alternate offer based on use of
equivalent domestic, designated country, or NAFTA country construction material.

(2) If an alternate offer is submitted, the offeror shall submit a separate Standard Form 1442 for
the alternate offer, and a separate price comparison table prepared in accordance with
paragraphs (c) and (d) of FAR clause 52.225-11 for the offer that is based on the use of any
foreign construction material for which the Government has not yet determined an exception
applies.

(3) If the Government determines that a particular exception requested in accordance with
paragraph (c) of FAR clause 52.225-11 does not apply, the Government will evaluate only those
offers based on use of the equivalent domestic, designated country, or NAFTA country
construction material, and the offeror shall be required to furnish such domestic, designated
country, or NAFTA country construction material. An offer based on use of the foreign
construction material for which an exception was requested--

(i) Will be rejected as nonresponsive if this acquisition is conducted by sealed bidding; or

(if) May be accepted if revised during negotiations.

(End of provision)

52.233-2 SERVICE OF PROTEST (AUG 1996)
(a) Protests, as defined in section 33.101 of the Federal Acquisition Regulation, that are filed
directly with an agency, and copies of any protests that are filed with the General Accounting
Office (GAO), shall be served on the Contracting Officer (addressed as follows) by obtaining
written and dated acknowledgment of receipt from:

U.S. Army Engineer District, Honolulu

Corps of Engineers, Bldg 230

ATTN: Directorate of Contracting, CEPOH-CT

Fort Shafter, HI 96858-5440

(b) The copy of any protest shall be received in the office designated above within one day of
filing a protest with the GAO.

(End of provision)

52.236-27 SITE VISIT (CONSTRUCTION) (FEB 1995) — ALTERNATE | (FEB 1995)

(a) The clauses at 52.236-2, Differing Site Conditions, and 52.236-3, Site Investigations and
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Conditions Affecting the Work, will be included in any contract awarded as a result of this
solicitation. Accordingly, offerors or quoters are urged and expected to inspect the site where the
work will be performed.

(b) An additional organized site visit has been scheduled for--
July 30, 2003, between 9:00 a.m. and 3:00 p.m. (HST)

(c) Participants can contact Kenneth Cabalce at (808)438-8535 for more
information

52.236-28 PREPARATION OF PROPOSALS--CONSTRUCTION (OCT 1997)

(a) Proposals must be (1) submitted on the forms furnished by the Government or on copies of
those forms, and (2) manually signed. The person signing a proposal must initial each erasure or
change

appearing on any proposal form.

(b) The proposal form may require offerors to submit proposed prices for one or more items on
various bases, including--

(1) Lump sum price;

(2) Alternate prices;

(3) Units of construction; or

(4) Any combination of paragraphs (b)(1) through (b)(3) of this provision.

(c) If the solicitation requires submission of a proposal on all items, failure to do so may result in
the proposal being rejected without further consideration. If a proposal on all items is not required,
offerors should insert the words “no proposal” in the space provided for any item on which no
price is submitted.

(d) Alternate proposals will not be considered unless this solicitation authorizes their submission.

(End of provision)

S-36.4 PRE-PROPOSAL CONFERENCE (JUL 1995)

a. A pre-proposal conference will be conducted by the Government on July 15, 2003 starting at
1:00 to 3:30 p.m. at the Nehelani Clubhouse in the Kukui Room at Schofield Barracks. All
planholders (prime contractors, subcontractors, and suppliers) are urged to attend this
conference. Planholders who plan to attend should notify the Government of the number of
attendees before the date of the conference. Notification can be made as

follows:

(1) Telephone: (808)438-8535
Point of Contact: Kenneth Cabalce

(2) Facsimile: (808)438-6989 / 438-0220
(3) Mail: U.S. Army Engineer District, Honolulu

Corps of Engineers, Bldg 230
ATTN: Kenneth Cabalce (CEPOH-PP-A)
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Fort Shafter, Hawaii 96858-5440

b. Any questions planholders may have concerning the project, plans, or specifications should be
submitted in writing, on letterhead stationery, sufficiently in advance of the conference, to permit
preparation of answers, which will be provided at the conference. The questions should be faxed
as soon as possible, and followed by an original through mail. Use the facsimile number and
address shown in paragraph a. above. During the conference, written, signed questions will be
accepted, and will be answered during the conference if time permits.

c. A complete record of the conference, including questions raised by planholders and answers
provided by the Government, will be made and a copy furnished to all planholders. However, any
answer, clarification, or explanation given at the conference will not qualify or change the terms of
the request for proposal (including the plans and specifications). Unless the request for proposal
is amended in writing, it will remain unchanged. If an amendment to the request for proposal is
issued as a result of the conference, normal procedures relating to issuance and
acknowledgement of receipt will apply.

d. All costs incurred to attend and participate in the pre-proposal conference and any site visits
(see paragraph e. below) will be at the expense of the plan holder. This includes, but is not
limited to, the cost of transportation, per diem, and hotel accommodations.

e. Refer to provision entitled SITE VISIT (CONSTRUCTION) in Section 00100 for information on
the pre-proposal site visit.

[End of Statement]

S-36.33 NOTIFICATION TO OFFERORS — ACCESS TO ARMY INSTALLATIONS.

All vehicle operators must be prepared to provide a valid driver’s license, vehicle registration,
certificate of insurance and current safety inspection to the security guard prior to entry to the
Installation. Offerors should anticipate a delay in entering the Installation and allow sufficient time
when attending a site visit or pre-proposal conference or hand delivering an offer.

S-36.2 MAGNITUDE OF THE PROPOSED PROJECT [FAR 36.204]
(a) Physical Characteristics:

This design/build project will entail preparing the design and constructing the renovation of four
three story concrete buildings to house the barracks, community activities, company operations,
battalion headquarters, and dining facility for soldiers at Schofield Barracks Quad C. The work
will include the demolition of existing building components and replacement of these components
with new material that comply with current standards, to include current anti-terrorist and force
protection standards. These buildings are historic buildings and all renovation must comply with
the Section 106 Historic Preservation regulations. The project will include work for exterior
utilities, pavement, and related appurtenances required to support the building renovations.

(b) Estimated Price Range: The estimated price range of this work is between $25,000,000.00
and $100,000,000.00.

[End of Statement]
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S-28.3 PENAL SUM AND FORM OF OFFER GUARANTEE
(Applicable to offers exceeding $100,000)

Each offeror shall submit with its offer a separate offer guarantee using Standard Form 24, Bid
Bond, with good and sufficient surety or sureties acceptable to the Government, or other security
as provided in the clause entitled OFFER GUARANTEE in the CONTRACT CLAUSES section.
This security shall be in the form of twenty percent (20%) of the offered price or three million
dollars ($3,000,000), whichever is less. The penal sum of the bond may be expressed in terms of
a percentage of the offered price or may be expressed in dollars and cents.

Failure to submit a offer guarantee by the time and date set for receipt of proposals may be cause
for rejection of a proposal, except as provided in provision 52.215-1, Instructions to Offerors--
Competitive Acquisition.

[End of Statement]

S-2 ASBESTOS ABATEMENT (AUG 1996)

Asbestos abatement is part of the scope of work for the proposed contract. Refer to paragraphs
entitled, "ASBESTOS --- (OCCUPATIONAL HEALTH AND ENVIRONMENTAL)" in Section
00800 and applicable sections of the technical specifications and drawings. The Contractor shall
inform responsible representatives of their insurer(s)/surety(ies) that asbestos abatement is
required for the proposed contract.

[End of Statement]
S-19.3 SMALL DISADVANTAGED BUSINESS GOAL FOR SMALL BUSINESS
SUBCONTRACTING PLAN
When a small business subcontracting plan is required by FAR clause entitled, “SMALL
BUSINESS SUBCONTRACTING PLAN”, the minimum goal that will be accepted for

subcontracting with Small Disadvantaged Business is five percent (5%).

[End of Statement]

S-19.1 APPROVAL OF SUBCONTRACTING PLAN
If the Contract Clause in this solicitation entitled "Small Business Subcontracting Plan” or its
Alternate | or Il applies, no award will be made until the subcontracting plan under the stated
clause is approved. See sample Small Business Subcontracting Plan at Appendix A.

[End of Statement]
S-36.38 COST LIMITATION - TARGET CEILING - JUNE 1999
The target ceiling for contract award for design and construction is $37,400,000 for MCA
and $21,100,000 for BUP, based on the funds made available for this project. The

Government cannot guarantee that additional funds will be made available for award.
Offerors are under no obligation to approach this ceiling.
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SECTION 00120

PROPOSAL SUBMISSION REQUIREMENTS
AND EVALUATION FACTORS

1.0 GENERAL

1.1. Cost of Preparing Proposals

The Government will not reimburse any Offeror any costs incurred in responding to this Request for
Proposal.

1.2. Inquiries
Address all inquiries regarding this Request for Proposals to:

U.S. Army Engineer District, Honolulu
Attn: Ms. Renee Hicks (CEPOH-CT-C)
Building S-200

Fort Shafter, Hawaii 96858-5440
Phone No. (808) 438-8564

Fax No. (808) 438-8588

E-Mail: renee.hicks@usace.army.mil

1.3  Submittal of Proposals

Submit proposal packages to the US Army Corps of Engineers (“the Government”) as shown in Block 8
of Standard Form 1442.

Proposals received by the Government after the date and time set for receipt of proposals will be handled
in accordance with the requirements of Provision “52.215-1, Instructions to Offerors% Competitive
Acquisition (May 2001),” subparagraph (c), found in Section 00100.

1.4  Proposal Evaluation

The Government intends to award without discussions to the Offeror with the Lowest Priced, Technically
Acceptable (LPTA) proposal, in accordance with the provisions of this solicitation and applicable
acquisition regulations. The Government will evaluate offers in accordance with the NON-PRICE

EVALUATION FACTORS described in paragraph 2.5 of this section and the Offeror's proposed total
price.

Factors/subfactors will be evaluated against the standards described in this section. Each
factor/subfactor will receive one of the following ratings:

Acceptable. The proposal demonstrates an acceptable understanding of the requirements. The
Offeror's proposed capability is of an acceptable level of quality and justified or substantiated by
meeting the requirements of the factor or subfactor.

Unacceptable. The proposal fails to demonstrate an acceptable understanding of the requirements.

The Offeror's proposal does not meet the requirements to receive an acceptable rating for the factor
or subfactor.
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Neutral. Offerors will not be rated favorably or unfavorably if contracts were not issued a final
performance evaluation.

1.5 Contract Award

Offerors are advised that the Government intends to award without discussions. However during the
evaluation of the proposals, clarifications may be requested. Those proposals that receive an
unacceptable rating on any of the non-price factors or subfactors may be determined unacceptable and
may not receive further consideration for award.

Upon completing the evaluation of all proposals, as long as there is at least one acceptable proposal, the
Contracting Officer may, in accordance with the provisions of this solicitation and applicable acquisition
regulations, evaluate price for those proposals determined to be technically acceptable. However, if all
proposals are determined unacceptable, then the Contracting Officer may conduct discussions with all
Offerors. Upon conclusion of discussions, the Contracting Officer may request final proposal revisions
from all Offerors and may, upon receipt of final proposal revisions, proceed to award a contract without
further discussions or notice.

In the event that award cannot be made to the lowest-priced, acceptable Offeror, the Contracting Officer
may conduct discussions only with Offerors that submitted an acceptable proposal. Upon conclusion of
discussions, the Contracting Officer may request final price proposal revisions from the Offerors that
submitted an acceptable proposal and may, upon receipt of final proposal revisions, proceed to award a
contract without further discussions or notice.

2.0 PROPOSAL FORMAT
2.1 General

Submit proposals three (3) separate envelopes. All proposal revisions shall be submitted as page
replacements with revised text readily identifiable, e.g. bold face print or underlining. Proposal
replacement pages shall be clearly marked “REVISED”, shall show the date of revision, and shall be
submitted in the appropriate number of copies (e.qg., if four copies of the original page was required, then
four copies of the revised page will also be required).

2.1.1 Volume I, Non-Price Proposal

One envelope shall be clearly marked, “VOLUME |, NON-PRICE PROPOSAL, RFP NO. DACA83-03-R-
0013.” It shall contain an original and six (6) copies of the items provided in response to the Non-Price
Factors described in paragraph 2.5.

2.1.2 Volume lI, Price Proposal

The second envelope shall be clearly marked, “VOLUME Il, PRICE PROPOSAL, RFP NO. DACA83-03-
R-0013.” It shall contain one original and two copies of the Offeror's completed Standard Form (SF)
1442, using a printed copy of the SF 1442 included in this solicitation.

Volume Il shall also include the following:

One original and two copies of Section 00010, Price Proposal Schedule. Indicate whether or not
Facilities Capital Cost of Money is included in the Offeror’s costs of performing the work. Proposals
that state that Facilities Capital Cost of Money is not included, or proposal that do not address
Facilities Capital Cost of Money, will be deemed to have waived Facilities Capital Cost of Money.
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If the Offeror is a joint venture (JV), two copies (certified as a true copy) of the Offeror’'s executed joint
venture agreement and identify the size status for each member of the JV).

Two copies of the Offeror's completed Section 00600, Representations and Certifications, using a
printed copy of Section 00600 included in this solicitation.

Two copies of the Offeror's completed, if applicable, SF LLL, Disclosure of Lobbying Activities, using
a printed copy of the SF LLL included as Appendix A in Section 00600.

2.1.3 Volume lll, Subcontracting Plan (only required from Large Business Concerns)

If the Offeror is a large business concern, the Offeror shall submit a subcontracting plan in accordance
with FAR 52.219-9 (See Section 00100, Appendix A for a sample).

The third envelope shall be clearly marked, “VOLUME |1, SUBCONTRACTING PLAN, RFP NO. DACA83-
03-R-0013". Volume Il will not be evaluated or rated. Only the selected Offeror’s plan will be reviewed
and must be approved prior to award of the contract.

2.1.4 Table of Contents

Proposal volumes shall be tabbed. Each of the proposal volumes shall include a Table of Contents that
includes the title of the subject matter discussed therein and the page number where the information can
be found. The volumes shall be organized in the same order listed in paragraph 2.4 of this Section.
Each evaluation factor and subfactor shall be separately tabbed. Proposals that are not correctly tabbed
may be considered unacceptable.

2.2. Proposal Presentation
Prepare proposals in the English language.

Proposals shall completely address the requirements of the RFP. Elaborate format, binders, special
reproduction techniques, and the like are not necessary. However, the proposal shall be neatly
organized and bound. All pages, except divider tabs, shall be numbered. Except for divider tabs and
revisions sheets, as noted above, plain white 8-1/2” x 11" bond shall be used. However, if drawings or
other graphics are included, Offerors may reduce them only to the extent that legibility is not lost.

There is no limit to the number of pages in the non-price proposal. Pages shall be single-sided,
numbered, and shall be typed. Type pitch shall be 10 pitch or larger.

Information presented should be organized so as to pertain to only the evaluation factor or subfactor in
the section that the information is presented. Information pertaining to more than one evaluation factor
or subfactor should be repeated in the tab for each factor or subfactor.

2.3 Proposal Content

Proposals shall be in a narrative format, organized and titled so that each section of the proposal follows
the order and format of the factors and subfactors set forth below in paragraph 2.5, “VOLUME |, NON-
PRICE PROPOSAL".

Any information, presented in a proposal that the Offeror wants safeguarded from disclosure to other
parties must be identified and labeled in accordance with the requirements of Provision “52.215-1,
Instructions to Offerors3 Competitive Acquisition (May 2001),” subparagraph (e), which is found in
Section 00100 of this solicitation. The Government will endeavor to honor the restrictions against release
requested by Offerors, to the extent permitted under United States law and regulations.
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The proposal must set forth full, accurate, and complete information as required by this solicitation. The
Government will rely on such information in the award of a contract. By submission of an offer, the
Offeror agrees that all items in its proposal (key managerial and technical home office and on-site
personnel, subcontractors, material and equipment manufacturers, targets for utilization of eligible SDB
concerns, etc.) will be used throughout the duration of the contract and any substitutions of any item will
require prior approval of the Contracting Officer.
2.4  Evaluation Factors
All proposals will be evaluated on non-price and price factors. Offerors are required to provide data
addressing all stated factors in a clear and understandable format. If an Offeror does not have data
relating to a specific factor, it shall be clearly stated in the proposal. Proposals that do not clearly
address all factors may be considered unacceptable and may not receive further consideration.
All factors and subfactors within a factor have equal importance.
NON-PRICE FACTORS (Volume I):
Factor |, Experience
Subfactor A - Construction Experience
Subfactor B - Design-Build Experience
Factor Il, Past Performance
Subfactor A - Construction

Subfactor B - Design-Build

Subfactor C - Customer Satisfaction

(Deleted)

Factor IV, Small Business Program, Past performance in complying with Small Business
Subcontracting Plan.

PRICE (Volume II)
2.5 Volume I, Non-Price Proposal

Data provided in response to the non-price factors described below shall be included in Volume I, “Non-
Price Proposal”. All references to Offeror shall include any proposed members of the Construction team
meeting the criteria stated in paragraph 2.5.2 below.

2.5.1 Relevant Contracts

For a contract to be considered relevant, the contract must have been awarded to the Offeror after 1 July
1993 and has been declared substantially complete between 1 July 1997 and 1 July 2003, and each
contract must have involved at least four (4) of the characteristics listed below for either a Construction
contract or a Design-Build contract, as applicable. Evidence of substantial completion must be
included in the proposal in order for a contract to be considered relevant.
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An IDIQ-type contracts may be considered relevant only if a single task order on that contract involves
at least four (4) of the characteristics for either a Construction contract or a Design-Build contract, as
applicable. Task orders may not be combined in order for the contract to meet the criteria for relevancy.
Both the contract and the individual task order must meet the award date and substantial completion
criteria stated above. The characteristics of a single task order may be applied towards meeting
the required characteristics for either a Construction contract or a Design-Build contract, as
applicable.
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Characteristic Construction Contracts Design-Build Contracts

1 Contract amount at time of award was Contract amount at time of award was
equal to or greater than $25,000,000 equal to or greater than $10,000,000

2 Contract involved 100,000 square feet or | Contract involved 100,000 square feet
more of Renovation Work or more of Renovation Work

3 Work involved the integration of various Work involved design and integration of
building systems, including mechanical, | various building systems, including
electrical, fire alarm and fire protection mechanical, electrical, fire alarm and

fire protection

4 Construction involved work on multiple Design involved multiple structures,
structures, multiple floor levels, with multiple floor levels, with multiple uses
multiple uses

5 Work involved management and Work involved management and
supervision of many different trades, supervision of many different trades,
including at least those involved in site including at least those involved in site
work, interior and exterior electrical, work, interior and exterior electrical,
HVAC, plumbing, masonry, and HVAC, plumbing, masonry, and
concrete work concrete work

6 Work involved hazardous material Design addressed hazardous material
identification, abatement, and removal, identification, abatement, and removal,
including both lead-based paint and including both lead-based paint and
asbestos asbestos

7 Work involved removal of and cleanup of | Design involved removal and cleanup of
petroleum-contaminated soils petroleum-contaminated soils

8 Work was managed through the use of a | Design and construction submittals
Network Analysis System (NAS) and were managed through the use of a
involved multiple construction phases Network Analysis System (NAS)

9 Contract involved construction on a U.S. | Contract involved construction on a
Government Military Base U.S. Government Military Base

2.5.2 Factor I, Experience

Data provided in support of this factor shall clearly demonstrate the Offeror’s ability to meet the
requirements of the contract based on its experience on relevant contracts as defined in paragraph 2.5.1.
Only experience considered relevant to this project will be considered.

Complete a Contract Data Sheet for each contract provided in support of this factor. This sheet is
included as Attachment 1 to this specification section. All requested information must be provided.
Failure to provide any of the requested data may be cause to eliminate a contract from consideration in
the evaluation. Only the form provided as Attachment 1 will be accepted. Data submitted in any other
format will be eliminated from consideration.

The Offeror shall provide a narrative description of each relevant contract included in its proposal in
addition to the Contract Data Sheet. The narrative shall clearly explain how the contract fulfills the
experience characteristics for which it is being submitted. No more than five (5) pages shall be
submitted for each contract, including the Contract Data Sheet and any continuation pages. Pages
exceeding this 5-page limit will not be considered.

If the Offeror intends to rely on its joint venture partner’'s experience, the Offeror shall submit a Contract
Data Sheet (Attachment 1) and narrative description for the joint venture partner’s relevant experience. In
order to demonstrate the depth of its experience, Offerors may submit data for themselves and their joint
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venture partner for the same contract. However, the submission of data for multiple team members on
the same contract will only be counted as a single contract.

25.2.1 Subfactor A, Construction Experience

Offerors shall identify relevant contracts, as defined in paragraph 2.5.1, in which they were the prime

contractor.

25.21.1 Evaluation Standards

Acceptable

The Offeror has submitted one or more relevant contracts (para 2.5.1). These contracts
demonstrate that the Offeror has had experience in all of the nine (9) listed Construction
Contracts characteristics. Evidence of substantial completion is provided for all
relevant contracts.

Unacceptable

Based on the submitted relevant contracts, the Offeror has not demonstrated experience
on at least one of the Construction Contract characteristics, or evidence of substantial
completion is not provided for all relevant contracts.

25.2.2 Subfactor B, Design-Build Experience

Offerors shall identify relevant contracts, as defined in paragraph 2.5.1, in which they were the prime

contractor.

25.22.1 Evaluation Standards

Acceptable

The Offeror has submitted one or more relevant contracts (para 2.5.1). These contracts
demonstrate that the Offeror has had experience in all of the nine (9) listed Design-Build
Contracts characteristics. Evidence of substantial completion is provided for all
relevant contracts.

Unacceptable

Based on the submitted relevant contracts, the Offeror has not demonstrated experience
on at least one of the Design-Build Contract characteristics, or evidence of substantial
completion is not provided for all relevant contracts.

2.5.3 Factor Il, Past Performance

Data provided in support of this factor shall clearly demonstrate the Offeror’s ability to meet the
requirements of the contract based on his documented past performance history on relevant contracts.
Only past performance on relevant contracts will be considered (see paragraph 2.5.1 above).

Provide a copy of the final overall performance evaluation for each of the relevant contracts identified in
Factor |, Subfactors A and B, that were completed between 1 July 1997 and 1 July 2003. Only
performance evaluations for the Offeror will be considered. Provide complete and accurate
documentation for each evaluation. Undocumented performance evaluations may not be considered.
The Government may use data provided by the Offeror and data obtained from other sources. While the
Government may elect to consider data obtained from other sources, the burden of providing thorough
and complete past performance information rests with the Offeror.

25.3.1 Subfactor A, Construction

Documentation shall be provided for each of the final overall performance evaluations
received for the relevant contracts submitted in Subfactor IA, or if one was not received, a
statement attesting to the situation shall be provided.
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25.3.1.1 Evaluation Standards

Acceptable The Offeror has received no less than satisfactory on all final performance ratings on the
submitted relevant contracts; and the Offeror must not have received an
Unsatisfactory performance evaluation on any Federal Government contract after 1997.

Unacceptable The Offeror has received less than a satisfactory performance rating on at least one
of the submitted relevant contracts; or the Offeror has received an Unsatisfactory
performance evaluation on at least one Federal Government contract after 1997.

Neutral Offerors will not be rated favorably or unfavorably if all contracts were not issued a final
performance evaluation.

25.3.2 Subfactor B, Design-Build
Documentation shall be provided for each of the final overall performance evaluations
received for the relevant contracts submitted in Subfactor IB, or if one was not received, a
statement attesting to the situation shall be provided.

25.3.2.1 Evaluation Standards

Acceptable The Offeror has received no less than satisfactory on all final performance ratings on the
submitted relevant contracts; and the Offeror must not have received an
Unsatisfactory performance evaluation on any Federal Government contract after 1997.

Unacceptable The Offeror has received less than a satisfactory performance rating on at least one
of the submitted relevant contracts; or the Offeror has received an Unsatisfactory
performance evaluation on at least one Federal Government contract after 1997

Neutral Offerors will not be rated favorably or unfavorably if all contracts were not issued a final
performance evaluation.

25.3.3 Subfactor C, Customer Satisfaction

A customer satisfaction questionnaire is provided at the end of this section as Attachment 2. For each
of the relevant contracts identified in Factor I, Subfactors A and B, Offerors shall complete Part A.
Offerors shall send the partially completed forms to the Contracting Officer for the identified contract
(respondent) for completion of Part B. Only one questionnaire for each relevant contract will be
accepted. The respondent shall return completed questionnaires directly to the following address:

US Army Engineer District, Honolulu

CEPOH-CT-C

Attn: DACA83-03-R-0013, Customer Satisfaction Questionnaire
Bldg. 230

Fort Shafter, HI 96858-5440

Fax: 808-438-8588

Respondents should be requested to return questionnaires no later than the closing date of the
solicitation. The Government advises Offerors that they are responsible for ensuring timely receipt of
completed questionnaires. Questionnaires that are not received may impact an Offeror’s rating for this
subfactor. Questionnaires received directly from offerors will not be considered in the evaluation.
Questionnaires that are missing the Contracting Officer’s receipt acknowledgement signature may not be
considered. Only questionnaires submitted on the provided form (Attachment 2) will be considered.
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A copy of page 1 of all partially completed questionnaire sheets sent shall be included in this tab.
Ensure that the reference number is completed on each questionnaire sheet to correctly match
guestionnairesto the contracts listed in Factor I.

25.3.3.1 Evaluation Standards

Acceptable

At least 50% of the completed questionnaires are received for the relevant contracts
submitted in Factor |, Subfactors A and B; and on the questionnaires received for
the relevant contracts submitted in Factor |, Subfactors A and B, all of the ratings
for questions 2 through 9 were no less than satisfactory.

Unacceptable

Less than 50% of the completed questionnaires are received for the relevant
contracts submitted in Factor I, Subfactors A and B, or on the surveys received for
the relevant contracts submitted in Factor I, Subfactors A and B, one or more of
the ratings for questions 2 through 9 were less than satisfactory.

(DELETED)
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2.5.5 Factor IV, Small Business Program, Past performance in complying with Small Business
Subcontracting Plan.

Offerors shall submit data that demonstrate its use of Small Business Concerns. Small Business
Concerns include small disadvantaged businesses (SDB), women-owned small businesses, HUBZone
small businesses, veteran-owned small businesses and service disabled veteran-owned small
businesses.

Provide SF 294' s, "Subcontracting Report for Individual Contracts" for projects of similar scope and
magnitude. Provide reasonable justifications if goals were not met.

25.5.1 Evaluation Standards

Acceptable Offeror's Small Business Subcontracting Plan goals were met or reasonable
justifications for not achieving these goals provided. Offers from Small Business
concerns shall receive an acceptable rating..

Unacceptable Offeror's Small Business Subcontracting Plan goals were not met and no justification for
not achieving these goals is provided.

DACA83-03-R-0013 00120-10
AM-0002



CONTRACT DATA SHEET
RFP No. DACA83-03- R-0013

The data provided on this sheet will provide supporting information for the Offeror’s
Experi ence and Past Perfornmance (Factors | & I1). Use this formto docunent relevant
contracts that were awarded after 1 July 1993 and substantially conpleted between 1
July 1997 and 1 July 2003. Properly referenced continuation sheets may be used if

needed. Submit no nore than 5 pages per contract -- data sheet plus continuation
sheet s.
O feror’s Nane: Phone Nunber:
Fax Number:
Poi nt of Contact: E- Mai | Address:
Contract No: Reference #: Vol |, Tab _ , Contract # __

Applicable characteristics (paragraph 2.5.1, 1 - 9):
(Li st characteristics by nunber here, describe on continuation sheets)

Contract Title:

Locati on:

Type of Contract (i.e. firmfixed, price, cost reinbursable, IDIQ etc.):

Contract Description:

DACA83- 03- R- 0013 00120 - 11 Attachment 1
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Awar d Dat e:
Original Conpletion Date:

Act ual Conpl etion Date:

Awar d Anpunt :

Fi nal Contract Price:

Was Offeror the PRIME or a SUB?
Percent age of Contract Performed by O feror:

Type/ scope of work performed by the Oferor:

DACA83- 03- R- 0013 00120 - 12 Attachment 1
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Overall Final Contract Performance Rating:
Dat e of Eval uation:
Quality Awards, Letters of Appreciation/Commendation, Witten Overall Perfornance

Eval uati ons Received. List docunments here, include docunent(s) in Volunme |, Factor
I1l, Experience and Past Perfornmance tab.

Type and Extent of Subcontracting. List names of nmjor subcontractors used.

Descri be any other factors relevant to experience or past performnce that
denonstrate the Oferor’s capabilities and qualifications in relation to the proposed
contract.

End user (i.e. DPW BCE, etc.)

Poi nt of Contact (Nanme & Title):

Phone Number:

Fax Nunber:

E-mai | Address:

DACA83- 03- R- 0013 00120 - 13 Attachment 1
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CUSTOVER SATI SFACTI ON QUESTI ONNAI RE

PART A (to be conpleted by O feror)
Ref erence #: Vol |, Tab _ , Contract # _

Nanme of Offeror:

Contract Number/Contract Title /Location

Contract Description:

Awar d Dat e:

Original Conpletion Date:

Actual Conpl eti on Date:

Awar d Anmpunt :

Fi nal Contract Price:

% of work and type of work perforned by the Offeror:

PART B (to be conpleted by Respondent)

Recei ved:
(signature of Contracting O ficer)
Or gani zati on Name:
Your Name:
Your Title: Phone Number :

Your role on this contract:

Name and phone nunber of any additional person(s) who may or nay not have a
different opinion on this contractor's job perfornmnce.
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1. Describe any special conditions affecting the work.

Circle the appropriate rating and provi de supporting narrative bel ow for
questions 2 - 8

2. How would you rate the quality of construction in ternms of conpliance with
the contract plans and specifications?

Unsati sfactory Mar gi nal Sati sfactory Very Good Cut st andi ng

3. How would you rate the tineliness of performance, taking into account al
excusabl e del ays?

Unsati sfactory Mar gi nal Satisfactory Very CGood Qut st andi ng

4. How would you rate the cost of the contract, in terns of initial price
reasonabl eness and control of changes and clai nms?

Unsati sfactory Mar gi nal Satisfactory Very Cood Qut st andi ng

5. How would you rate the offeror's ability and cooperativeness in conplying
with other contract ternms and conditions?

Unsati sfactory Mar gi nal Satisfactory Very Cood Qut st andi ng

DACA83- 03- R- 0013 00120 - 17 Part B - Attachment 2
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6. How effective was the Oferor's managenment of the administrative aspects
of performance, such as conmunicating and performing routine coordination?

Unsati sfactory Mar gi nal Satisfactory Very Good CQut st andi ng

7. How would you rate the Offeror's willingness to cooperate with, and assi st
the custonmer in routine matters? Non-routine matters?

Unsati sfactory Mar gi nal Satisfactory Very Good CQut st andi ng

8. What is your assessnent of the Offeror's business integrity?

Unsati sfactory Mar gi nal Satisfactory Very Good CQut st andi ng

9. How would you rate the overall performance of the Oferor? (Pl ease
provi de comments, especially if Qutstanding or Unsatisfactory)

Unsati sfactory Mar gi nal Satisfactory Very Good CQut st andi ng

10. Would you reconmend using this firmfor any future simlar types of work
for your organization, and why or why not?

Thank you very nmuch for responding to this questionnaire. Please mail or fax

your conpleted questionnaire to the foll ow ng address:
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US Arny Engineer District, Honolulu, CEPOH CT-C
Attn: DACA83-03-R-0013, Customer Survey

Bl dg. 230

Fort Shafter, H  96858-5440

Phone: 808-438-8564 (Ms. Renee Hicks) fax 808-438-8588
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RESPONSES TO CONTRACTOR QUESTIONS

Nan, Inc., Walter Yuen/Patrick Shin

1. Per Paragraph 2.3.1, Relevant Contracts, page 00120-4, for a contract to be
considered relevant, one of the criteria is that the contract needs to be “declared
substantially complete.” This is an unreasonable requirement as a project can be
declared “substantially complete”, yet the Government does not issue the final
performance evaluation (PE) until after all contractual obligations (i.e. punchlist,
modifications) are met. It has been in our experience that this process can take
from 6 months to 1 year after the project is “substantially complete” to receive a
final PE. Therefore, we ask that the Government also consider interim PE’s as
well.

In addition, please define what is considered “substantially complete” for a single
construction or design-build contract. For example, if a project is completed in
that personnel are allowed to occupy the facility, yet the Contractor is currently
completing punchlist items or Government approval of modifications are pending;
would such a project be considered “substantially complete™? Or how about in
the case of a phased-project involving multiple buildings, of which buildings are
turned over after each is completed; would this project be “substantially
complete” if majority of the buildings are completed (i.e. 3 out of 5 buildings)?

Response - The intent of identifying relevant contracts as being those that have
been declared substantially complete is to allow offerors to highlight experience
on completed contracts eventhough the offeror may not have received a final
performance evaluation for that contract. In that case, the offeror must provide,
with their offer, documentation from the contracting activity, or the contracting
officer, stating that the contract has been declared substantially complete, as
defined by that contracting activity. Contracts identified by an offeror that have a
final performance evaluation will be evaluated for both experience and past
performance. However, contracts identified by an offeror as being only
substantially complete (no final performance evaluation) will be evaluated only for
experience and will receive a Neutral rating for past performance. Interim
performance evaluations will not be considered as evidence of contract
substantial completion. Similarly, if a contract contains multiple projects, offeror
must provide documentation of contract substantial completion not
documentation that some of the projects have been declared substantially
complete.

2. In relation to the abowve questions, in regards to an IDIQ-type contract, would
the contract be considered “substantially complete” for either of these two
scenarios: (a) the final option year of the contract has ended, yet task orders
within the contract are ongoing, and dependent upon the definition of
“substantially complete:, are not of one of the submitted task orders or (b)
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majority of the contract is completed (i.e. for a base and four (4) option year
contract, base year and two option years are completed)? Please define what is
considered “substantially complete” for an IDIQ-type contract.

Response - For an IDIQ contract to be considered substantially complete, as
stated in the RFP, both the submitted task order and the contract must meet the
criteria for substantially completion.

3. Inrelations to Questions 1 and 2, we patrticularly feel that a contract 50%
complete can be evaluated just as fair as a contract that is “substantially
complete”, as majority of the problems on a project occur during the set-up and
initial phases of the project. In addition, would it not be more advantageous in
the Government’s evaluation of this RFP to award to an Offeror that is currently
managing a sizeable staff and an extensive workload, rather than a company
who performed at the same capacity, but five years ago? We feel this would be
since projects that are most current would reflect an Offeror’s current
management style/program, which carries through to the end of the project.
Additionally, the Government will be able to better understand the Offeror on on-
going projects in comparison to an Offeror that completed a project awhile ago,
and may have experienced a downturn in projects in the time since. With the
current requirements, the Government is eliminating current projects, and
therefore, will not be getting the “best-value” out of their evaluation. Therefore,
we feel that current projects should carry the same weight as past projects, in
regards to relevant experience and past performance, and that the Government
should include on-going projects in their evaluation of this RFP.

Response - The concerns surfaced by the offeror were considered during the
establishment of the solicitations evaluation criteria. The Government believes
that the evaluation factors and criteria meets the needs of the Government.

4. Regarding the request for a Small Business Subcontracting Plan from Large
Business Concerns, as this is a design-build contract, it is very difficult for an
Offeror to list definite subcontractors for this project at the time of bid submittal. If
an Offeror is required to list subcontractors to be used on this project, this will
limit the competition to only large businesses, as most small businesses do not
have the capacity to estimate a project of this size. Therefore we ask that the
Government hold the Offeror liable to the small business percentage goals
presented in its plan, and not necessarily the goals for a specific trade.

For example, if an Offeror proposes to use a women-owned small business
painting subcontractor for an X% of the total planned subcontracting dollars.
However, after award of the project the Offeror finds that that particular
subcontractor is unable to perform on this project. In that case, an Offeror should
not be held liable to replace the trade of the subcontract, but rather the
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percentage proposed for that small business subcontracting concern (i.e. replace
with a WOSB plumbing contractor for X%).

Response - The offeror should include the names of those contractors with
whom the offeror has a working relationship. Past experience may be a good
indicator. As far as compliance with the subcontracting plan, DFARS
219.704(a)(4) states:

"In those subcontracting plans which specifically identify small, small
disadvantaged, and women-owned smal businesses, prime contractors shall
notify the administrative contracting officer of any substitutions of firms that are
not small, small disadvantaged, or women-owned small businesses for the firms
listed in the subcontracting plan. Notifications shall be in writing and shall occur
within a reasonable period of time after award of the subcontract. Contractor-
specified formats shall be acceptable.”

| interpret this to mean that the contracting officer does not need to be notified if
the prime contractor substitutes a SDB with another SDB, the subcontractor's
trade does not enter into the picture. The objective is to ensure that you provide
a good faith effort to ensure that the SDB goal is met or exceeded. (For
example, if you do not use an SDB plumber, you should award more to SDB
carpenters or electricians.)

5. Paragraph 2 under Paragraph 2.5.1, Relevant contracts, page 00120-5,
states, “IDIQ- type contracts may be submitted only if a single task order on that
contract involves at least four (4) of the characteristics for either a Construction
contract or a Design-Build contract, as applicable.” Therefore, we interpret this
sentence to mean that if an Offeror submits an IDIQ-type contract, with a contract
value over $25 million and has more that one task order that meets at least four
(4) of the specified characteristics for either a Construction contract or a Design-
Build contract, this IDIQ-type contract, as a whole, will qualify in demonstrating
experience in meeting Characteristic #1. Do you concur?

Response - No, a task order type contract can be counted only once

6. Suppose that an Offeror submits an IDIQ-type contract with various task
orders (Task Orders A, B, and C) that involve at least four (4) of the
characteristics for either a Construction contract or a Design-Build contract,
which are as follows:

Task Order A meets Characteristics #2,3,4,5

Task Order B meets Characteristics #4,5,6,7
Task Order C meets Characteristics #6,7,8,9
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In evaluating the contract, will the Offeror be evaluated as meeting
Characteristics #2 through #9?

Response - The situation presented by the offeror will not occur. Offerors are
reminded that only one task order (and its relevant characteristics) will be
considered for an IDIQ contract. In the offeror's example, the evaluation will only
consider the first TO (in this case TO A) and any other TO will be discarded -
therefore if the following is submitted,

Task Order A meets Characteristics #2, 3, 4, 5 (will be counted)
Task Order B meets Characteristics #4, 5, 6, 7 (will NOT be counted)
Task Order C meets Characteristics #6, 7, 8, 9 (will NOT be counted)

The Offeror will be evaluated as meeting only Characteristics #2 through #5.

7. We are currently working on a project at Quad F, Schofield Barracks (Contract
No. DACA83-02-C-0001) with elements of work similar to that of this Quad C
project. However, our contract did not involve ACM removal, as it was performed
by another contractor, R&D Technologies, on a separate contract, prior to our
mobilization on the project. Therefore, as our contract price did not involve
asbestos removal, would it be possible for the Government to disclose the
contract amount for the work performed on R&D’s contract?

Response - The Government will not be disclosing the requested information.
As is standard industry practice, the Offeror is responsible for obtaining his own
pricing information necessary to prepare an offer.

8. Inrelation to the above-mentioned question and project, our proposal also did

not include consideration of AT/FP requirements. Would the government
disclose the Government’s estimated amount, as well as the Offeror’s option
amount?

Response - It is not standard practice for the Government to release its
estimates, unless revealed in a public bid opening forum.

9. The RFP documents include Attachment 15, Proposal Data Sheet. This form
indicates that it is to be provided at the beginning of the Offeror’s proposal.
However, it is not referenced anywhere else in the RFP documents. Is this
Attachment required for proposal submission?

Response - Attachment 15, Proposal Data Sheet, will be deleted by an
amendment.
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10. In the Statement of Work, Chapter 6, Structural Design, within para. 6-5.5 on
page SOW 6-4 of the RFP, referencing AT/FP, one paragraph mentions “The
requirement to design and retrofit existing floor slabs (with FRP or similar top
slab reinforcing) to withstand upward blast loads as given by paragraph B-2.1.3
of UFC 4-101-01 shall be treated as a bid option to this project...”. Howe ver,
Section 00010, Proposal Schedule does no reflect this option. Please review
and clarify.

Response - Bid Option will be added by an amendment.

Dick Pacific Construction Co., Inc., Kelvin Osborne/Edward Requilman

11. Where reference is made to Quad F are the document going to be furnished,
i.e. Gear wash, Design? Quad “F” Gymnasium design solution 15-11?

Response - Gear Wash information is provided in Attachment 25. No
information will be provided for the Gymnasium.

12. Will the original drawings and photos for Quad C be provided to the
Contractor.

Response - Existing architectural floor plans were issued by an amendment.
After the contract is awarded the contractor may obtain original drawings and

photographs of Quad C, as available, from the Directorate of Public Works and
the Schofield Barracks Museum, respectively.
13. Similar but As-built drawings

Response - Existing architectural floor plans were issued by an amendment.

After the contract is awarded the contractor may obtain as-built drawings, as
available, from the Directorate of Public Works.

14. Do I need to conform to life safety code (NFPA 101) when existing floor
transition is greater than 1"? Do we need to fill adjacent floor to meet the
requirement?

Response - Yes, NFPA 101 must be complied with.

15. Can small business plan be submitted 10:00 am following day of bid?

Response - No, plan shall be turned in with proposal on due date

16. Can you provide us the following to be used in preparing for our bid
proposal?

I. RFP CAD design drawings.
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2. Plans of existing condition of the buildings to be renovated.
3. Selective demolition plans of the renovated buildings.

Response - 1) CAD drawings will not be provided prior to contract award.
2) See responses to Questions 12 & 13.
3) Demolition plans will not be provided.

17. Can we replace the specified material to a renewable material, (i.e. VCT vs.
linoleum)?

Response - Linoleum may be used in lieu of vinyl composition tile. Other
material substitutions will need the Contacting Officer’s approval.

18. Can you provide a RFP facility SPIRIT rating sheet?
Response - A SPIRIT rating analysis will be provided by an amendment.

19. Can you postpone and move the date for the submission of the bid
proposal?

Response - Revised proposal closing date will be issued by an amendment.

Cedric D.O. Chong and Associates, Inc., Avin Oshiro

20. RFP mandates “low ozone depleting” refrigerants for chillers. Will this allow
us to use R-22, R134a or R-123?

Response - Refrigerants shall comply with SOW Ch 10 which states that the
design shall comply with UFGS 15620A.

21. No mention of freezers (not compressors) or chill boxes in the kitchen. Do
we replace, reuse or refurbish? Do we improve design? Are the conditions the
same?

Response - See SOW Ch 5, PARA.5-1.2.4, requiring demolition of all existing
interior partitions. Regarding mechanical items specified in SOW Ch 8
(Plumbing), Ch 10 (Heating, Ventilating, and Air Conditioning), Ch 11 (Energy
Conservation) and Ch 12 (Fire Protection) or shown on M-, P-, and FP- sheets
shall be new unless otherwise indicated. All existing items shall be removed
unless otherwise indicated.

22. Sanitary piping on plan shows 2 lines. Why can’t we connect all the risers
into one larger main?
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Response - The 2 lines shown on the sanitary piping plan sheet P-3 and
1/Detailed Plumbing Floor Plan on Sheet P-4 may be combined as long as the
following minimum design criteria are met:

a. The minimum distance required by IPC is provided (i.e. for connections
to offsets and bases of stacks, see IPC Chapter 7, paragraph 704.3).

b. No floor cleanouts are located in billeting modules.
23. Do we process the paperwork to obtain HECO rebate?

Response - If necessary, an amendment will be issued to add this requirement
to the RFP.

24. DDC controls states “BACNET” compatible. Are other systems allowed? Is
compatibility of the new DDC system with an existing system required or
necessary?

Response - See SOW Ch 10, para. 10-9, building controllers shall be fully
BACNET compatible.

25. There are no specifications on control points. Does this mean we can
provide only a minimum system?

Response - Minimum requirements on control points are stated in SOW Chapter
10 paragraph 10-9.

26. Are there minimum efficiencies for the equipment?

Response - As noted in Chapter 10 paragraph 10-1.2, minimum efficients shall
be in accordance with UFGS.

27. Do we follow mechanical RFP or directive from energy efficiency section?
Response - The design shall comply with Ch 10 and Ch 11. Items provided
shall be in accordance with both chapters. If there are specific conflicting items, it

shall be brought to the attention of the Contracting Officer.

Hawaiian Dredging Construction Co., Bruce Patterson

28.. SOW 5-1, Int. Furn (5-1.1.2); Sow 14-1, Int. Furn (14.1.2.1); SOW-2: Who
installs?

Response - SOW Ch 5, PARA. 5-1.1.2, and SOW Ch 2, para. 2-1.7, indicate
which items are Government or Contractor installed.

DACAB83-03-R-0013 7 AM-0002



29. When can we expect the funds for this project to be appropriated?

Response - Funds for the project were appropriated and RFP will be revised by
an amendment to correct this information.

30. Will this contract bid date be extended, if so when will it be announced?
Response - See response to Question 19.

31. T-3 Dept of Army Facility Stdization Pgm; Std CO Oper Facility Feb 1994:
How can we see a copy of this?

Response - Copies of the Standard Company Operations Facility are available
for review at the U.S. Army Engineer District, Honolulu, Contracting Office.

32. If “as builts” are not available, what can we expect to verify some of the
structural elements more clearly?

Response - There are no structural as-built drawings for Quad C. Ch 6,
Structural Design, of the Scope of Work will be revised by an amendment to
provide more information on the existing structure.

33. 5-1.2.4 “Roof structure and roofing will have to be removed ... “* need more
detail.

Response - The RFP will be amended to provide more information on the roof
structure.

34. What surrounding areas will be allowed for contractor equipment?

Response - Information on the Contractor’'s Operation and Storage Area will be
provided by an amendment.

35. Will there be additional opportunities to walk thru the project site?

Response - The date and time for an additional site visit will be issued by an
amendment.
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In the Matter of:

PROJECT NO. FY03 MCA/BUP PN52068/69

Whole Barracks Renewal Brigade

Complex Phase 3A, Quad C,
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Tuesday,
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Panel Member Richard Carlile
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PROCEETDTINGS

PANEL CHAIRMAN CABALCE: I guess we can get started.
For those who came to the site visit -- it looks like most of
you went to the site visit this morning over at Quad C. At
this time now we're going to have the preproposal conference.
I'd like to explain a few things. Well, first of all, I'm
going to have to take a break in a few minutes and go in my
car because I locked my car keys in the car, and my son is
bringing the car keys up. I have the sign-in roster,
everything like that. I'm trying to do this by memory.

The reason we're here right now is the preproposal
conference. There was some ground rules included in the RFP.
First of all, before we get started, if you guys don't know
me already, my name is Ken Cabalce. I'm the project manager
for the project. And today, on the Army Corps of Engineer
side, we have the designers and some representatives from
different offices at the district. And I think before we get
started, I'd like to introduce who we have here.

Down here we have Richard Carlile. He's from our
Office of Counsel. Sitting next to him is Renee Hicks.

She's our contract specialist. And up in the front row we
have Tom Goto who's our electrical designer, Paul Kai, who's
our architect, Ivan Awa, who's our structural engineer. And
then this side we have our mechanical designer Reynold Chun.
And also we have -- from our construction office, we have
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4
Dorinda Won. She's going to be also on the source evaluation

board.

And as I started to say, there are some ground rules
for this conference and what those rules are is that all
questions posed here, the preproposal should be submitted in
writing. What that means if you have a gquestion now, if you
have a piece of paper, write your question down, or
questions, your name and the office you're representing.

We'll take all of your questions and not necessarily
provide responses to the questions at this forum, and
responses to those questions don't come -- doesn't affect the
request for proposal, okay. The only way it's going to
affect the request for proposal is when we issue an amendment
saying how the request for proposal is changed based on the
response as provided. And just to get started, has anyone
already submitted -- people submit questions to the
contract —--

PANEL MEMBER HICKS: We had one firm submit their
questions.

PANEL CHAIRMAN CABALCE: We can get started with those.
We'll start with the questions we have from contracting, go
down the list. And if any of you do have additional
questions, please write it up, put your name and company
name, and then we'll start going down the list. I think my
son is coming up, so I'll be right back.
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(Recess.)

PANEL CHAIRMAN CABALCE: We'll provide you a copy of
that. This reporter here is just to record the questions
asked and the responses, so we have an accurate record of
what's being talked about at this meeting. So when you
speak, please say your name and your company.

MR. YUEN:: My name is Walter Yuen from Nan, Inc.

First question, "Per Paragraph 2.5.1, Relevant
Contracts, page 00120-04 for contract to be considered
relevant, one of the criteria is that contract needs to be
declared substantially complete. This is an unreasonable
requirement as a project can be declared substantially
complete, yet the Government does not issue the final
performance evaluation until after all contractural
obligations are met.

"It has been in our experience that this process can
take from six months to one year after the project is
substantially complete to receive a final project evaluation.
Therefore, we ask that the Government also consider interim
PE's as well."

MR. SHIN: I'm Patrick Shin from Nan, Inc. I think
we've been very nice about saying six months to one year. A
lot of times it takes two years to close a contract. And I
don't know if CA means they're too busy or the claims not
closed or the punch list is not on. Usually they don't close
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the contract right after we finish the project and the
requirement was how they going -- how are you guys going to
evaluate this. If we don't have a final evaluation paper,
then you're not going to consider that as one of the complete
project. So I think you guys have to change something around
over there to fix that design criteria, I mean the evaluation
criteria.

PANEL CHAIRMAN CABALCE: Are you providing the response
to that?

PANEL MEMBER WON: I did.

PANEL CHATIRMAN CABAICE: So you want to provide the
response here?

PANEL MEMBER HICKS: I have her written response here.
Well, okay, the way this goes, you know, she's one person of
a team that's preparing -- going to prepare an official
response. So I have her opinions to the gquestion with
responses. And I can provide that now, but we'll have to
give an official answer, an amendment via some changes or
whatever to that section of the spec.

PANEL CHAIRMAN CABALCE: Okay, what Renee has said was
that this is not the final response, this is an initial
preliminary response from Dorinda. The rest of the team at
the District will take a look at it, and we will issue the
final response to that amendment.

PANEL MEMBER HICKS: One of the responses right now is
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substantial completion need not be evidenced only by a final

performance evaluation, however, there does need to be some
kind of documentation from the contracting officer except in
the entire contract if partial turnover will not suffice.
You do not necessarily have to have the final performance
evaluation, but you have to have something, some type of
documentation.

PANEL CHAIRMAN CABALCE: Okay. Is there another
question?

MR. YUEN: Question Number 2. "In relation to the
above question, in regards to an IDIQ-type contract, would
the contract be considered substantially complete for either
of these two scenarios, (a) the final option year of the
contract has ended, yet task orders within the contract are
ongoing and dependent upon the definition of substantially
complete, are not of one of the submitted task orders or, (b)
majority of the contract is completed, (i.e, for example, a
base and four option year contract, base year and two option
years are completed.) Please define what is considered
substantially complete for an IDIQ-type contract."

PANEL MEMBER HICKS: 1In response to that question, for
an IDIQ contract to be considered substantially complete,
both the submitted task order and the contract must meet the
criteria for substantially complete, which is identified in
the RFP.
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MR. YUEN: Okay. Number 3, "in relation to Questions 1

and 2, we particularly feel that a contract 50 percent
complete can be evaluated just as fair as a contract that is
substantially complete, as majority of the problems on -- on
this project occur during the setup and initial phases of the
project. In addition, would it not be more advantageous in
the Government's evaluation of this RFP to award to an
Offeror that is currently managing a sizable staff and an
extensive workload rather than a company who performed at the
same capacity but five years ago.

"We feel this would be -- we feel this would be since
the projects that are most current would reflect an Offeror's
current management style/program which carries through to the
end of the project. Additionally, the government will be
able to better understand the Offeror on an ongoing project
in comparison to an Offeror that is -- comparison to an
Offeror that completed the project awhile ago and may have
experienced a downturn in projects in the time since.

"With the current requirements, the Government is
eliminating current projects and, therefore, will not be
getting the best value out of their evaluation. Therefore,
we feel that current projects should carry the same weight as
past projects, in regards to relevant experience and past
performance; and that the Government should include ongoing
projects in the evaluation of this RFP."
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PANEL MEMBER HICKS: We don't have a response really
prepared, but we will respond at a later time.

PANEL CHAIRMAN CABALCE: You understand the question,
though; right?

PANEL MEMBER HICKS: Yeah, we understand the question.
It's noted by the Government. I mean, we have to draw the
line somewhere.

MR. SHIN: Why you guys don't have answer?

PANEL MEMBER HICKS: You just sent it yesterday, end of
last night; right?

MR. SHIN: 1I'd like to make one comment. I guess we do
a lot of design-build projects, not in the State of Hawaii, I
mean other states. So it's very rare to see type about --
the way you guys put it in. You guys go on and you evaluate
the complete project. Because ongoing project, you can find
out about the company more better than past projects. You
know, so I think this ongoing project I think should be
weighted equally or it should be weighted more than completed
project.

Because ongoing projects, you can find out about the
company more than the projects you finished like five years
ago. So I think that's --

PANEL MEMBER CARLILE: We feel like we got to draw the
line somewhere, but we'll take your points into consideration
and review those, discuss 1it.
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MR. YUEN: "Regarding the request for a Small Business

Subcontracting plan from large business concerns, as this is
a design-build contract, it is very difficult for an Offeror
to list definite subcontractors for this project at the time
of bid submittal. If an Offeror is required to list
subcontractors to be used on this project, this will limit
the competition to only large businesses, as most small
businesses do not have the capacity to estimate a project of
this size. Therefore, we ask that the Government hold the
Offeror liable to the small business percentage goals
presented in its plan and not necessarily the goals for a
specific trade.

"For example, if an Offeror proposes to use a
women-owned small business painting subcontractor for an X
percent of the total planned subcontracting dollars; however,
after award of the project, the Offeror finds that that
particular subcontractor is unable to perform on this
project. In this case, an Offeror should not be held liable
to replace the trade of the subcontract but rather the
percentage proposed for that small business subcontracting
concern."

PANEL MEMBER HICKS: That particular question was
referred over to the small business specialist who's going to
review the actual subcontracting factor for this RFP, so
we'll be preparing responses for that.
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MR. YUEN: "Paragraph 2 under Paragraph 2.5.1, Relevant

Contracts, page 00120-5, states, IDIQ-type contracts may be
submitted only if a single task order on that contract
involves at least four of the characteristics for either a
construction contract or a design-build contract as
applicable.

Therefore, we interpret this sentence to mean that if
an Offeror submits an IDIQ-type contract with a contract
value over $25 million and has more than one task order that
meets at least four of the specified characteristics for
either a construction contract or a design-build contract,
this IDIQ type contract, as a whole, will qualify in
demonstrating experience in meeting Characteristic Number 1.
Do you concur?"

PANEL MEMBER HICKS: Basically, response is the task
order must meet the criteria that's set forth in the RFP.

The overall value of the contract is not relevant.

MR. YUEN: Number 6, "suppose that an Offeror submits
an IDIQ-type contract with various task orders, (task orders
A, B and C) that involve at least four of the characteristics
for either a construction contract or a design-build contract
which are as follows: Task order A meets Characteristics 2,
3, 4, 5; Task Order B meets Characteristics 4, 5, 6, 7 and
Task Order C meets Characteristics 6, 7, 8, 9. 1In evaluating
the contract, will the Offeror be evaluated as meeting
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Characteristics number 2 through 92"

PANEL MEMBER HICKS: A task order type can only be
counted once. So if you submit a task order, it counts once.

MR. SHIN: You know, I want you guys to do one thing.
When you answer this question and the previous question, I
want you to read the RFP, that paragraph, how you describe
the IDIQ. Because that paragraph is very tricky, and I mean
we spent about six hours analyzing the paragraph. That's how
much time we spent in putting these questions together. So I
think you guys have to reread that paragraph very carefully
when you answer these two questions.

PANEL MEMBER HICKS: Note taken.

MR. YUEN: Number 7, "we are currently working on a
project at Quad F, Schofield Barracks (contract number
DACAB83-02-C-0001) with elements of work similar to that of
this Quad C project. However, our contract did not involve
ACM removal as it was performed by another contractor, R&D
Technologies, on a separate contract, prior to our
mobilization on the project. Therefore, as our contract
price did not involve asbestos removal, would it be possible
for the Government to disclose the contract amount for the
work performed on R&D's contract?"

PANEL MEMBER HICKS: Actually, we don't have a response
prepared for that and actually I would like you to further
expand on your question.
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MR. SHIN: I guess in doing the Quad F and Corps of

Engineer hire separate contractor to remove the asbestos. I
don't know what the exact scope. I know one of them is to
remove asbestos before we get into the job site. So I'd like
to know what was their contract amount for removing the
asbestos for the Quad F and maybe scope of their work and
their contract amount.

I know scope of work was -- majority of them was
removing asbestos on Quad F, but I guess -- you know, I'm not
the contractor for that project and I guess Corps of Engineer
has the record on the contracts, what was the exact scope of
work and the contract amount.

PANEL MEMBER HICKS: I don't know. I don't think I'm
qualified to answer that question.

PANEL CHAIRMAN CABALCE: Whose contract was that?

MR. SHIN: It was R&D.

PANEL CHAIRMAN CABALCE: Do you know whose contract

that was? It was a DPW contract. I was just asking if we
knew those two individuals -- they knew who the contractor
was. The answer was it was a Corps contractor. I'm not
sure --

PANEL MEMBER HICKS: Patrick, I'm not sure, why is that
relevant to this solicitation? That's the question we have.

MR. SHIN: Because I guess I'd like to know what was
the contract amount to remove that asbestos because it wasn't
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my scope of work, so I'd like to know what their number was.

PANEL MEMBER HICKS: 1If that has to do with a different
solicitation, why does it have to do with -- we're here for
this Quad C project.

MR. SHIN: I got to know the prices so I can apply to
Quad C.

PANEL CHAIRMAN CABALCE: We're going to have to answer
that later.

MR. SHIN: And the funny thing is that Quad F, it was
on the newspaper today, exposed to the asbestos because the
soldiers when they're there think that they're doing their
own renovation, and they had to -- another asbestos company
when there is emergency work, so they remove so much
percentage of the asbestos. And I guess I didn't put that in
the question.

So when R&D went there, there was some asbestos removed
already. So if we can find out the emergency work, what was
the contract amount, too, then that way we have the accurate
numpber to shoot for.

MR. KUMABE: Mike Kumabe. The emergency contract --

PANEL CHAIRMAN CABALCE: I think we can prepare a
response to that, Mike.

MR. KUMABE: Do you want me to respond or not?

PANEL MEMBER HICKS: We'll have to prepare a response.

MR. SHIN: Do you want me to add to the form on the
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writing, my second question, quad emergency work?

PANEL MEMBER HICKS: Yes, please. One more gquestion.

MR. YUEN: "In relation to the above-mentioned question
and project, our proposal did not include consideration of
AT/FP requirements. Would the Government disclose the
Government's estimated amount as well as the Offeror's option
amount?"

PANEL MEMBER HICKS: We don't have a response to that
either. 1Is that something that you want to expand upon also?
MR. SHIN: Quad F, our contract wasn't including
anti-terrorism requirement. And if the Government has -- I

know the Government has estimate for Quad F, what was the
Government's estimate in their requirement?

PANEL MEMBER HICKS: We'll prepare a response to that.

PANEL CHAIRMAN CABALCE: We'll have to look at that.

PANEL MEMBER HICKS: But that's one of the questions
that we have.

PANEL CHAIRMAN CABALCE: Do anyone else have questions
written out that we can start addressing?

MR. OSBORNE: When reference is made to Quad F,
example, gear wash design, gymnasium design solutions, are
you going to issue them to the other contractors who are
bidding the project?

PANEL MEMBER KAI: Gymnasium design?

MR. OSBORNE: There was —-- one of the references is
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that we should follow the design --

PANEL MEMBER KAI: Yeah, the gear wash drawings were in
an attachment so it had the wall sections, roof sections,
everything was in the design. 1It's in one of the
attachments.

MR. OSBORNE: And they would be signed like for the
gymnasium?

PANEL MEMBER KAI: Oh, the gymnasium, there's no
particular design. It's a refurbish and you have to maintain
the historical elements within the gymnasium. There's no
real particulars. It's just refurbishing, refinishing
floors, painting, retaining historic elements, redoing the
seismic walls, shear walls and that sort of nature.

MR. SHIN: That's not I think right answer. Quad F has
to do some seismic upgrade and it has to provide a sprinkler.

PANEL CHATIRMAN CABALCE: In the gym?

PANEL MEMBER KAI: That might be also. But I thought
his question was particular to design plan.

MR. OSBORNE: The gymnasium.

PANEL MEMBER KAI: I'm sure there's an
electrical-mechanical upgrade. I'm not speaking to that. He
asked about plan design.

MR. OSBORNE: You have here -- going on what Patrick
was saying. It talked about wall thickening below the
molding which strengthen the wall from the outside,
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recommended reference to Quad F solution for this challenge.

That's a quote from your RFP document that's recommending us
to follow a design solution that was achieved on Quad F.

PANEL MEMBER KAI: Does that sound familiar -- that
sounds like a structural --

MR. MCVEIGH: We'll have to research that later.

PANEL CHAIRMAN CABALCE: Do you have any questions?
Does he have a reference of a paragraph?

MS. MURISON: 15-11.

MR. OSBORNE: Second question. Will the original
drawings and photos for Quad C be provided to the contractor?

PANEL CHAIRMAN CABALCE: Are you talking as-builts?

MR. OSBORNE: Original drawings, photos and as-builts.

PANEL MEMBER KAI: As-built drawings will be issued in
the amendment, the upcoming amendment. And photos, I'm not
sure about photos.

PANEL CHAIRMAN CABALCE: Okay, I want to clarify that.
Are we talking about the as-builts the -- actually --

PANEL MEMBER KAI: He asked about photos, as-builts and
drawings. We're giving him as-built drawings.

MR. OSBORNE: And the reason I say that is you
reference in your drawings the original detail at the eaves
which follows photos and the original drawings. 15-A.

MR. MCVEIGH: 1Is that the historic section?

MR. OSBORNE: Yes.
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PANEL CHAIRMAN CABALCE: We're going to have to take

that back and come back with a response to that.

PANEL MEMBER KAI: I know the drawings have a profile
of eaves, a set of architectural drawings, a detail profile
of the eaves. So to that extent, we have to follow that.

MR. OSBORNE: 1I'll give you these questions at the end
anyway.

Another question, do we need to conform to the life
safety code NFPA 101? When existing floor transitions is
greater than one inch, do we need to fill the adjacent floor
to meet the requirements?

PANEL CHAIRMAN CABALCE: We're going to have to take
that back and provide a response later.

MR. OSBORNE: Another one i1s, can we submit the small
business plan the following day at 10:00 a.m? So the day
after the bid closes, can we submit the small business plan
the day after?

PANEL MEMBER HICKS: No. I think the requirement in
the -- is due the day of -- the rest of the RFP is due the
day the rest of the proposal is due.

MR. OSBORNE: The question we're asking is, can we
submit it the following morning?

PANEL MEMBER HICKS: Are you asking for an extension?

MR. OSBORNE: For the small business plan only.

PANEL MEMBER HICKS: It should be on August 4th.
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MR. OSBORNE: The reason we raise that is at a recent

small business -- put on by the Corps and the Navy, that they
were looking into recommending that true to the contracting
side. That's when your small business -- to give us an
opportunity to prepare our small business plans.

PANEL MEMBER HICKS: Well, I can check with the small
business person and get back with you.

MR. OSBORNE: All -- actually the rest of these
questions were submitted by us yesterday.

PANEL MEMBER HICKS: To who?

MR. OSBORNE: Your office.

PANEL MEMBER HICKS: Directly to me, myself?

PANEL CHATIRMAN CABALCE: I think you faxed it to me,
but I didn't get it. It's in my office. You submitted it
late.

MR. OSBORNE: Do you want me to go through it?

PANEL CHAIRMAN CABALCE: Yeah, go through it.

MR. OSBORNE: Can you provide us with the following to
be used in preparing our bid proposal RFP bid design
drawings? Plans of existing conditions of the building to be
renovated, selective demolition plans of the renovated
buildings.

PANEL CHAIRMAN CABALCE: We're going to have to take
that back and provide a response.

MR. OSBORNE: Can we replace the specified material to
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a renewable material, i.e, VCT versus linoleum?

PANEL CHAIRMAN CABALCE: We're going to have to take it
back --

MR. OSBORNE: That implies into the sustainable design,
that question.

Can you provide the RFP facility spirit rating sheet
for the RFP?

PANEL MEMBER KAI: Spirit rating sheet?

PANEL CHAIRMAN CABALCE: The completed one.

MR. OSBORNE: Your design we assume is designed to a
silver level.

PANEL MEMBER KAI: You want to see how they achieve
that rate?

MR. OSBORNE: Can you provide us your rating sheet?

PANEL CHAIRMAN CABALCE: Yes, we will, in an amendment.

MR. OSBORNE: The last question is can we postpone the
bid closing day?

PANEL CHAIRMAN CABALCE: We'll take that into
consideration. We're going to have to issue an amendment.
After the amendment is issued, we'll allow adequate time for
the people to submit their proposals. Is there any more
questions?

MR. YUEN: Walter Yuen, Nan Inc. The RFP documents
include Attachment 15, proposal data sheet. This form
indicates that this is to be provided at the beginning of the
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Offeror's proposal. However, it is not referenced anywhere

else in the RFP documents. Is this attachment required for
proposal submission?

PANEL MEMBER HICKS: We'll have to look into it. What
reference is that?

MR. YUEN: Attachment 15.

PANEL CHAIRMAN CABALCE: We're going to have to take a
look at that and provide a response.

MR. YUEN: "In the statement of work Chapter 6,
structural design within paragraph 6.5.5 on page SOW 6-4 of
the RFP referencing AT/FP, one paragraph mentions the
requirement to design and retrofit existing floor slabs (with
FRP or similar top slab reinforcing) to withstand upward
blast loads as given by paragraph B-2.1.3 of UFC-4-101-01
shall be treated as a bid option to this project... However,
Section 00010 proposal schedule does not reflect this option.
Please review and clarify."

PANEL CHAIRMAN CABALCE: Okay, we will. We will
clarify that. Any more questions at this time? Do you have
a question?

MR. PATTERSON: I have a couple. Bruce Patterson,
Hawaii Dredging. In the SOW 5-1 and then SOW 14-1 there's a
reference to interior furniture. One says the Government
will furnish and install. One says the government will
furnish and the contractor install. So I was just curious as
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if I'm reading that right?

PANEL MEMBER KAI: That's correct. In SOW Chapter 2 it
details what is contractor-installed and what is
Government-installed?

MR. PATTERSON: Second question. It does say that the
funds are not appropriated for this. Do we have a time line
on when funds might be appropriated for this project?

PANEL CHAIRMAN CABALCE: Where does it say that?

PANEL MEMBER HICKS: We can take a look at that.

MR. PATTERSON: 1It's on the very bottom on this main
table of contents, request for proposal.

PANEL CHAIRMAN CABALCE: 1It's not accurate, though.
The concept -- Article MCA states funds have been
appropriated.

MR. PATTERSON: Are there going to be additional
opportunities for walk-through on this project before bid
day?

PANEL CHAIRMAN CABALCE: Okay. We're going to have to
take a look at that. Can we have a consent? You're speaking
for Hawaii Dredging in general?

MR. PATTERSON: I was just thinking as subs were
contacted to work on it, they might want to come out and
look. Some subcontractors might want to.

PANEL CHAIRMAN CABALCE: I'm going to have to take that
back and ask some of our people if we can support that.
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MR. PATTERSON: The surrounding areas of the Quad C,

what's going to be made available to contractors for use
of storage?

PANEL CHAIRMAN CABALCE: Contractor storage. Okay,
we're going to have to take that back and take a look at
that.

MR. PATTERSON: And was there -- there was a reference
on drawing sheet T-3 to this department of Army Facilities
Standardization Program, standard company operation facility,
February 1994, that we're supposed to comply with. And I'm
just curious is there a copy of that available?

PANEL MEMBER KAT: Yes, it can be.

PANEL CHAIRMAN CABALCE: We'll provide a response to
that. Are we going to issue a copy?

PANEL MEMBER KAT: Issue a copy.

PANEL CHAIRMAN CABALCE: 1Is it an attachment?

PANEL MEMBER KAI: On one of those sheets, a T-3, it
listed a matrix of all square footages, and it explained --
the AE put those square footages that he's telling you where
they got it from. So to that extent, that's all that
reference means. It doesn't mean anything more than just
those square footages listed on T-3, that's all.

PANEL CHAIRMAN CABALCE: Is there any more questions?

MR. OSHIRO: Couple of mechanical questions. RFP
Mandates low ozone depleting refrigerants. Is that defined

CARNAZZO COURT REPORTING COMPANY, LTD. (808) 532-0222
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as R-22, R-134a or R-123 or is it zero ozone depleting

potential which is just R-134a?

PANEL MEMBER CHUN: 1I'll get back to you.

MR. OSHIRO: Second question. The RFP called for
bacnet compatible DDC controls to be interfaced with other
systems. Does that preclude any other DDC system that uses a
different interface or are gateways allowed?

PANEL CHAIRMAN CABAILCE: You or Tom?

PANEL MEMBER CHUN: ©No, I'll respond to that. Because
Lon Works is getting more popular. We intended the system to
be bacnet compatible. And I'll provide a official response
later.

MR. OSHIRO: There are no efficiencies mentioned in any
of the documentation that I could see for the equipment, the
chillers, the pumps or anything like that.

So I was wondering do we go right down to the very
lowest number that we can get or is there a range, I mean,
because there is a cost difference, a significant cost
difference when you start getting to the higher efficiency
equipment?

And we don't want to pick a reasonable number and then
later on in the course of, well, I want you to get right down
to the most efficient thing you can find on the market which
is a big cost difference. $So there's going to be a schedule
of efficient -- what kind of equipment efficiency were you

CARNAZZO COURT REPORTING COMPANY, LTD. (808) 532-0222
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looking for?

PANEL MEMBER CHUN: 1I'll respond to that later.

MR. OSHIRO: Last question. The RFP calls for constant
volume system on the chill water system. The energy
efficiency system section calls for the most efficient system
that we can design, it's a design requirement. A constant
volume is not the most efficient system that we can deal
with. There's variable primary systems, there are primary
secondary systems. There are other systems that can -- so I
was just wondering what controls -- the RFP control, the
mechanical or the energy conservation?

PANEL MEMBER CHUN: 1I'll respond to that later, but
what we intended on the concept design was to provide a
constant volume system, but I understand the gquestion. So
I'll respond to that later.

PANEL CHAIRMAN CABALCE: You're going to turn in your
written questions. In the back.

MR. BURIAN: Jack Burian, I'm with Notkin Hawaii. Will
the base building design and calculations for HVAC be made
available for base spirit rating?

PANEL MEMBER CHUN: There are some calculations in the
RFP document, and I understand what we were discussing later
on a previous question that we would be providing the spirit
rating as an attachment.

MR. BURIAN: Okay.
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PANEL CHAIRMAN CABALCE: Any more questions? Okay,

those of you that did ask questions that haven't turned in
your written questions, could you please turn it in before
you leave. Also if you can before you leave, Jjust sign your
name and fill in this sign-in sheet.

Again, I will take all these questions, we will be

issuing -- right now we have a separate -- we have plan to
issue an amendment in a couple of days. That amendment is
coming out to clean up some of the design. And about a week

later we plan to issue an amendment responding to the
questions that were asked at this proposal conference.

MR. MCVEIGH: That will be amendment 2 that's going to
be issued.

PANEL CHAIRMAN CABALCE: If we don't get another
amendment in between.

PANEL MEMBER KAI: There's just one out now.

PANEL MEMBER HICKS: Clarification. There's no
amendments now to this.

PANEL CHAIRMAN CABAILCE: Just for your information, you
know, we'd like to award this project before 30 September.
If you could, if you have questions, please ask your

questions early so we can have sufficient time to respond to

those questions. That's all. Again, turn in your questions
for those who asked questions. Before people leave, please
sign in.
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(Whereupon, at 1:50 p.m., the hearing in the

above-entitled matter was closed.)
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CHAPTER 2
FUNCTIONAL AND AREA REQUIREMENTS
2-1 GENERAL REQUIREMENTS

2-1.1 Building Functionality. Functional spaces depicted on the RFP Concept Design Drawings
have been coordinated with the proper contacts and have been sized and arranged for efficient use and
circulation. The Design Build offerors shall incorporate the RFP Concept Architectural Design into their
design proposal. The floor plan layout and relationship of functional spaces depicted in the architectural
floor plans shall not be deviated from. All architectural criteria must be met and accounted for, see
paragraph 5-2 Applicable Codes and Standards. Any changes shall be brought to the attention of the
Contracting Officer for resolution in writing.

2-1.2 Gross building area definition. Gross building area is measured to the outside face of
exterior enclosure walls. Gross area includes floor areas, penthouses, mezzanines, and other spaces as
follows:

2-1.2.1 Areas calculated as half space. Gross area includes one-half the area of exterior covered
areas such as balconies, entries, loading platforms, breezeways, exterior corridors, and porches. Exterior
covered areas are measured from the face of the enclosure wall to the edge of the covered area served.
Open Stairs count as half space for each floor they serve.

2-1.2.2 Excluded space. The following spaces are excluded from gross area calculations: Attic areas
where average clear height does not exceed 2.13m [7 feet]; crawl spaces; exterior uncovered loading
platforms; open courtyards; normal roof overhangs and soffits for weather protection; uncovered ramps and
steps; utility tunnels; raceways; mechanical equipment platforms and catwalks.

2-1.3 Gross area limitations. Refer to RFP Concept Design Drawings for gross building area
limitations for this RFP. Proposals shall not exceed authorized gross area limitations.

2-1.4 Net area definition. Net area is measured to the inside face of the room or space walls.

2-1.5 Net Area Requirements. Refer to RFP Concept Design Drawings for net area requirements
for programmed spaces included in this chapter. The space is sized to accommodate the required function,
comply with code requirements, and other requirements of the RFP.

2-1.6 Finish Requirements. Room finishes stated in the following paragraphs are minimums.

2-1.7 Furniture Requirements. The offeror is required to work with the customer to develop a
Comprehensive Interior Design Package (CID) for all Quad C Buildings. Refer to SOW Chapter 14 for CID
requirements. A Furnishings/Fixtures/Equipment (FF&E) paragraph description has been provided for each
space for each Quad C Building, (i.e. paragraphs 2-2.1.1.2, 2-2.1.2.2, 2-2.1.3.2, etc...). These paragraphs
determine which items are Government furnished and installed or Contractor furnished and installed. The
offeror is required to work with the customer to determine specific furniture criteria such as acceptable
materials, finishes and quality levels. The number and location of furnishings serve as an indicator of the
number of power, data and communications connection points. See electrical section for more detail. The
Furnishings described in the FFE paragraph for all spaces in Chapter 2 are for information only and is a
starting point for the CID discussion purposes between the customer and the successful offeror.

2-1.7.1 The offeror is not required to purchase the Furnishings (tables, chairs, sofa, bed, etc.) for the
programmed spaces unless noted otherwise. Also, the offeror is not required to provide equipment that is
not installed (refrigerator, microwave, washer, and dryer).
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2-2 BUILDING 355 - COMPANY OPERATIONS FACILITIES FUNCTIONAL AND AREA
REQUIREMENTS. RFP Concept Design Drawings is separate and is included with this Specification
Manual to describe the complete scope of work for this project. The company operations facilities (COF)
building(s) shall consist of administrative areas, heavy equipment storage and light equipment storage for
each company, support spaces, and common locker/shower facilities. Building 355 contains the Heavy
Equipment storage for four medium and one large Company Operations Facilities (COF) and one COF
Toilet/Shower located on the first floor. COF Administration Offices and Classrooms for three medium COFs
and one COF Toilet/Shower will occupy the second floor. COF Administration Offices and Classrooms for
one medium COF and one large COF and one Toilet/Shower will occupy the third floor. COF functions and
areas that occur in Building 355 shall be as follows:

2-2.1 COF Administrative Areas. Provide one group of administrative areas per company. Company
leadership will manage the organization, receive visitors, and conduct day-to-day business from the COF
administrative areas. Entrance shall be separate and distinct from the entrances to company light
equipment storage areas and to COF administrative areas. Each COF Administrative area shall be provided
with a Company ldentification Sign (5 total) see paragraph 5-8.2.6. Military personnel will staff the facility.
Provide the following areas for each company:

2-2.1.1 Company Commander (CO). Provide one per company located on the second and third
floors. Room shall be accessed through the Admin Office. Occupants: 1, and occasional visitors.

2-2.1.1.1  Function: Private office for commanding officer.

2-2.1.1.2  Furnishings/Fixtures/Equipment: the following items will be government furnished and installed:
one desk with return, one credenza, one bookcase, two legal-size four-drawer file cabinets, one conference
table, four side chairs, and one desk chair.

2-2.1.1.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-2.1.1.4  Other requirements: Provide 914 mm 3’-0” wide door into room. Room shall have exterior window.

2-2.1.2 Executive Officer (XO). Provide one per company located on the second and third floors.
Room shall be accessed through the Admin Office. Occupants: 1, and occasional visitors.

2-2.1.2.1  Function: Private office for the company executive officer.

2-2.1.2.2  Furnishings/Fixtures/Equipment: the following items will be government furnished and
installed:one desk with return, one bookcase, two legal-size four-drawer file cabinets, one side chair and one
desk chair.

2-2.1.2.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-2.1.2.4  Other requirements: Provide 914 mm 3’-0” wide door into room. Room shall have exterior
window.

2-2.1.3 First Sergeant (1 SG). Provide one per company located on the second and third floors.
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Room shall be accessed through the Admin Office. Occupants: 1, and occasional visitors.

2-2.1.3.1  Function: Private office for the company first sergeant (highest ranking non-commissioned
officer).

2-2.1.3.2  Furnishings/Fixtures/Equipment: the following items will be government furnished and installed:
one desk with return, one bookcase, two legal-size four-drawer file cabinets, two side chairs and one desk
chair.

2-2.1.3.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-2.1.3.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.

2-2.1.4 Training Officer (TNG). Provide one per company located on the second and third floors.
Room shall be accessed through the Admin Office. Occupants: 1, and occasional visitors.

2-2.1.4.1  Function: Private office for the company Training Officer.

2-2.1.4.2  Furnishings/Fixtures/Equipment: the following items will be government furnished and installed:
one desk with return, one bookcase, two legal-size four-drawer file cabinets, two side chairs and one desk
chair.

2-2.1.4.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-2.1.4.4  Other requirements: Provide 914 mm [3'-0"] wide door into room. Exterior window is desirable.

2-2.1.5 Admin Office (ADMIN OFF). Provide one per company located on the second and third floors,
including interior circulation. Room shall be accessed through the Waiting Area. Occupants: 2 clerks, and
occasional visitors.

2-2.1.5.1  Function: Office for company administrative clerks, storage of files, access to private offices.
Clerks will have visual control of waiting area and conference room door.

2-2.1.5.2  Furnishings/Fixtures/Equipment: the following items will be government furnished and installed:
two clerk desks with returns and desk chairs. The following items will be Contractor furnished and installed:
reception desk (built-in casework), as indicated on the concept design drawings separating the Admin
Office from the Waiting Area. The counter on the Waiting Area side shall be 1016 mm high x 305 mm deep.
Admin side of reception desk shall be at desk height, and shall accommodate computer and monitor (not in
contract), and writing area. Provide task lighting at all writing surfaces. Provide built-in communication and
power receptacles or grommets in desk top to access wall receptacles. Desk shall have knee space and
minimum two cabinets with hinged doors, and two drawers. Drawers and cabinets shall have keyed locks.
Desk components shall have plastic laminate countertop, drawer, and door fronts.Provide a floor anchor for
one GFGI security safe. Coordinate anchor location with furniture layout; refer to paragraph 5-7.2.8.

2-2.1.5.3  Finishes:
Floor: vinyl composition tile
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Base: resilient base
Walls: painted gypsum wallboard
Ceiling: Suspended acoustic tile ceiling grid system.

2-2.1.5.4  Other requirements: Provide 914 mm [3'-0"] wide entry door into room from Waiting Area.

2-2.1.6 Administrative Area Corridor. Circulation to building spaces shall comply with applicable
code egress requirements. Unless otherwise required, administrative area corridor shall be capable of being
secured from exterior entrances and from any adjacent public, unsecure corridors.

2-2.1.6.1  Function: Circulation and means of egress.

2-1.1.6.2  Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: one handicap accessible electric water cooler; fire extinguishers in semi-recessed fire
extinguisher cabinets to comply with applicable codes.

2-2.1.6.3  Finishes:

Floor: vinyl composition tile.

Base: resilient cove base.

Walls: impact resistant gypsum wallboard with painted finish.
Ceiling: Suspended acoustic tile ceiling grid system.

2-2.1.7 Waiting Area (WAIT). Provide one per company located area on the second and third floor,
incorporated into the Administrative Area Corridor. Occupants: Two or more visitors; additional visitors (e.g.
those waiting to attend a large meeting in the conference room) will wait in the adjacent corridor.

2-2.1.7.1  Function: Waiting and reception area for company soldiers and visitors. Control point for
access to admin office and conference room.

2-2.1.7.2  Furnishings/Fixtures/Equipment (FFE): the following items will be government furnished and
installed: two side chairs; one 1219 mm high x 1829 mm wide [4’-0” x 6’-0"] wall mounted bulletin board.

2-2.1.7.3  Finishes: Match Administrative Area Corridor.

2-2.1.8 Platoon Office (PLT). Provide four platoon offices per company located on the second and
third floors as depicted on the RFP Concept Design Drawings. Offices shall be accessed directly from the
Administrative Area Corridor, or through a common space that is accessed from the Administrative Area
Corridor. Occupants: 1 in each office, and occasional visitors.

2-2.1.8.1  Function: Private office for platoon leaders or other administrators.

2-2.1.8.2  Furnishings/Fixtures/Equipment: the following items will be government furnished and installed:
one desk with return, one side chair and one desk chair.

2-2.1.8.3  Finishes:

Floor: vinyl composition tile

Base: resilient cove base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-2.1.8.4  Other requirements: Provide 914 mm [3’-0"] wide entry door.

SOW 2-4
(Am-0002)



FYO3 MCA PN 52068 & BUP 52069 WBR, BRIGADE COMPLEX, PHASE 3A, QUAD C

2-2.1.9 Platoon Open Office (PLT OPEN OFF). Provide one per company located on the second and
third floors, including interior circulation. Room shall be accessed through the Waiting Area. Occupants: 2
clerks, and occasional visitors.

2-2.1.9.1  Function: Office for platoon administrative clerks, storage of files, access to private offices.
Clerks will have visual control of waiting area.

2-2.1.9.2  Furnishings/Fixtures/Equipment: the following items will be government furnished and installed:
two clerk desks with returns and desk chairs.

2-2.1.9.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-2.1.9.4  Other requirements: Provide 914 mm [3’-0"] wide entry door into room from Waiting Area.

2-2.1.10 Conference Room (CONF RM). Provide one per company located on the second and third
floors. Room shall be accessed from the Waiting Area (preferable), or through the Admin Office. Admin
clerks shall have visual control of Conference Room door. Occupants: up to 22 persons.

2-2.1.10.1 Function: Conference room for company leadership, staff, and visitors. Functions will include
staff meetings, hearings, disciplinary sessions, training.

2-2.1.10.2 Furnishings/Fixtures/Equipment: the following items will be government furnished and installed:
tables and chairs for minimum 22 people; one marker board (minimum 2438 mm wide x 1219 mm high [8’-
0” x 4'-0"]) and one 2438 mm wide [8-0"]. The following item will be Contractor furnished and installed:
recessed ceiling mounted, motorized projection screen; 2438 mm wide [8’-0].

2-2.1.10.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-2.1.10.4 Other requirements: Provide 914 mm [3'-0"] wide entry door.

2-2.1.11 Conference Room Storage (ST). Provide one per company located on the second and third
floors. Room shall be accessed from the Conference Room.

2-2.1.11.1 Function: Closet for storage of folding tables, display easels, etc.
2-2.1.11.2 Furnishings/Fixtures/Equipment:

2-2.1.11.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-2.1.11.4 Other requirements: Provide 914 mm [3'-0"] wide entry door.

2-2.1.12 Toilet (TOI). Provide two private unisex toilet rooms per company located on the second and
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third floor COF Administration area. Room shall be sized to comply with handicap accessibility
requirements. Room shall be accessed from Administrative Area Corridor.

2-2.1.12.1 Function: Unisex single-occupant toilet, lavatory, and shower; for use by staff and visitors.

2-2.1.12.2 Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: one floor mounted toilet, one wall-hung lavatory, mirror with shelf above lavatory, paper towel
dispenser/waste receptacle, soap dispenser, toilet tissue dispenser, one toilet seat cover dispenser; and
one ceramic tile shower enclosures and shower fixture and fittings.

2-2.1.12.3 Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Walls: ceramic tile wainscot 1219 mm high with painted water-resistant gypsum board above.
Ceiling: painted gypsum wallboard.

2-2.1.12.4 Other requirements: Provide 914 mm [3'-0"] wide entry door.

2-2.1.13 Janitor Closet (JAN).. Provide one per company located on the second and third floors.
Room shall be accessed from Administrative Area Corridor.

2-2.1.13.1 Function: Service sink and storage of cleaning supplies, soap, and paper products.

2-2.1.13.2 Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: one floor mounted mop sink, mop rack for three mops, and minimum 1524 linear mm of wall
mounted stainless steel shelving.

2-2.1.13.3 Finishes:

Floor: vinyl composition tile

Base: resilient cove base

Walls: painted water-resistant gypsum wallboard.
Ceiling: painted gypsum wallboard

2-2.1.13.4 Other requirements: Provide 914 mm [3'-0"] wide entry door.

2-2.1.14  Administration Storage (ST). Provide one per company located on the second and third
floors. Room shall be accessed from the Administration area.

2-2.1.14.1 Function storage for folding tables, display easels, etc.
2-2.1.14.2 Furnishings/Fixtures/Equipment:

2-2.1.14.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-2.1.14.4 Other requirements: Provide 914 mm [3'-0"] wide entry door.

2-2.2 COF HEAVY EQUIPMENT STORAGE AREAS. Provide one group of Heavy Equipment Storage
areas per company consisting of Equipment Maintenance Area, Arms Vault, and Unit Storage. COF Heavy
Equipment Storage Areas are required for four medium and one large Company Operations Facilities (COF).
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COF Heavy Equipment Storage areas will be used to store, clean, and repair company operational
equipment and weapons. Main entrance to Heavy Equipment Storage areas will be from paved service area
inside the Quad; service area will be used for loading company equipment on and off of large trucks.
Entrance shall be separate and distinct from the entrances to company administrative areas and to other
COF Light Equipment Storage areas. Each COF Heavy Equipment Storage Area shall be provided with a
Company ldentification Sign (5 total), see para. 5-8.2.6. The sign will be located at the exterior wall space
adjacent to the entrance. Only able-bodied military personnel will occupy COF supply areas; handicapped
accessibility is not required. Heavy equipment storage areas for the COFs will have full height CMU.
Provide the following areas for each company:

2-2.2.1 Equipment Maintenance Area (EQUIP MAIN). Provide one for each company area on the first
floor.

2-2.2.1.1  Function: Equipment cleaning, repair and access to COF storage spaces.

2-2.2.1.2  Furnishings/Fixtures/Equipment: The following items will be Contractor furnished and installed:
stainless steel equipment cleaning sinks 711 mm x 711 mm x 172 mm deep [28" x 28" x 6 %], (three sinks for
large and medium companies), locate near exterior doors. Provide fire extinguishers in semi-recessed fire
extinguisher cabinets to comply with applicable codes.

2-2.2.1.3  Finishes:

Floor: sealed concrete

Base: none

Walls: painted concrete, or painted concrete masonry unit walls separating COF heavy storage areas.
Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-2.2.1.4  Other requirements: All entry doors into Equipment Maintenance Area shall have auxiliary
deadlocks (thumb turn inside, keyed cylinder outside).

2-2.2.2 Arms Vault (ARMS VAULT). Provide one Arms Vault for each company on the first floor.
Construction of Arms Vault shall comply with paragraph 5-7.2. Coordinate with the authority having jurisdiction
for specific construction requirements.

2-2.2.2.1  Function: Storage and issue of weapons.

2-2.2.2.2  Furnishings/Fixtures/Equipment: The following items will be Contractor furnished and installed:
arms rack anchor rings on all walls inside Arms Vault; refer to paragraph 5-7.2. Arms racks are not in contract.

2-2.2.2.3  Finishes:

Floor: sealed concrete

Base: none.

Walls: painted concrete, or painted concrete masonry units.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.
2-2.2.2.4  Other requirements: requirement for dehumidifier.

2-2.2.3 Unit Storage (UNIT ST). Provide one Unit Storage for each company on the first floor. Provide
access from Equipment Maintenance.

2-2.2.3.1  Function: Storage of miscellaneous equipment.
2-2.2.3.2  Furnishings/Fixtures/Equipment: None.
2-2.2.3.3  Finishes:
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Floor: sealed concrete

Base: none

Walls: Provide painted concrete masonry units.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-2.2.3.4  Other requirements: Provide a pair of 914 mm wide hollow metal doors. Doors shall have hold
open devices with auxiliary deadlocks (thumb turn inside, keyed cylinder outside). Provide historic doors as
required. Provide 914 mm [3’-0"] wide swinging door with keyed cylinder lock in wire mesh partition at
Equipment Storage.

2-2.3 COF LIGHT EQUIPMENT STORAGE AREAS. Provide one group of Light Equipment Storage
areas per company consisting of General Storage, NBC Storage, Comm Storage, Fire Control Storage, and
TA-50 Gear Storage. COF Light Equipment Storage Areas are required for four medium and one large
Company Operations Facilities (COF). Individual TA-50 gear lockers shall be provided: minimum 80 lockers
for large COF and 60 lockers for each Medium COF. Each COF Light Equipment storage shall be provided
with a Company Identificaton Sign (5 total), see para. 5-8.2.6. Military personnel will staff the facility.
Provide the following areas for each company.

2-2.3.1 General Storage (GEN ST). Provide one General Storage for each company located on the
second and third floor.

2-2.3.1.1  Function: Storage of soldier and miscellaneous equipment.
2-2.3.1.2  Furnishings/Fixtures/Equipment: None

2-2.3.1.3  Finishes:

Floor: sealed concrete

Base: resilient base

Walls: Provide painted impact resistant gypsum wallboard,

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-2.3.1.4  Other requirements: Provide 914 mm [3’-0"] wide hollow metal door.

2-2.3.2 Nuclear, Biological and Chemical Equipment Storage (NBC). Provide one NBC Storage
for each company on the second and third floor.

2-2.3.2.1  Function: Storage of equipment for use in defense of nuclear, biological or chemical warfare.
2-2.3.2.2  Furnishings/Fixtures/Equipment: None.

2-2.3.2.3  Finishes:

Floor: sealed concrete

Base: resilient base

Walls: painted gypsum wallboard.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-2.3.2.4  Other requirements: Provide 914 mm [3'-0"] wide hollow metal door. The walls, doors, floors
and ceiling must be constructed to meet Risk Level | requirements as specified in AR 190-51, Appendix B.

2-2.3.3 Communications Storage (COM ST). Provide one Communications Storage for each company
on the second and third floor.

2-2.3.3.1  Function: Storage of radios and communications field gear.
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2-2.3.3.2  Furnishings/Fixtures/Equipment:

2-2.3.3.3  Finishes:

Floor: sealed concrete

Base: resilient base

Walls: painted gypsum wallboard.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-2.3.3.4  Other requirements: Provide 914 mm [3’-0"] wide hollow metal door. The walls, doors, floors
and ceiling must be constructed to meet Risk Level Il requirements as specified in AR 190-51, Appendix B.

2-2.34 TA-50 Storage (TA-50). Provide one TA-50 Storage for each company located on the second
and third floor. Size and configure area to accommodate as many TA-50 locker units per company (allow
minimum 2438 mm [8’-0"] clearance between parallel rows of lockers; minimum 914 mm [3’-0"] between
open locker doors and obstructions). These quantities shall be verified with the Company Commanders.

2-2.3.4.1  Function: Gear lockers for storage of individual soldier's TA-50 field gear.

2-2.3.4.2  Furnishings/Fixtures/Equipment: The following items will be Contractor furnished and installed: TA-
50 gear lockers; lockers size: minimum 559 mm (w) x 914 mm (d) x 1067 mm (h) [22"w x 36"d x 42"h]. Lockers
shall be stacked two high.

2-2.3.4.3  Finishes:

Floor: sealed concrete

Base: resilient base.

Walls: impact resistant gypsum board wallboard separating TA-50 Storage from adjacent COF spaces.
Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-2.3.4.4  Other requirements: Provide a pair of 914 mm [3’-0"] wide hollow metal doors.

2-2.35 Fire Control (FIRE CTL). Provide one Fire Control Room for each company on the second and
third floor.

2-2.3.5.1  Function:. Storage
2-2.3.5.2  Furnishings/Fixtures/Equipment: None.

2-2.3.5.3  Finishes:

Floor: sealed concrete

Base: resilient base.

Walls: painted gypsum wallboard

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-2.3.5.4  Other requirements: Provide 914 mm [3'-0"] wide entry door. The walls, doors, floors and ceiling
must be constructed to meet Risk Level Il requirements as specified in AR 190-51, Appendix B.

2-2.4 BUILDING 355 SUPPORT AREAS. Only able-bodied personnel will occupy Building 355 support
areas; handicapped accessibility is not required, except that stairs and corridors shall comply with handicapped
accessibility requirements of applicable codes.

2-2.4.1 Mechanical Room(s) (MECH). Provide dedicated areas for mechanical equipment located on all
floors of Building 355. Each company shall have independent operation and control of HVAC system for its own
spaces, but mechanical equipment may serve more than one company, and mechanical rooms may be
combined. Mechanical rooms shall not be used for storage or other purposes. Access will be limited to
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authorized personnel. Provide floor openings and vertical shaft spaces as necessary.
2-2.4.1.1  Function: Spaces for HVAC, water heating, and other plumbing and mechanical equipment.
2-2.4.1.2  Furnishings/Fixtures/Equipment: None.

2-2.4.1.3  Finishes: Floor: sealed concrete

Base: resilient cove base

Walls: painted impact resistant gypsum board.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-2.4.1.4  Other requirements: Doors shall have storeroom function lockset master-keyed to existing
system.

2-2.4.2 Electrical Room(s) (ELE). Provide dedicated areas for electrical equipment located on all floors of
Building 355. Each company shall have independent metering and control of the electrical system for its own
spaces, but electrical equipment may serve more than one company, and electrical rooms may be combined.
Electrical rooms shall not be used for storage or other purposes. Access will be limited to authorized personnel.
Provide floor openings and vertical shaft spaces as necessary.

2-2.4.2.1  Function: Spaces for electrical equipment.
2-2.4.2.2  Furnishings/Fixtures/Equipment: None.

2-2.4.2.3  Finishes: Floor: sealed concrete

Base: resilient cove base

Walls: painted gypsum wallboard or painted concrete masonry units
Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-2.4.2.4  Other requirements: Electrical service to buildings shall be underground. Doors shall have
storeroom function lockset master-keyed to existing system..

2-2.4.3 Telecommunication Room (TELE). Provide dedicated interior room(s) for communication
distribution equipment located on all floors of Building 355. Room(s) shall be dedicated to one company, and
shall not be combined with mechanical or electrical rooms. Room(s) may be accessed from Administrative Area
Corridor, public unsecure corridor (if provided), or Equipment Maintenance Area. Access will be limited to
authorized personnel. Provide each company with one main communication room; minimum size 3048 mm [10’-
07 x 3353 mm [11’-0"]. Provide additional communication rooms as needed; all spaces having telephone or
computer data outlets shall be located to allow a maximum cable length of 90 m [295 feet] between outlet and
communication room. Minimum dimensions of secondary communication rooms shall be 2134 mm [7;-0"] x
3048 mm [10-0"]. Provide floor openings and vertical shaft spaces as necessary.

2-2.4.3.1  Function: Telephone and data network support spaces for the COF.

2-2.4.3.2  Furnishings/Fixtures/Equipment: None.

2-2.4.3.3  Finishes: Floor: vinyl composition tile

Base: resilient cove base

Walls: painted gypsum wallboard.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-2.4.3.4  Other requirements: Door shall have minimum 914 mm [3’-0"] wide door with storeroom function

lockset master-keyed to existing system..
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2-2.4.4 Existing Sprint Switch Room (EXIST SPRINT SW RM). Located on the first floor. Existing
dedicated interior room for communication distribution equipment.

2-2.4.4.1  Function: Telephone and data network support spaces for the COF.
2-2.4.4.2  Furnishings/Fixtures/Equipment: None.

2-2.4.4.3  Finishes: Floor: vinyl composition tile

Base: resilient cove base

Walls: .painted concrete masonry units.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-2.4.4.4  Other requirements: Door shall have minimum 914 mm [3’-0"] wide door with storeroom function |
master-keyed to existing system.

2-2.4.5 Exterior Stairs. Provide as required to allow circulation to upper floor of the building. Comply with
applicable code egress requirements. This description covers all Exterior Stairs at for Building 355.

2-2.4.5.1  Function: Circulation and means of egress.
2-2.4.5.2  Furnishings/Fixtures/Equipment (FFE): None.

2-2.4.5.3  Finishes: Landing floor: sealed concrete with slip-resistant finish texture.
Base: exterior wall material

Treads: Sealed concrete with slip-resistant nosing

Risers: sealed concrete

Walls: exterior wall materials

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-2.4.5.4  Other requirements: Stairs shall comply with handicap accessibility requirements of applicable
codes. Railing shall be designed in accordance with applicable codes. Refer to Chapter 5 for hardware and
security requirements for exterior doors.

2-2.4.6 Breezeway (BREEZEWAY). Occurs on the first floor of Building 355. Refers to an
unconditioned, covered corridor space that is enclosed on the long sides, but open to the exterior on the
ends. Provide as required to allow circulation to building spaces and comply with applicable code egress
requirements.

2-2.4.6.1  Function: Circulation and means of egress.

2-2.4.6.2  Furnishings/Fixtures/Equipment (FFE): Provide mechanical and electrical systems to comply
with applicable codes. All fixtures and equipment shall be suitable for exterior locations. The following item
shall be Contractor furnished and installed: provide fire extinguishers in semi-recessed fire extinguisher
cabinets to comply with applicable codes.

2-2.4.6.3  Finishes:

Floor: sealed concrete

Base: Exterior wall material

Walls: Exterior wall material

Ceiling: painted exterior gypsum soffit board.

2-2.4.6.4  Other requirements: With the exception of fire sprinkler systems, no piping, conduit or

ductwork shall be exposed in breezeway. Provide slip resistant finish texture on concrete floor.
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2-2.4.7 Exterior Corridor (LANAI). Refers to an unconditioned, covered circulation space that is
enclosed on one long side (adjacent to the building), and has a guardrail on the other side. Allow circulation
to building spaces. Exterior corridor shall comply with applicable code egress requirements. Exterior
corridors provide link with stairs and other circulation components. Exterior corridors shall not be used to
provide access to living units

2-2.4.7.1  Function: Circulation and means of egress.

2-2.4.7.2  Furnishings/Fixtures/Equipment (FFE): Provide mechanical and electrical systems to comply
with applicable codes. The following items will be Contractor furnished and installed: fire extinguishers in
semi-recessed fire extinguisher cabinets to comply with applicable codes. All fixtures and equipment shall
be suitable for exterior locations.

2-2.4.7.3  Finishes:

Floor: sealed concrete

Base: Exterior wall material

Walls: Exterior wall material

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-2.4.7.4  Other requirements: Handicap accessible. With the exception of fire sprinkler systems, no
piping, conduit or ductwork shall be exposed in exterior corridor. Provide slip resistant finish texture on
concrete floor. Guardrails shall be designed in accordance with applicable codes.

2-2.5 Common Locker/Shower Facilities (COF TOILET/SHOWER). Provide one group of men’s
and one group of women’s common locker/shower facilities for each company. Three (3) COF
Toilet/Showers shall be provided , one on each floor, in Building 355. Two (2) COF Toilet/Showers shall be
provided on the second floor in Building 357. The COF Toilet/Shower for the Large COF shall be located on
the third floor of Building 355.. Quantities of lockers and plumbing fixtures for men and women vary by
company size. Provide the quantity of lockers and fixtures for Medium Company Operations Facility on the
first and second floor and as indicated in the table below. Provide the quantity of lockers and fixtures for
Large Company Operations Facility on the third floor and as indicated in the table below. Soldiers will use
locker rooms before and after physical training. Handicapped accessibility is not required. Additional
entrances may be provided from a common public corridor in the COF. Entrances shall be separate and
distinct from the entrances to company supply and administrative areas. Exterior entrance vestibules shall
be provided. Entrances shall provide visual privacy into the spaces.

Table 2-2.5 Locker Room Plumbing Fixture and Locker Quantities

LARGE COMPANY MEDIUM COMPANY
MEN WOMEN MEN WOMEN
Lockers 150 14 82 8
Toilets 2 2 2 1
Urinals 2 - 1 -
Lavatories 4 1 2 1
Showers * 8 2 5 1
2-25.1 Women’'s Locker Room. Provide one or more rooms, sized to accommodate the number of

lockers and plumbing fixtures required for each company served. Provide exterior entrance(s) with vestibule.
For egress purposes, the occupant load shall be equal to the higher of the following numbers: a) the
number of lockers in the room, or b) the code determined number of occupants calculated by multiplying
room area X the occupant load factor.

2-2.5.1.1  Function: Toilets, showers and lockers for female soldiers.
2-2.5.1.2  Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
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installed: floor mounted toilets, wall-hung lavatories, and ceramic tile shower enclosures in the quantities
indicated in the table above. Provide toilet partitions at each toilet. Provide the following toilet accessories:
one mirror with shelf above each lavatory; one paper towel dispenser/waste receptacle per two lavatories (or
fraction thereof); one soap dispenser per lavatory; one sanitary napkin disposal per toilet; one toilet tissue
dispenser per toilet; one toilet seat cover dispenser per toilet; one soap holder per shower; one shower
curtain and rod at each shower; two double pin robe hooks at each dressing compartment; one robe hook
on each toilet partition door; one sanitary napkin and tampon vending machine. Provide 305 mm [1’-0"] of
locker room bench per 5 lockers provided. Provide two wall mounted GFCI electric outlets per two lavatories
(or fraction thereof); mount adjacent to mirrors. Provide electric water cooler (EWC) at entrance vestibule
from exterior. Provide fire extinguishers in semi-recessed fire extinguisher cabinets to comply with
applicable codes.

2-2.5.1.3 Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Walls: ceramic tile.

Ceiling: painted water resistant gypsum board.

2-2.5.1.4  Other requirements: Provide 914 mm [3'-0"] wide entry door. Locks shall be as specified in
paragraph 54.9.5.3.

2-2.5.2 Men’s Locker Room. Provide one or more rooms, sized to accommodate the number of
lockers and plumbing fixtures required for each company served. Provide exterior entrance(s) with vestibule.
For egress purposes, the occupant load shall be equal to the higher of the following numbers: a) the
number of lockers in the room, or b) the code determined number of occupants calculated by multiplying
room area x the occupant load factor.

2-2.5.2.1 Function: Toilets, showers and lockers for male soldiers.

2-2.5.2.2  Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: floor mounted toilets, wall-hung lavatories, and ceramic tile shower enclosures in the quantities
indicated in the table above. Provide toilet partitions at each toilet. Provide the following toilet accessories:
one mirror with shelf above each lavatory; one paper towel dispenser/waste receptacle per two lavatories (or
fraction thereof); one soap dispenser per lavatory; one toilet tissue dispenser per toilet; one toilet seat cover
dispenser per toilet; one soap holder per shower; one shower curtain and rod at each shower; one double
pin robe hook outside each shower; one robe hook on each toilet partition door. Provide 305 mm [1’-0"] of
locker room bench per 5 lockers provided. Provide two wall mounted GFCI electric outlets per two lavatories
(or fraction thereof); mount adjacent to mirrors. Provide electric water cooler (EWC) at entrance vestibule
from exterior. Provide fire extinguishers in semi-recessed fire extinguisher cabinets to comply with
applicable codes.

2-2.5.2.3  Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Walls: ceramic tile.

Ceiling: painted water resistant gypsum board.

2-2.5.2.4  Other requirements: Provide 914 mm [3'-0"] wide entry door. Locks shall be as specified in
paragraph 5-4.9.5.3.

2-3 BUILDING 355 - GYMNASIUM FUNCTIONAL AND AREA REQUIREMENTS.

2-3.1 Function: Multi-function space.
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2-3.2 Furnishings/Fixtures/Equipment: reuse existing basketball backboards

2-3.3 Minimum Finishes:

Floor: Refinish existing floors and stripe as directed and seal.

Base: none

Walls: paint existing walls-and decorative wall elements; new seismic work cannot cover existing decorative
wall elements. Offeror must incorporate eclectic wall features into the seismic wall design and cannot
conceal existing Historic features.

Ceiling: apply one-hour fire resistive material to existing metal deck and truss roof structure.

2-4 BUILDING 356 and 358 - UNACCOMPANIED ENLISTED PERSONNEL HOUSING (UEPH)
FACILITIES FUNCTIONAL AND AREA REQUIREMENTS. The UEPH building(s) shall consist of living
units, common areas, and support spaces that will occupy all three floors of Building 356 and 358. Each
living unit shall be designed to be occupied by one or two soldiers. Provide 66 Two-person living units and
18 One-person living units to house a total of 150 enlisted personnel. Living units and common areas are
equally distributed among three floors in Buildings 356 and 358. Only able-bodied military personnel will
occupy UEPH Buildings; handicapped accessibility is not required. Building spaces and areas shall be as
follows:

2-4.1 Areas Comprising the Two-Person Living Unit (1+1 Module). Each Two-Person living unit,
or module, will contain two individual living/sleeping rooms with closets, and a shared service area with
Kitchen, and a shared bathroom. Spaces are as follows.

2-4.1.1 Individual Living/Sleeping Room (BEDROOM 1/BEDROOM 2). Provide two per module.
2-4.1.1.1  Function: Private bedroom and living space for one enlisted person.

2-4.1.1.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: One twin bed with headboard and footboard 102mm x 2083mm [40” x 85”]; one entertainment
center for occupant’s television and sound system 864mm wide x 635mm deep x 1930mm high [34” x 25" x
76]; one chest of drawers 712mm wide x 458mm deep x 661mm high [28” x 18" x 26” high]; one nightstand
485mm wide x 435mm deep x 535mm high [19” x 17" x 21" high]; one desk 1524mm wide x 762 deep (with
keyboard tray retracted) x 762mm high [60” wide x 30” deep x 30" high]; and one desk chair 500mm wide x
535mm deep x 851mm high [19-1/2" x 21" x 33-1/2" high].

2-4.1.1.3 Minimum Finishes:

Floor: carpet

Base: resilient cove base.

Walls: gypsum wallboard with full-height Sisal Fabric wallcovering.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-4.1.1.4  Other requirements: Living/sleeping room shall have at least one exterior operable window with
insect screen. Window shall meet egress requirements of NFPA 101 and Unified Facilities Criteria (UFC) 1-
200-01 and International Building Code (IBC) 2000. Window shall not be located adjacent to an exterior
corridor or breezeway. Door between service area and living/sleeping room shall have electronic lockset.
Door between public corridor and service area shall have electronic lockset. Provide minimum of one
combination telephone/data outlet in each Living /Sleeping room. Provide minimum of one cable television
outlet in each Living/Sleeping room. Coordinate outlet locations with furniture arrangement. Refer to
Chapter 9 Electrical Systems.

2-4.1.2 Closet (CLOSET). Provide one per living/sleeping room.
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2-4.1.2.1  Function: Private walk-in closet for clothing and storage of boxes and field gear.

2-4.1.2.2  Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: rod and shelf, as indicated on the RFP Concept Drawings.

2-4.1.2.3  Minimum Finishes:
Floor: vinyl composition tile

Base: resilient cove base

Walls: painted gypsum wallboard
Ceiling: painted gypsum wallboard.

2-4.1.2.4  Other requirements: Door shall have passage function latchset and be equipped with a hasp so
the occupant can provide his/her own padlock.

2-4.1.3 Kitchen (KITCHEN). Provide one per module.
2-4.1.3.1  Function: Circulation space, food preparation area, and eating area for occupants.

2-4.1.3.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and installed:
one refrigerator-freezer (minimum 9 total cubic feet); one microwave oven (min .9 cubic feet, 800 watts)
mounted under wall cabinets.

The following item will be Contractor furnished and installed: minimum 1500 linear mm [5’-0"] of 600mm [2’-
0"] deep kitchen base cabinets and countertop (including cooktop/range width), and 2100 linear mm [7’-0"] of
300mm [12"] deep wall cabinets. Wall cabinets shall be minimum 600mm [2’-0"] high; provide 600 mm [2'-
07"] clear between countertop and bottom of wall cabinets at sink. Base cabinets shall have minimum of two
300 mm [12"] wide drawers; provide plastic laminate countertop with integral side and backsplashes at
walls. Provide single compartment, stainless steel kitchen sink with food strainer/stopper, minimum inside
dimensions 400mm x 400mm x 175mm deep [1’-4” x 1’-4” x 7" deep], with chrome-plated, single handle,
washerless mixing faucet (refer to Chapter 8); provide fire extinguisher mounted inside base cabinet. One
4-burner electric cooktop, rangehood with exterior exhaust and garbage disposal shall be priced separately
as Option No. 2, see proposal Schedule, Section 00010.

2-4.1.3.3  Minimum Finishes:

Floor: vinyl composition tile

Base: resilient cove base

Walls: painted gypsum wallboard; Wall area between countertop and wall cabinets: plastic laminate.
Ceiling: painted gypsum wallboard.

2-4.1.3.4  Other requirements: Door between public corridor and service area (entry door into module)
shall have interlocking threshold.

2414 Bathroom (BATHROOM). Provide one per module.

2-4.1.4.1  Function: Bathing and toilet facilities for either occupant; storage for both occupants’ bath
articles.

2-4.1.4.2  Furnishings/Fixtures/Equipment (FFE): All the following items listed will be Contractor furnished
and installed: Lavatory that shall be minimum 475mm x 475mm [19” x 19”] self-rimming vitreous china, or
cast-filled acrylic or solid surfacing material integrally molded to countertop; provide chrome-plated
washerless faucet with pop-up drain (refer to Chapter 8); Countertop shall be minimum 900mm [3’-0"] wide
cast-filled acrylic, acrylic solid surfacing material, or plastic laminate with integrally molded, 100mm high
coved backsplash. Provide 102mm high side splash at side walls. Provide plastic laminate surfaced vanity
base cabinet with hinged door(s) and minimum two 225mm [9”] wide drawers. Provide 6mm [1/4"] thick x
minimum 1050mm [3’-6”] high mirror glass, full width of vanity countertop, with wall mounted vanity light
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fixture above mirror (refer to Chapter 9). Provide one recessed medicine cabinet, two soap holders, two
toothbrush/tumbler holders. Provide floor mounted toilet with full seat and seat cover (lid). Provide bathtub,
chrome-plated brass showerhead, and anti-scald single-handle mixing valve (refer to Chapter 8). Provide two
minimum 600mm [2’-0"] long towel bars mounted on walls outside tub/shower enclosure, two wall mounted
soap holders in the tub/shower, and one door mounted robe hook with two hooks. Provide wall mounted
retractable clothesline across tub/shower. Provide mildew-resistant vinyl shower curtain with stainless steel
curtain hooks and chrome-plated brass shower curtain rod. Provide single roll toilet tissue dispenser.

2-4.1.4.3 Minimum Finishes:

Floor: ceramic tile

Base: ceramic tile sanitary cove base

Walls: full height ceramic tile. Walls around shower/tub enclosure shall be full height ceramic tile.
Ceiling: painted water resistant gypsum board.

2-4.1.4.4  Other requirements: HVAC system shall exhaust bathroom air; refer to Chapter 10. Door shall have
privacy function lockset.

2-4.2 Areas Comprising the One-Person Living Unit (Single Unit Module). Each One-Person
living unit, or module, will contain a living/sleeping room with closet, a service area with Kitchen, and a
bathroom. Spaces are as follows.

2-4.2.1 Living/Sleeping Room (BEDROOM). Provide one per module.
2-4.2.1.1  Function: Private bedroom and living space for one senior enlisted person.

2-4.2.1.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: One twin bed with headboard and footboard 102mm x 2083mm [40” x 85”]; one entertainment
center for occupant’s television and sound system 864mm wide x 635mm deep x 1930mm high [34” x 25" x
76]; one chest of drawers 712mm wide x 458mm deep x 661mm high [28” x 18" x 26” high]; one nightstand
485mm wide x 435mm deep x 535mm high [19” x 17" x 21” high]; one desk 1524mm wide x 762 deep (with
keyboard tray retracted) x 762mm high [60” wide x 30” deep x 30” high]; and one desk chair 500mm wide x
535mm deep x 851mm high [19-1/2" x 21" x 33-1/2" high].

2-4.2.1.3  Minimum Finishes:

Floor: carpet

Base: resilient cove base

Walls: gypsum wallboard with full-height Sisal Fabric wallcovering

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-4.2.1.4  Other requirements: Living/sleeping room shall have at least one exterior operable window with
insect screen. Window shall meet egress requirements of NFPA 101 and Unified Facilities Criteria (UFC) 1-
200-01 and International Building Code (IBC) 2000. Window shall not be located adjacent to an exterior
corridor or breezeway. Provide minimum of one combination telephone/data outlet on in each Living
/Sleeping room. Provide minimum of one cable television outlet in each Living/Sleeping room. Coordinate
outlet locations with furniture arrangement. Refer to Chapter 9 Electrical Systems.

2422 Closet (CLOSET). Provide one per living/sleeping room.
2-4.2.2.1  Function: Private walk-in closet for clothing and storage of boxes and field gear.

2-4.2.2.2  Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: rod and shelf, as indicated on RFP Contract Drawings.

2-4.2.2.3  Minimum Finishes:
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Floor: vinyl composition tile

Base: resilient cove base

Walls: painted gypsum wallboard or painted veneer plaster
Ceiling: painted gypsum wallboard.

2-4.2.2.4  Other requirements: Door shall have passage function latchset and be equipped with a hasp so
the occupant can provide his/her own padlock.

2-4.2.3 Kitchen (KITCHEN). Provide one per module.
2-4.2.3.1  Function: Circulation space, food preparation area, and eating area for occupant and visitors.

2-4.2.3.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and installed:
one refrigerator-freezer (minimum 9 total cubic feet); one microwave oven (min .9 cubic feet, 800 watts)
mounted under wall cabinets.

The following item will be Contractor furnished and installed: minimum 1500 linear mm [5’-0"] of 600mm [2’-
0"] deep kitchen base cabinets and countertop (including cooktop/range width), and 2100 linear mm [7’-0"] of
300mm [12"] deep wall cabinets. Wall cabinets shall be minimum 600mm [2’-0"] high; provide 600 mm [2'-
0] clear between countertop and bottom of wall cabinets at sink. Base cabinets shall have minimum of two
300 mm [12"] wide drawers; provide plastic laminate countertop with integral side and backsplashes at
walls. Provide single compartment, stainless steel kitchen sink with food strainer/stopper, minimum inside
dimensions 400mm x 400mm x 175mm deep [1’-4” x 1’-4” x 7" deep], with chrome-plated, single handle,
washerless mixing faucet (refer to Chapter 8); provide fire extinguisher mounted inside base cabinet. One
4-burner electric cooktop, rangehood with exterior exhaust and garbage disposal shall be priced separately
as Option No. 2, see proposal Schedule, Section 00010.

2-4.2.3.3  Minimum Finishes:

Floor: vinyl composition tile

Base: resilient cove base

Walls: painted gypsum wallboard; Wall area between countertop and wall cabinets: plastic laminate.
Ceiling: painted gypsum wallboard.

2-4.2.3.4  Other requirements: Door between public corridor and service area (entry door into module)
shall have interlocking threshold.

2-4.2.4 Bathroom (BATHROOM) . Provide one per module.
2-4.2.4.1  Function: Bathing and toilet facilities for occupant; storage for occupants’ bath articles.

2-4.2.4.2  Furnishings/Fixtures/Equipment (FFE): All the following items listed will be Contractor furnished
and installed: Lavatory that shall be minimum 475mm x 475mm [19” x 197] self-rimming vitreous china, or
cast-filled acrylic or solid surfacing material integrally molded to countertop; providechrome-plated
washerless faucet with pop-up drain (refer to Chapter 8); Countertop shall be minimum 900mm [3’-0"] wide
cast-filled acrylic, acrylic solid surfacing material, or plastic laminate with integrally molded, 200mm high
coved backsplash. Provide 102mm high side splash at side walls. Provide plastic laminate surfaced vanity
base cabinet with hinged door(s) and minimum two 225mm [9”] wide drawers. Provide 6mm [1/4"] thick x
minimum 1050mm [3’-6”] high mirror glass, full width of vanity countertop, with wall mounted vanity light
fixture above mirror (refer to Chapter 9). Provide one recessed medicine cabinet, two soap holders, two
toothbrush/tumbler holders. Provide floor mounted toilet with full seat and seat cover (lid). Provide bathtub,
chrome-plated brass showerhead, and anti-scald single-handle mixing valve (refer to Chapter 8). Provide two
minimum 600mm [2’-0"] long towel bars mounted on walls outside tub/shower enclosure, two wall mounted
soap holders in the tub/shower, and one door mounted robe hook with two hooks. Provide wall mounted
retractable clothesline across tub/shower. Provide mildew-resistant vinyl shower curtain with stainless steel
curtain hooks and chrome-plated brass shower curtain rod. Provide single roll toilet tissue dispenser.
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2-4.2.4.3 Finishes:

Floor: ceramic tile

Base: ceramic tile sanitary cove base

Walls: full height ceramic tile. Walls around shower/tub enclosure shall be full height ceramic tile.
Ceiling: painted water resistant gypsum board.

2-4.2.4.3  Other requirements: HVAC system shall exhaust bathroom air; refer to Chapter 10. Door shall have
privacy function lockset.

2-4.3 BUILDING 356 and 358 UEPH COMMON AREAS. Common areas will be shared by soldiers.
Spaces are as follows:

2-4.3.1 Entry Lobby. Provide two per floor. Located across the Lanai from the Game Room.
2-4.3.1.1 Function: Primary entry point into the UEPH facility; waiting area for visitors.

2-4.3.1.2  Furnishings/Fixtures/Equipment: the following items will be Government furnished and installed:
four upholstered modular waiting-area seating units with two modular end table units. Seating shall
accommodate 6 people.

2-4.3.1.3  Finishes:

Floor: vinyl composition tile.

Base: resilient cove base.

Walls: painted gypsum wallboard.

Ceiling: First and Second Floor ceiling: patch existing exposed ceiling to match existing adjacent and paint.
Third Floor ceiling: Suspended acoustic tile ceiling grid system.

2-4.3.1.4  Other requirements: Provide conduit and junction box for cable television service to wall or
ceiling mounted television. Provide telephone outlet for public payphone.

2-4.3.2 Lounge Area (LOUNGE). Provide one area per floor. The Lounge alcove space is open to
interior corridor.

2-4.3.2.1  Function: Space for building occupants to relax.

2-4.3.2.2  Furnishings/Fixtures/Equipment: the following items will be Government furnished and
installed: minimum of six upholstered modular waiting-area seating units with two modular end table units.
Seating shall accommodate 8 people. Provide ceiling or wall mounted television bracket with locking tray.
Arrange seating to allow viewing of television (TV is government furnished, government installed). The
following item will be Contractor furnished and installed: fire extinguisher in semi-recessed fire extinguisher
cabinets to comply with applicable codes.

2-4.3.2.3  Finishes: Match adjacent Interior Corridor.

2-4.3.2.4  Other requirements: Provide conduit and junction box for cable television service to wall or
ceiling mounted television. Provide telephone outlet for public payphone.

2-4.3.3 Game Room (GAME ROOM). Provide two per floor. Provide area for vending machines and
ice machine-dispensers.

2-4.3.3.1  Function: additional space for building occupants to entertain.
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2-4.3.3.2  Furnishings/Fixtures/Equipment: the following items will be Government furnished and installed:
one ice cube machine-dispenser designed for hotel ice bucket filling, capable of producing minimum 250
Ibs. of regular ice cubes in 24 hours, with 180 Ib. storage; one ice machine manufacturer’s automatic
cleaning system to clean and sanitize the water distribution system of the machine at scheduled intervals;
Ice machine shall be Energy Star compliant; four full-size soft drink and snack vending machines. Vending
machines will not require plumbing connections. Game machinesThe following item will be Contractor
furnished and installed: fire extinguisher in semi-recessed fire extinguisher cabinets to comply with
applicable codes.

2-4.3.3.3  Finishes:

Floor: vinyl composition tile.

Base: resilient cove base.

Walls: painted gypsum wallboard,

Ceiling: patch existing exposed ceiling to match existing adjacent and paint..

2-4.3.3.4  Other requirements: Provide a pair of 914 mm [3’-0"] wide entry doors. Provide electrical power
to accommodate vending machines, game machines, and to comply with applicable codes.

2-4.3.4 Men’s Toilet (MEN). Provide two private toilet rooms per floor. Room shall be accessed from
Game Room.

2-4.3.4.1  Function: Men'’s single-occupant toilet and lavatory.

2-4.3.4.2  Furnishings/Fixtures/Equipment (FFE): the following items will be Contractor furnished and
installed: one floor mounted toilet, one wall-hung lavatory, mirror with shelf above lavatory, paper towel
dispenser/waste receptacle, soap dispenser, one toilet seat cover dispenser; and toilet tissue dispenser.

2-4.3.4.3  Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Walls: ceramic tile wainscot 1219 mm high with painted water-resistant gypsum board above.
Ceiling: painted gypsum wallboard.

2-4.3.4.4  Other requirements: Provide 914 mm [3'-0"] wide entry door.

2-4.3.5 Women'’s Toilet (WOMEN). Provide two private toilet rooms per floor. Room shall be
accessed from Game Room.

2-4.3.5.1  Function: Women'’s single-occupant toilet and lavatory.

2-4.3.5.2  Furnishings/Fixtures/Equipment (FFE): the following items will be Contractor furnished and
installed: one floor mounted toilet, one wall-hung lavatory, mirror with shelf above lavatory, paper towel
dispenser/waste receptacle, soap dispenser, one toilet seat cover dispenser; and toilet tissue dispenser.

2-4.3.5.3  Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Walls: ceramic tile wainscot 1219 mm high with painted water-resistant gypsum board above.
Ceiling: painted gypsum wallboard.

2-4.3.5.4  Other requirements: Provide 914 mm [3'-0"] wide entry door.
2-4.3.6 Janitor Closet (JAN). Provide three per floor.
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2-4.3.6.1  Function: Service Sink, and storage of cleaning supplies.

2-4.3.6.2  Furnishings/Fixtures/Equipment: the following items will be Contractor furnished and installed:
floor mop sink, mop rack for three mops, and minimum 1829 linear mm of wall mounted stainless steel
shelving.

2-4.3.6.3  Finishes:

Floor: vinyl composition tile

Base: resilient cove base.

Walls: painted water-resistant gypsum wallboard, or painted concrete masonry units
Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-4.3.6.4  Other requirements: Provide 914 mm [3'-0"] wide entry door.

2-4.3.7 Laundry Area(s) (LAU). Provide one per floor. Provide one clothes washer per 12 soldiers,
and one clothes dryers per 8 soldiers (round fractional numbers to the next highest whole number). Provide
minimum of one laundry room on each floor of the UEPH facility. Provide minimum five washers and seven
dryers in each room.

2-4.3.7.1  Function: Self-service washers and dryers and clothes folding areas for residents.

2-4.3.7.2  Furnishings/Fixtures/Equipment: the following items will be Government furnished and installed:
commercial quality clothes washers and dryers (each minimum 2.5 cubic feet capacity), non-coin
operation; Stacked dryers are preferred; Appliances shall be Energy Star compliant; two vandal-resistant
waiting chairs per each four washers. The room shall accommodate one wall mounted laundry product
vending machine in each laundry room.

The following item will be Contractor furnished and installed: minimum 1800 linear mm [6'-0”] of 600 mm [2’-
0"] deep base cabinets and countertops for folding clothes; provide one each service sink.

2-4.3.7.3  Finishes:

Floor: quarry tile

Base: quarry tile

Walls: painted water resistant gypsum wallboard, or painted concrete masonry units
Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-4.3.7.4  Other requirements: Conceal utilities from view, but provide easy maintenance access; locate
utility connections 914 mm [36”] above finish floor, unless otherwise recommended by manufacturer.
Provide one floor drain for every four washers; locate outside of traffic area. Provide venting of dryer exhaust
as on RFP Concept Drawings with lint catchment system. Lint catchment system shall be designed to be
maintained within the Laundry Room. Partitions around laundry rooms shall extend to underside of floor
above. Provide 914 mm [3'-0"] wide door(s) into room.

2-4.4 BUILDING 356 and 358 UEPH SUPPORT AREAS. Support areas include circulation spaces
such as stairs and corridors, mechanical, electrical, and communications spaces. Spaces are as follows:

2-44.1 Interior Corridor. Provide as required to allow circulation to building spaces, and comply with
applicable code egress requirements. Due to security, climate, and force protection concerns, interior
corridors are the preferred means of circulation between living units and other building spaces.

2-4.4.1.1  Function: Circulation and means of egress.

2-5.4.1.2  Furnishings/Fixtures/Equipment (FFE): Provide mechanical and electrical systems to comply
with applicable codes. The following items will be Contractor furnished and installed: fire extinguishers in
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semi-recessed fire extinguisher cabinets to comply with applicable codes.

2-4.4.1.3 Finishes:

Floor: vinyl composition tile

Base: resilient cove base.

Walls: painted finish.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint. Suspended acoustic tile ceiling
grid system at Third Floor.

2-5.4.1.4  Other requirements: Handicap accessible.

2-4.4.2 Exterior Corridor (LANAI). Refers to an unconditioned, covered circulation space that is
enclosed on one long side (adjacent to the building), and has a guardrail on the other side. Allow circulation
to building spaces. Exterior corridor shall comply with applicable code egress requirements. Exterior
corridors provide link with stairs and other circulation components. Exterior corridors shall not be used to
provide access to living units

2-4.4.2.1  Function: Circulation and means of egress.

2-5.4.2.2  Furnishings/Fixtures/Equipment (FFE): Provide mechanical and electrical systems to comply
with applicable codes. The following items will be Contractor furnished and installed: fire extinguishers in
semi-recessed fire extinguisher cabinets to comply with applicable codes. All fixtures and equipment shall
be suitable for exterior locations.

2-4.4.2.3 Finishes:

Floor: sealed concrete

Base: Exterior wall material

Walls: Exterior wall material

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-4.4.2.4  Other requirements: Handicap accessible. With the exception of fire sprinkler systems, no
piping, conduit or ductwork shall be exposed in exterior corridor. Provide slip resistant finish texture on
concrete floor. Guardrails shall be designed in accordance with applicable codes.

2-44.3 Exterior Stairs. required to allow circulation to upper floors of the building, and to comply with
applicable code egress requirements. This description covers all Exterior Stairs for Building 356 and 358.

2-4.4.3.1  Function: Circulation and means of egress.
2-4.4.3.2  Furnishings/Fixtures/Equipment (FFE):

2-4.4.3.3  Finishes: Landing floor: sealed concrete with slip-resistant finish texture.
Base: Exterior wall material

Treads: Sealed concrete with slip-resistant finish texture. Provide slip-resistant nosing.
Risers: sealed concrete.

Walls: exterior wall materials

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-4.4.3.4  Other requirements: Stairs shall comply with handicap accessibility requirements of applicable
codes. Railings shall be designed in accordance with applicable codes. Refer to Chapter 5 for hardware and
security requirements for exterior doors.

2-44.4 Mechanical Areas (MECH). Provide dedicated interior spaces and exterior areas for plumbing, fire
protection, and HVAC equipment. Size and locate rooms to allow equipment removal and maintenance Provide
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floor openings and vertical shaft spaces as necessary.
2-4.4.4.1  Function: Mechanical support spaces for the UEPH building.
2-4.4.4.2  Furnishings/Fixtures/Equipment: None.

2-4.4.4.3 Finishes:

Floor: sealed concrete

Base: resilient cove base

Walls: painted gypsum wallboard, or painted concrete masonry units
Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-4.4.4.4  Other requirements: Locate air intake and exhaust openings to provide optimum indoor air quality.
Roof mounted equipment shall not be used. Provide masonry screen walls with lockable metal access gates
around outdoor equipment areas (refer to Chapter 3); comply with force protection standards. Doors shall have
storeroom function lockset master-keyed to existing system.

2-4.4.5 Electrical Rooms (ELEC). Provide dedicated interior spaces and exterior areas for electrical
equipment. Rooms shall allow easy equipment removal and maintenance. Provide floor openings and vertical
shaft spaces as necessary.

2-4.45.1  Function: Electrical support spaces for the UEPH building.
2-4.4.5.2  Furnishings/Fixtures/Equipment: None.

2-4.45.3 Finishes:

Floor: sealed concrete

Base: resilient cove base

Walls: painted gypsum wallboard.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-4.45.4  Other requirements: Electrical service to the building shall be underground. Door shall have
storeroom function lockset master-keyed to existing system. .

2-4.4.6 Telecommunication Room (TELE). Provide dedicated interior rooms for communication
equipment. Rooms shall allow easy equipment removal and maintenance.

2-4.4.6.1 Function: Telephone and data network support spaces for the UEPH building.
2-4.4.6.2  Furnishings/Fixtures/Equipment: As required by Statement of Work.

2-4.4.6.3 Finishes:

Floor: vinyl composition tile

Base: resilient cove base

Walls: painted gypsum wallboard.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-4.4.6.4  Other requirements: Communication service to the building shall be underground. Provide minimum
914 mm [3’-0"] wide door with storeroom function lockset master-keyed to existing system. . Provide floor
openings and vertical shaft spaces as necessary. Provide a minimum of three 102 mm [4"] diameter empty
conduits between vertically stacked communication rooms.

2-4.4.7 Utility/Cor (UTIL/COR). Provide two areas per floor.
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2-4.4.7.1  Function: Space for building utilities
2-4.4.7.2  Furnishings/Fixtures/Equipment: None.

2-4.4.7.3  Finishes:

Floor: vinyl composition tile

Base: resilient cove base

Walls: painted gypsum wallboard.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-4.4.7.4  Other requirements: Provide 914 mm [3’-0"] wide door with storeroom function lockset.

2-5 BUILDING 357 - DINING FACILITY FUNCTIONAL AND AREA REQUIREMENTS.

The dining facility for enlisted personnel will employ cafeteria-style service and will be equipped to allow for
service of both full menu and short order, fast food types of meals, carry-out and ala carte.

The Dining Facility will be constructed on the ground floor of Building 357. The minimum seat count for the
facility is 374 people per seating. The Design-Build Offeror shall verify and adjust room layout to ensure that the
minimum number of tables/seats is accounted for. Major functional areas include Dining, Kitchens, serving and
sit down dining, dish washing, employee lockers and toilets, food preparation and cooking, garbage and trash
disposal, non-provisional storage, patron toilets, office(s), pot and pan washing, receiving platform, refrigerated
and dry storage, serving, and signature-head count, cashier station(s), and staging area. Space for entry
canopies for climate control and receiving platforms are included in this project.

Final Dining Facility Design shall be coordinated and approved by The Army Community of Excellence,
Subsistence (ACES); The Design-Build offeror should contact Goldie Bailey (tel. 804-734-3354).

2-5.1 Dining Facility Food Service Areas. Public areas where food is displayed, purchased, and
consumed.

25.1.1 Dining Area (DINING AREA#1, #2#3, #4, AND #5). Provide four separate areas as indicated
on the first floor Provide one additional dining area on the second floor.

2-5.1.1.1  Function: Dining area for soldiers.

2-5.1.1.2  Furnishings/Fixtures/Equipment: the following items will be Government furnished and
installed: tables and seating for a minimum of 300 people. Also, see RFP Concept Design Drawings-Food
Service Equipment Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment
Catalog Cuts referenced in Attachment 12 to determine which items will be Government or Contractor
furnished and installed.

2-5.1.1.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard and painted concrete wall.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.1.1.4  Other requirements: Room shall have exterior window. Provide a pair of historic doors as
required. Provide exit devices as required by code.

25.1.2 Beverage/Condiment Area & Salad/Hot Bar(BEVERAGES/CONDIMENTS and Salad/Hot
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Bar). Provide one as indicated.
2-5.1.2.1  Function: Food service area for soldiers.

2-5.1.2.2  Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.1.2.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: ceramic tile

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.1.3 Short Order Area, Specialty Cooking, and Service Line (SHORT ORDER, SPECIALTY
COOKING, AND SERVICE LINE). Provide one area per function as indicated.

2-5.1.3.1  Function: Food service area for soldiers.

2-5.1.3.2  Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.1.3.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: ceramic tile

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.1.3.4  Other requirements: Room shall have exterior window.

2514 Snack Bar (SNACK BAR). Provide one as indicated.

2-5.1.4.1  Function: Food service area for soldiers.

2-5.1.4.2  Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.
2-5.1.4.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: ceramic tile

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.1.4.4  Other requirements: Room shall have exterior window. Provide a pair of historic doors as
required; door shall have hold open device and entry function lockset.

2515 Snack Storage (SNACK STORAGE). Provide one as indicated.
2-5.1.5.1  Function: Snack Bar storage.

2-5.1.5.2  Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
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referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.1.5.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: painted gypsum wallboard

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

25.1.6 Check-In (CHECK-IN). Provide one as indicated.

2-5.1.6.1 Function: Main entry point into the Dining Facility for soldiers and guests. Location of cashier,
tray dispenser, and electronic menu board.

2-5.1.6.2  Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.1.6.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: painted gypsum wallboard

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.1.6.4  Other requirements: Provide a pair of historic doors as required.

2-5.2 DINING FACILITY WORK AREAS Non-Public areas where food preparation, storage,
cleaning, and receiving occur.

2521 Dishwash Room (DISHWASH RM). Provide one as indicated.
2-5.2.1.1  Function: sanitary area for the cleaning of dining dishware and utensils.

2-5.2.1.2  Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.2.1.3 Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: ceramic wall tile

Ceiling: suspended fiberglass panel ceiling.

2-5.2.1.4  Other requirements: Room shall have exterior window. Provide a pair of 914 mm [3’-0"] wide
hollow metal doors; door shall have hold open device and entry function.

2522 Kitchen and Bakery Preparation (KITCHEN / BAKERY PREP). Provide one as indicated.
2-5.2.2.1 Function: sanitary area for food preparation.

2-5.2.2.2  Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, sheet nos. K-1 through K-8, in conjunction with the Food Service
Equipment Catalog Cuts referenced in Attachment 12 to determine which items are Government or
Contractor furnished and installed.
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2-5.2.2.3 Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: ceramic tile

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.2.2.4  Other requirements: Room shall have exterior window. Provide a pair of 914 mm [3’-0"] wide
hollow metal passage doors to adjoining Short Order area.

2523 Refrigerator/Freezer Space (REFRIGERATOR/FREEZER). Provide one as indicated.
2-5.2.3.1  Function: Cold storage of food items.

2-5.2.3.2  Furnishings/Fixtures/Equipment. See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.2.3.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: ceramic tile

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2524 Pots & Pan Washing (POT & PAN WASHING). Provide one as indicated.
2-5.2.4.1  Function: sanitation area for the cleaning of cooking equipment.

2-5.2.4.2  Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.2.4.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: ceramic tile

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2525 Pots & Pan Racks (POT & PAN RACKS). Provide one as indicated.
2-5.2.5.1  Function: storage area for cooking equipment.

2-5.2.5.2  Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.25.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: ceramic tile

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.2.6 Dry Storage (DRY STORAGE). Provide one as indicated.
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2-5.2.6.1 Function: storage space

2-5.2.6.2  Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.2.6.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: ceramic tile

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.2.6.4  Other requirements: Provide 914 mm [3'-0"] wide entry door.
2-5.2.7 Field Feeding Storage (FIELD FEEDING STORAGE). Provide one as indicated.
2-5.2.7.1  Function: storage space

2-5.2.7.2  Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.2.7.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: ceramic tile

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.2.7.4  Other requirements: Provide 914 mm [3'-0"] wide entry door.

2-5.2.8 Ice Machine Room (ICE MACH / COFFEE RM). Provide one as indicated.

2-5.2.8.1  Function: ice making, beverage, and dessert preparation space.

2-5.2.8.2  Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment

Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.2.8.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: ceramic tile

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.2.8.4  Other requirements: Provide 914 mm [3'-0"] wide entry door.
2-5.2.9 Kitchen Work Area Corridors. Provide as required.

2-5.2.9.1  Function: Provide as required to allow circulation to kitchen spaces, and comply with applicable
code egress requirements.

2-5.2.9.2  Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.
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2-5.2.9.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: ceramic tile

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.2.10 Receiving (RECEIVING) Provide as required.
2-5.2.10.1 Function: area for the receipt and temporary storage of equipment and products.

2-5.2.10.2 Furnishings/Fixtures/Equipment: See RFP Concept Design Drawings-Food Service Equipment
Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment Catalog Cuts
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.2.10.3 Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: ceramic tile

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.2.11 Electric Panel (ELECT PANEL RM). Provide one dedicated interior space for electrical equipment.
Size and locate rooms to allow equipment removal and maintenance. Provide floor openings and vertical shaft
spaces as necessary.

2-5.2.11.1 Function: Electrical support spaces for the Dining Facility.

2-5.2.11.2 Furnishings/Fixtures/Equipment: None.
2-5.2.11.3 Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: painted gypsum wallboard

Ceiling: painted underside of structure above

2-5.2.11.4 Other requirements: Electrical service to the building shall be underground. Door shall have
storeroom function lockset master-keyed to existing system.

2-5.3 DINING FACILITY ADMINISTRATION AREAS. Non-Public areas where offices for the facility
management occur.

253.1 Manager’s Office (MGR OFFICE). Provide one as indicated. Occupants: 1, and occasional
visitors.

2-5.3.1.1  Function: Private office for facility manager.

2-5.3.1.2  Furnishings/Fixtures/Equipment: the following items will be Government furnished and
installed: one desk with return, one bookcase, two legal-size four-drawer file cabinets, two side chairs and
one desk chair.

2-5.3.1.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: painted gypsum board

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.
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2-5.3.1.4  Other requirements: Provide 914 mm [3'-0"] wide door into room. Exterior window is desirable.
Provide One-Way window in wall between Office and Short Order space.

2-5.3.2 Office (OFFICE). Provide one as indicated. Occupants: 1, and occasional visitors.
2-5.3.2.1  Function: Private office

2-5.3.2.2  Furnishings/Fixtures/Equipment: the following items will be Government furnished and
installed: one desk with return, one bookcase, two legal-size four-drawer file cabinets, two side chairs and
one desk chair.

2-5.3.2.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: painted gypsum board

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.3.2.4  Other requirements: Provide 914 mm [3-0"] wide door into room. Exterior window is desirable.
2-5.3.3 Vendor Office (VEN OFF). Provide one as indicated. Occupants: 1, and occasional visitors.
2-5.3.3.1  Function: Private office

2-5.3.3.2  Furnishings/Fixtures/Equipment: the following items will be Government furnished and
installed: one desk with return, one bookcase, two legal-size four-drawer file cabinets, two side chairs and
one desk chair.

2-5.3.3.3  Finishes:

Floor: quarry tile, non-slip finish

Base: quarry tile

Walls: painted gypsum board

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.3.3.4  Other requirements: Provide 914 mm [3'-0"] wide door into room.

2-5.34 Men’s Staff Toilet (STAFF TOILET). Provide one toilet room. Room shall be sized to comply
with handicap accessibility requirements. Provide the quantity of lockers and plumbing fixtures as indicated

in the table below.

Table 2-5.3.4 Locker Room Plumbing Fixture and Locker Quantities

STAFF TOILET

MEN WOMEN
Lockers 10 10
Toilets 1 2
Urinals 1 -
Lavatories 2 2

2-5.3.4.1  Function: Men’s single-occupant toilet and lavatory, for use by staff.

2-5.3.4.2  Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: floor mounted toilets and wall-hung lavatories; toilet partitions at each toilet; the following toilet
accessories: one mirror with shelf above each lavatory; one paper towel dispenser/waste receptacle per two
lavatories (or fraction thereof); one soap dispenser per lavatory; one toilet tissue dispenser per toilet; one
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toilet seat cover dispenser per toilet, robe hook on each toilet partition door; and toilet seat cover dispenser
per compartment.

2-5.3.4.3 Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Walls: ceramic tile.

Ceiling: painted gypsum wallboard.

2-5.3.4.4  Other requirements: Provide 914 mm [3’-0"] wide entry door.

2535 Women'’s Staff Toilet (STAFF TOILET). Provide one toilet room. Room shall be sized to
comply with handicap accessibility requirements. Provide the quantity of lockers and plumbing fixtures as
indicated in table 2-6.3.4.

2-5.3.5.1  Function: Women'’s single-occupant toilet and lavatory, for use by staff.

2-5.3.5.2  Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: floor mounted toilets and wall-hung lavatories; toilet partitions at each toilet; the following toilet
accessories: one mirror with shelf above each lavatory; one paper towel dispenser/waste receptacle per two
lavatories (or fraction thereof); one soap dispenser per lavatory; one toilet tissue dispenser per toilet; one
toilet seat cover dispenser per toilet, robe hook on each toilet partition door; and toilet seat cover dispenser
per compartment.

2-5.3.5.3  Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Walls: ceramic tile.

Ceiling: painted gypsum wallboard.

2-5.3.5.4  Other requirements: Provide 914 mm [3’-0"] wide entry door.

2-5.4 DINING FACILITY SUPPORT AREAS . Support areas include circulation spaces such as
stairs and corridors; mechanical, electrical, storage, and communications spaces. Spaces are as follows:

254.1 Can Wash (CAN WASH). Provide one as indicated

2-5.4.1.1  Function: sanitation area for food products.

2-5.4.1.2  Furnishings/Fixtures/Equipment (FFE): See RFP Concept Design Drawings-Food Service
Equipment Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment List
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.
2-5.4.1.3 Finishes:

Floor: concrete with hardener and sealer.

Base: none.

Walls: exterior wall material

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.4.2 Comp. Room (COMP RM). Provide one as indicated

2-5.4.2.1  Function: mechanical space for refrigerator and freezer conditioning units.

2-5.4.2.2  Furnishings/Fixtures/Equipment (FFE): See RFP Concept Design Drawings-Food Service
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Equipment Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment List
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.4.2.3  Finishes:

Floor: concrete with hardener and sealer.

Base: none.

Walls: painted concrete masonry units

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.4.3.4  Other requirements: Provide pair of 914 mm [3’-0"] wide entry doors.
2543 Extractor Room (EXTRACTOR RM). Provide one as indicated
2-5.4.3.1 Function: mechanical space.

2-5.4.3.2  Furnishings/Fixtures/Equipment (FFE): See RFP Concept Design Drawings-Food Service
Equipment Schedule sheet nos. K-1 through K-8, in conjunction with the Food Service Equipment List
referenced in Attachment 12 to determine which items are Government or Contractor furnished and installed.

2-5.4.3.3  Finishes:

Floor: concrete with hardener and sealer.

Base: none.

Walls: painted concrete masonry units

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.4.3.4  Other requirements: Provide pair of 914 mm [3'-0"] wide entry doors.
2-54.4 Loading Dock (LOADING DECK)

2-5.4.4.1  Function: area for the delivery of equipment and food products.
2-5.4.4.2  Furnishings/Fixtures/Equipment (FFE): None.

2-5.4.4.3  Finishes:

Floor: concrete with hardener and sealer.
Base: none.

Walls: painted concrete masonry units
Ceiling: painted underside of structure.

2545 Hand Wash (HAND WASH). Area for Dining Facility customers to sanitize themselves before
entering the Check-In area of the Dining Facility.

2-5.4.5.1  Function: wash area for Dining Facility customers.

2-5.4.5.2  Furnishings/Fixtures/Equipment (FFE): Provide mechanical systems to comply with applicable
codes. The following items will be Contractor furnished and installed: wall-hung hand wash sink (8 stations
total)

2-5.45.3 Finishes:

Floor: sealed concrete

Base: Exterior wall material on concrete masonry unit.
Walls: Exterior wall material on concrete masonry unit.
Ceiling: Provide painted covered roof structure
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2-5.5 SUPPORT AREAS. Support areas include circulation spaces such as stairs and corridors;
mechanical, electrical, and communication spaces; restroom facilities. Spaces are as follows:

2-55.1 Exterior Corridor. Refers to an unconditioned, covered circulation space that is enclosed on
one long side (adjacent to the building), and has a guardrail on the other side. Provide as required to allow
circulation to building spaces and comply with applicable code egress requirements. Exterior corridors
provide link to stairs and other circulation components.

2-5.5.1.1  Function: Circulation and means of egress.

2-5.5.1.2  Furnishings/Fixtures/Equipment (FFE): Provide mechanical and electrical systems to comply
with applicable codes. Provide fire extinguishers in semi-recessed fire extinguisher cabinets to comply with
applicable codes. All fixtures and equipment shall be suitable for exterior locations.

2-5.5.1.3 Finishes:

Floor: sealed concrete

Base: Exterior wall material

Walls: Exterior wall material

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.5.1.4  Other requirements: Handicap accessible. With the exception of fire sprinkler systems, no
piping, conduit or ductwork shall be exposed in exterior corridor. Provide slip resistant finish texture on
concrete floor. Guardrails shall be designed in accordance with applicable codes.

2-55.2 Exterior Stairs. Provide as required to allow circulation to upper floors of the building. Stairs shall
comply with applicable code egress requirements. This description covers all Exterior Stairs at for Building 357.

2-5.5.2.1  Function: Circulation and means of egress.
2-5.5.2.2  Furnishings/Fixtures/Equipment (FFE):

2-5.5.2.3 Finishes: Landing floor: sealed concrete with slip-resistant finish texture.
Base: exterior wall material

Treads: Sealed concrete with slip-resistant finish texture. Provide slip-resistant nosing.
Risers: sealed concrete.

Walls: exterior wall materials

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.5.2.4  Other requirements: Stairs shall comply with handicap accessibility requirements of applicable
codes. Railings shall be designed in accordance with applicable codes. Refer to Chapter 5 for hardware and
security requirements for exterior doors.

2-55.3 Mechanical Areas (MECH). Provide dedicated interior spaces and exterior areas for plumbing, fire
protection, and HVAC equipment. Room shall allow easy equipment removal and maintenance Provide floor
openings and vertical shaft spaces as necessary.

2-5.5.3.1  Function: Mechanical support spaces for the UEPH building.
2-5.5.3.2  Furnishings/Fixtures/Equipment: None.

2-5.5.3.3  Finishes:

Floor: sealed concrete

Base: resilient cove base
Walls: painted gypsum wallboard or painted concrete masonry units
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Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.5.3.4  Otherrequirements: Locate air intake and exhaust openings to provide optimum indoor air quality.
Roof mounted equipment shall not be used. Provide masonry screen walls with lockable metal access gates
around outdoor equipment areas (refer to Chapter 3); comply with force protection standards. Doors shall have
storeroom function locksets master-keyed to existing systems.

2554 Electrical Rooms (ELEC). Provide dedicated interior spaces and exterior areas for electrical
equipment. Allow equipment removal and maintenance. Provide floor openings and vertical shaft spaces as
necessary.

2-5.5.4.1  Function: Electrical support spaces for the UEPH building.
2-5.5.4.2  Furnishings/Fixtures/Equipment: None.

2-5.5.4.3  Finishes:

Floor: sealed concrete

Base: resilient cove base

Walls: painted gypsum wallboard or painted concrete masonry units
Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.5.4.4  Other requirements: Electrical service to the building shall be underground. Door shall have
storeroom function lockset master-keyed to existing systems..

2555 Telecommunication Room (TELE & COMM). Provide dedicated interior rooms for communication
equipment. Room shall allow easy equipment removal and maintenance. Provide minimum of two
communication room per floor.

2-5.,5.5.1  Function: Telephone and data network support spaces for the UEPH building.
2-5.5.5.2  Furnishings/Fixtures/Equipment: None.

2-5.5.5.3  Finishes:

Floor: vinyl composition tile

Base: resilient cove base

Walls: painted gypsum wallboard, or painted concrete masonry units
Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-5.5.5.4  Other requirements: Communication service to the building shall be underground. Provide minimum
914 mm [3’-0"] wide door with storeroom function lockset master-keyed to existing systems.. Provide floor
openings and vertical shaft spaces as necessary. Provide a minimum of three 102 mm [4"] diameter empty
conduits between vertically stacked communication rooms.

2556 Men’s Public Toilet (MEN). Provide one toilet room on the ground floor. Room shall be sized
to comply with handicap accessibility requirements. Provide the quantity of plumbing fixtures as indicated
in table 2-6.5.6.

Table 2-5.5.6 Toilet Room Plumbing Fixture Quantities

PUBLIC TOILET

MEN WOMEN
Toilets 2 3
Urinals 1 -
Lavatories 3 3
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2-5.5.6.1  Function: Men'’s single-occupant toilet and lavatory, for use by staff and visitors.

2-5.5.6.2  Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: floor mounted toilets and wall-hung lavatories; toilet partitions at each toilet; the following toilet
accessories: one mirror with shelf above each lavatory; one paper towel dispenser/waste receptacle per two
lavatories (or fraction thereof); one soap dispenser per lavatory; one toilet tissue dispenser per toilet; one
toilet seat cover dispenser per toilet, robe hook on each toilet partition door; and toilet seat cover dispenser
per compartment.

2-5.5.6.3  Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Walls: ceramic tile.

Ceiling: painted gypsum wallboard.

2-5.5.6.4  Other requirements: Provide 914 mm [3’-0"] wide entry door.

2557 Women’s Public Toilet (WOMEN). Provide one toilet room on the ground floor. Room shall
be sized to comply with handicap accessibility requirements. Provide the quantity of plumbing fixtures as
indicated in table 2-6.5.6.

2-5.5.7.1  Function: Women'’s single-occupant toilet and lavatory, for use by staff and visitors.

2-5.5.7.2  Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: floor mounted toilets and wall-hung lavatories; toilet partitions at each toilet; the following toilet
accessories: one mirror with shelf above each lavatory; one paper towel dispenser/waste receptacle per two
lavatories (or fraction thereof); one soap dispenser per lavatory; one toilet tissue dispenser per toilet; one
toilet seat cover dispenser per toilet, robe hook on each toilet partition door; and toilet seat cover dispenser
per compartment.

2-5.5.7.3  Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Walls: ceramic tile.

Ceiling: painted gypsum wallboard.

2-5.5.7.4  Other requirements: Provide 914 mm [3’-0"] wide entry door.
2-6 BUILDING 357 - SOLDIER SERVICES FUNCTIONAL AND AREA REQUIREMENTS. Soldier
services occur on the second floor of Building 357. Soldier services are unrelated to other battalion

administration functions.

2-6.1 SOLDIER SUPPORT SERVICES. Spaces covered under this paragraph shall be made
accessible for handicapped persons in accordance with Chapter 5, paragraph 5-9.

26.1.1 Chaplain (CHAP). Provide four on the second floor. Occupants: 1, and visitors.
2-6.1.1.1  Function: Private office for Chaplain and visitors.
2-6.1.1.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and installed:

one desk with return, one bookcase, four side chairs, and one desk chair.

SOW 2-34
(Am-0002)



FYO3 MCA PN 52068 & BUP 52069 WBR, BRIGADE COMPLEX, PHASE 3A, QUAD C

2-6.1.1.3  Finishes:

Floor: carpet

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-6.1.1.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.

2-6.1.2 Chaplain’s Assistant (ASST CHAP). Provide four on the second floor. Occupants: 1, and
visitors.

2-6.1.2.1  Function: Private office for Chaplain’s Assistant and visitors.

2-6.1.2.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: one desk with return, one bookcase, two side chairs, and one desk chair.

2-6.1.2.3  Finishes:

Floor: carpet

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-6.1.2.4  Other requirements: Provide 914 mm [3-0"] wide door into room.
2-6.1.3 Chaplain Waiting (WAITING). Provide as indicated on the second floor.
2-6.1.3.1  Function: waiting area for visitors to Chaplain services.

2-6.1.3.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and installed:
eight side chairs, two end tables, and magazine rack.

2-6.1.3.3  Finishes:

Floor: carpet

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

26.1.4 Toilet (TOILET). Provide as indicated on the second floor. Occupants: 1, and visitors.
2-6.1.4.1  Function: single-occupant toilet and lavatory, for use by staff.

2-6.1.4.2  Furnishings/Fixtures/Equipment: The following items will be Contractor furnished and installed:
floor mounted toilet and wall-hung lavatory; the following toilet accessories: one mirror with shelf; one paper
towel dispenser/waste receptacle; one soap dispenser; one toilet tissue dispenser; one toilet seat cover
dispenser, robe hook on door; and toilet seat cover dispenser.

2-6.1.4.3  Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Walls: ceramic tile wainscot 1219 mm high with painted water-resistant gypsum board above.
Ceiling: painted gypsum wallboard.

2-6.1.4.4  Other requirements: Provide 914 mm [3-0"] wide door into room.
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26.1.5 Legal Office (LEGAL). Provide four on the second floor.
2-6.1.5.1  Function: Private office.

2-6.1.5.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: one desk with return, one bookcase, two legal-size four-drawer file cabinets, one side chair and
one desk chair.

2-6.1.5.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-6.1.5.4  Other requirements: Provide 914 mm [3’-0"] wide entry door.
26.1.3 Legal Waiting (WAITING). Provide as indicated on the second floor.
2-6.1.3.1  Function: waiting area for visitors to Chaplain services.

2-6.1.3.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and installed:
eight side chairs, two end tables, and magazine rack.

2-6.1.3.3  Finishes:

Floor: carpet

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-6.2 TROOP AID STATION. Spaces covered under this paragraph, with the exception of Storage
Spaces shall be made accessible for handicapped persons in accordance with Chapter 5, paragraph 5-9.

2-6.2.1 Medical Office (Med Office)

2-6.2.1.1  Function: open office area.

2-6.2.1.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: four desks with return, four bookcase, four legal-size four-drawer file cabinets, eight side chair and
four desk chairs.

2-6.2.1.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-6.2.1.4  Other requirements: Provide historic doors as required. Room shall have exterior window.
2-6.2.2 Doctor’s Office (DR. OFF.)

2-6.2.2.1  Function: Private office.

SOW 2-36
(Am-0002)



FYO3 MCA PN 52068 & BUP 52069 WBR, BRIGADE COMPLEX, PHASE 3A, QUAD C

2-6.2.2.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: one desk with return, one bookcase, two legal-size four-drawer file cabinets, one side chair and
one desk chair.

2-6.2.2.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-6.2.2.4  Other requirements: Provide 914 mm [3'-0"] wide door into room. Room shall have exterior
window.

2-6.2.3 Non-Commissioned Officer In Charge (NCOIC)
2-6.2.3.1  Function: Private office.

2-6.2.3.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: one desk with return, one bookcase, two legal-size four-drawer file cabinets, one side chair and
one desk chair.

2-6.2.3.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-6.2.3.4  Other requirements: Provide 914 mm [3'-0"] wide door into room.

2-6.2.4 Physician’s Assistant (PHY ASST)

2-6.2.4.1  Function: Private office.

2-6.2.4.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: one desk with return, one bookcase, two legal-size four-drawer file cabinets, one side chair and
one desk chair.

2-6.2.4.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-6.2.4.4  Other requirements: Provide 914 mm [3’-0”"] wide door into room.

2-6.2.5 Working Storage (WORKING STOR)

2-6.2.5.1 Function: Storage space.

2-6.2.5.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: portable shelving.

2-6.2.5.3  Finishes:
Floor: vinyl composition tile
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Base: resilient base
Walls: painted gypsum wallboard
Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-6.2.5.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.
2-6.2.6 Deployment Storage (DEPLOY STOR)
2-6.2.6.1  Function: Storage space.

2-6.2.6.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: portable shelving.

2-6.2.6.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-6.2.6.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.

2-6.3 SOLDIER COMMUNITY FUNCTIONS. Soldier Community areas are social gathering and
recreational spaces. It includes functions like mail boxes, kitchen, and office space. These areas provide a
place for relaxation and social interaction in an informal setting. Spaces covered under this paragraph, with
the exception of office, front desk, mailroom, janitor’s closet, and storage rooms, shall be made accessible
for handicapped persons in accordance with Chapter 5, paragraph 5-9.

2-6.3.1 Activity (ACTIVITY) Provide one on the second floor.
2-6.3.1.1  Function: Soldier entertainment area.

2-6.3.1.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: seating for up to 25 occupants, game machines, and billiard table.

2-6.3.1.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-6.3.1.4  Other requirements: Provide 914 mm [3’-0"] wide doors into room.
2-6.3.2 Seating Area (SEATING AREA) Provide one on the second floor.
2-6.3.2.1  Function: entertainment area for Soldiers’ and visitors.

2-6.3.2.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: seating for up to 25 occupants.

2-6.3.2.3  Finishes:

Floor: vinyl composition tile
Base: resilient base

Walls: painted gypsum wallboard.
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Ceiling: patch existing exposed ceiling to match existing adjacent and paint.
2-6.3.2.4  Other requirements: Provide 1829 mm [6’-0"] wide doors into room.
2-6.3.3 TV Lounge (TV LOUNGE) Provide one on the second floor.
2-6.3.3.1  Function: entertainment area for Soldiers’ and visitors.

2-6.3.3.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: seating for up to 25 occupants, large screen television, videotape and DVD player.

2-6.3.3.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-6.3.3.4  Other requirements:
2-6.3.4 Kitchen (KITCHEN) Provide one on the second floor.
2-6.3.4.1  Function: Soldier cooking area.

2-6.3.4.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: one refrigerator-freezer (minimum 9 total cubic feet); one microwave oven (min .9 cubic feet, 800
watts) mounted under wall cabinets; one dining table for two persons, 750mm square x 725mm high [30” x
28-1/2” high] with two armless dining chairs; one 4-burner electric range with self-cleaning oven.

The following items will be Contractor furnished and installed: ; one range hood with exterior exhaust;
provide 600mm [2’-0"] deep kitchen base cabinets and countertop in the amount as indicated on the
Concept Design Drawing , and 3658 linear mm [12’-0"] of 300mm [12"] deep wall cabinets at interior wall.
Wall cabinets shall be minimum 600mm [2’-0"] high; provide 600 mm [2’-0"] clear between countertop and
bottom of wall cabinets. Base cabinets shall have minimum of two 300 mm [12"] wide drawers. Provide
plastic laminate countertop with intergral side and backsplashes at walls. Provide single compartment,
stainless steel kitchen sink with food strainer/stopper, minimum inside dimensions 400mm x 400mm x
175mm deep [1-4” x 1'-4” x 7" deep], with chrome-plated, single handle, washerless mixing faucet (refer to
Chapter 8). Provide fire extinguisher mounted above base cabinet.

2-6.3.4.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-6.3.4.4  Other requirements: Provide 914 mm [3’-0"] wide doors into room.

2-6.3.5 Vending Area (VENDING). Provide minimum one area on the second floor..

2-6.3.5.1  Function: Space for soft drink and snack vending machines, and ice machine-dispenser.
2-6.3.5.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: one ice cube machine-dispenser designed for hotel ice bucket filling, capable of producing
minimum 250 Ibs. of regular ice cubes in 24 hours, with 180 Ib. Storage; ice machine manufacturer’s
automatic cleaning system to clean and sanitize the water distribution system of the machine at scheduled

intervals. lce machine shall be Energy Star compliant; four full-size soft drink and snack vending machines.
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Vending machines will not require plumbing connections.

2-6.3.5.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-6.3.5.4  Other requirements: Provide electrical power to accommodate vending machines and to comply
with applicable codes.

2-6.3.6 Office (OFFICE). Provide one on the second floor. Room shall be accessed through the Front
Desk. Occupants: 1

2-6.3.6.1  Function: Private office for manager.

2-6.3.6.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: one desk with return, one bookcase, two legal-size four-drawer file cabinets, two side chairs and
one desk chair.

2-6.3.6.3  Finishes:

Floor: carpet

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-6.3.6.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.

2-6.3.7 Front Desk (FRONT DESK). Provide one on the second floor. Occupants: 1, and occasional
visitors.

2-6.3.7.1  Function: Visual Control of entrances, exits, and Soldier Community Functional Areas.

2-6.3.7.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: one legal-size four-drawer file cabinets, one desk chair. The following items will be Contractor
furnished and installed: Provide counter (built-in casework), per Concept Design Drawings, separating the
Front Desk from the Sitting Room Corridor. The counter on the corridor side shall be minimum 1016 mm [3'-
4”1 high x 305 mm [12"] deep. The counter on the Front Desk side shall be minimum 762 mm [2’-6"] high x
610 mm [2'-0"] deep. The desk shall accommodate computer and monitor (nhot in contract), and writing
area. Provide task lighting at all writing surfaces. Provide built-in communication and power receptacles or
grommets in desk top to access wall receptacles. Desk shall have knee space and minimum two cabinets
with hinged doors, and two drawers. Drawers and cabinets shall have keyed locks. Desk components shall
have plastic laminate countertop, drawer, and door fronts.

2-6.3.7.3  Finishes:

Floor: carpet

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-6.3.7.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.

2-6.3.8 Public Telephone Area (PHONES). Provide one on the second floor.
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2-6.3.8.1  Function: Pay telephones for barracks occupants and visitors.

2-6.3.8.2  Furnishings/Fixtures/Equipment: The following items will be Contractor furnished and installed:
three pay telephones and telephone stations. Offeror shall contract with local telephone company or other
telephone service provider to furnish and install pay telephones; rate charged for calls shall not exceed the
average prevailing rate in the local off-post community. Each station will have divider panels to enhance
acoustical privacy. Provide built-in seating at two stations; third station shall be wheelchair accessible.
Provide capability to mount portable TDD at one station. Materials shall be vandal resistant and easily
cleaned.

2-6.3.8.3  Finishes: Match Sitting Room.
2-6.3.8.4  Other requirements: Handicap accessible.

2-6.3.9 Mail Room (MAIL ROOM). Provide one on the second floor. Room shall be sized to allow
access to all rear-loading mailboxes and parcel lockers. Provide minimum 1829 mm [6’-0"] clear between
back of mailboxes and any obstructions. To comply with force protection minimum standards, avoid routing
key utilities (including communications, fire detection and alarm, water mains, etc.) through or on common
walls to mail room.

2-6.3.9.1  Function: Secure area for sorting incoming mail and distributing to rear-loading mailboxes.

2-6.3.9.2  Furnishings/Fixtures/Equipment: The following items will be Contractor furnished and installed:
Provide plastic laminate-faced sorting counter (built-in casework) 762 mm [2’-6”] deep x 914 mm [3'-0"] high
and length as indicated on Concept Design Drawings. Provide United States Postal Service approved
mailbox for each resident of the facility. Provide minimum of nine parcel lockers, and one outgoing mail
collection box.

2-6.3.9.3  Finishes:

Floor: vinyl composition tile

Base: resilient cove base

Walls: painted gypsum wallboard

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-6.3.9.4  Other requirements: Provide 914 mm [3’-0"] wide door into room. Room shall be handicap
accessible. Design shall comply with United States Postal Service regulations.

2-6.3.10 Common Toilet (T). Provide two toilet rooms on the second floor within the Soldier
Community space. Room shall be sized to comply with handicap accessibility requirements.

2-6.3.10.1 Function: Men'’s single-occupant toilet and lavatory, for use by staff and visitors.

2-6.3.10.2 Furnishings/Fixtures/Equipment (FFE): the following items will be Contractor furnished and
installed: Provide floor mounted toilets and wall-hung lavatories. Provide toilet partitions at each toilet.
Provide the following toilet accessories: one mirror with shelf above each lavatory; one paper towel

dispenser/waste receptacle per two lavatories (or fraction thereof); one soap dispenser per lavatory; one
toilet tissue dispenser; one toilet seat cover dispenser per toilet, robe hook on each toilet partition door.

2-6.3.10.3 Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Walls: ceramic tile wainscot 1219 mm high with painted water-resistant gypsum board above.
Ceiling: painted gypsum wallboard.
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2-6.3.10.4 Other requirements: Provide 914 mm [3'-0"] wide entry door.

2-6.3.11 Janitor Closet (JAN). Provide three on the second floor. Rooms shall be accessed from
Seating Area and COF Toilet/Shower.

2-6.3.11.1 Function: Sink and storage of cleaning supplies, soap, and paper products.

2-6.3.11.2 Furnishings/Fixtures/Equipment (FFE): Provide one floor mounted mop sink, mop rack for three
mops, and minimum 1524 linear mm of wall mounted stainless steel shelving.

2-6.3.11.3 Finishes:

Floor: vinyl composition tile

Base: resilient cove base

Walls: painted water-resistant gypsum wallboard
Ceiling: painted gypsum wallboard

2-6.3.12 Storage (ST). Provide one on the second floor. Room shall be accessed from Seating Area.
2-6.3.12.1 Function: storage.

2-6.3.12.2 Furnishings/Fixtures/Equipment (FFE): The following items will be Government furnished and
installed: portable shelving.

2-6.3.12.3 Finishes:

Floor: vinyl composition tile

Base: resilient cove base

Walls: painted gypsum wallboard

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-6.4 Classroom Areas. Provide one group of classrooms on the second and third floor of Building
357. Classrooms will be accessed from the exterior corridor (Lanai).

26.4.1 Classroom (CLASSROOM). Each classroom allows direct access from the exterior corridor
(Lanai), and direct egress out of the building.

2-6.4.1.1  Function: Soldier training and other meetings.
2-6.4.1.2  Furnishings/Fixtures/Equipment: None.

2-6.4.1.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-6.4.1.4  Other requirements: Provide pair of 914 mm [3’-0"] wide Historic doors as required.

2-7 BUILDING 357 - BATTALION HEADQUARTERS (HQ) FUNCTIONAL AND AREA
REQUIREMENTS. One Large Battalion HQ is located on the third floor of Building 357. The Battalion HQ
shall consist of administrative areas, classrooms, and support spaces. A portion of the Battalion HQ
functions will occur on the second floor of Building 357; specifically, they are the soldier support services
(chaplain and legal) areas, and troop aid station. One elevator is required for Building 357. Mechanical and
electrical systems must provide the battalion with independent operation and control.
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Leadership and staff will manage the organization, receive visitors, and conduct the business of the battalion
from the administrative areas (Command section, S-1, S-2, S-3, and S-4). Soldiers will visit the facility to
conduct administrative business, or attend training classes. Military personnel will staff the facility; military
and non-military personnel will visit the facility to meet with leadership or attend meetings. Although only
able-bodied military personnel will be on staff, all spaces except shower rooms, and utility areas (janitor
closets, mechanical, electrical, communication, and elevator machine rooms) shall comply with
handicapped accessibility requirements, see Chapter 5, paragraph 5-9. Functions and areas are as follows:

2-7.1 Command Section. Provide one group of offices on the third floor, with accompanying
administration area and reception area.

2-7.1.1 Commanding Officer (CO). Provide one on the third floor. Occupants: 1, and occasional
visitors.

2-7.1.1.1  Function: Private office for battalion commanding officer.

2-7.1.1.2  Furnishings/Fixtures/Equipment: The following items shall Government furnished and installed:
one desk, one credenza, one bookcase, two legal-size four-drawer file cabinets, one conference table, six
side chairs, and one desk chair.

2-7.1.1.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.1.1.4  Other requirements: Provide 914 mm [3'-0"] wide door into room. Room shall have exterior
window.

2-7.1.2 Executive Officer (XO). Provide one on the third floor. Occupants: 1, and occasional visitors.
2-7.1.2.1  Function: Private office for battalion executive officer.

2-7.1.2.2  Furnishings/Fixtures/Equipment: The following items shall Government furnished and installed:
one desk with return, one bookcase, two legal-size four-drawer file cabinets, one side chair, and one desk
chair.

2-7.1.2.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.1.2.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.

2-7.1.3 Command Sergeant Major (CSM). Provide one on the third floor. Occupants: 1, and
occasional visitors.

2-7.1.3.1  Function: Private office for battalion command sergeant major.
2-7.1.3.2  Furnishings/Fixtures/Equipment: The following items shall Government furnished and installed:
one desk with return, one bookcase, two legal-size four-drawer file cabinets, one side chair, and one desk

chair.
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2-7.1.3.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.1.3.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.
2-7.1.4 Duty Officer (DUTY OFF). Provide one on the third floor. Occupants: 1.

2-7.1.4.1  Function: Duty Officer will provide physical security of the building, and visual control of the
entrances and lobby, as well as functioning as an information source for visitors.

2-7.1.4.2  Furnishings/Fixtures/Equipment: The following items shall Government furnished and installed:
one desk with return, one legal-size four-drawer file cabinet, one side chair, and one desk chair.

2-7.1.4.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.1.4.4  Other requirements: Provide 914 mm [3’-0"] wide door into room; door shall have glass vision
panel.

2-7.1.5 Message Mail Center (MESS CTR). Provide one on the third floor.
2-7.1.5.1  Function: Mail sorting.

2-7.1.5.2  Furnishings/Fixtures/Equipment: The following item will be Contractor furnished and installed:
counter (built-in casework), as indicated in the Concept Design Drawings, separating the Message Mail
Center from the corridor. The counter on the corridor side shall be minimum 1524 mm [5’-0"] wide x 1016
mm [3’-4"] high x 305 mm [12"] deep; provide locking overhead roll-down door to secure the opening when
unattended; roll-down door hood shall not be visible from corridor side. Counter material shall be plastic
laminate

2-7.1.5.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.1.5.4  Other requirements: Provide 914 mm [3’-0"] wide door into room; door shall have entry function
lockset and glass vision panel.

2-7.1.6 Reception (RECEPT). Provide one on the third floor. Accommodates reception desk and
waiting area.

2-7.1.6.1  Function: Control area for visitors
2-7.1.6.2  Furnishings/Fixtures/Equipment: The following items will be Contractor furnished and installed:
Provide counter (built-in casework), as indicated in the Concept Design Drawings, separating the reception

area from the control/waiting area. The counter on the corridor side shall be minimum 1524 mm [5’-0"] wide
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x 1016 mm [3'-4"] high x 305 mm [12"] deep; the counter on the Reception side shall be minimum 762 mm
[2’-6"] high x 610 mm [2-0"] deep. The desk shall accommodate computer and monitor (not in contract),
and writing area. Provide built-in communication and power receptacles or grommets in desk top to access
wall receptacles. Desk shall have knee space and minimum two cabinets with hinged doors, and two
drawers. Drawers and cabinets shall have keyed locks. Desk components shall have plastic laminate
countertop, drawer, and door fronts.

2-7.1.6.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.1.6.4  Other requirements: Provide 914 mm [3’-0"] wide door into room; door shall have entry function
lockset and glass vision panel.

2-7.1.7 Conference Room (CONF RM). Provide two on the third floor. Room shall be located to allow
direct access from the Command Section/S-1 Section and CO Office. The conference rooms shall be
divided by operable panel partitions and provided with appropriate entrances and exits to allow two rooms to
be combined for use as one large classroom. Occupants: up to 26 persons.

2-7.1.7.1  Function: Conference room for battalion leadership, staff, and visitors. Functions will include
staff meetings, hearings, disciplinary sessions, and training.

2-7.1.7.2  Furnishings/Fixtures/Equipment: the following items will be Government furnished and

installed: conference table and seating for up to 26 persons. Provide one marker board (minimum 2438 mm
wide x 1219 mm high [8’-0" x 4’-0"]). The following item will be Contractor furnished and installed: recessed
ceiling mounted, motorized projection screen; 2438 mm wide [8'-0"]; operable partition.

2-7.1.7.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.1.7.4  Other requirements: Provide 914 mm [3’-0"] wide doors into room.

2-7.1.8 Coffee Area (COFFEE). Provide one on the third floor. Area shall have countertop with kitchen
sink; comply with handicap accessibility requirements.

2-7.1.8.1  Function: Sink and space for coffee maker and supplies; for use by command section staff and
visitors.

2-7.1.8.2  Furnishings/Fixtures/Equipment (FFE): the following items will be Contractor furnished and
installed: Provide 610 mm deep [2-0"] plastic laminate countertop by width (see Concept Design Drawings)
with integral side and backsplash, single compartment stainless steel kitchen sink 457 x 457 x 203 mm
deep [18” x 18" x 8”]. Provide 330 mm deep [13"] of wall cabinets; mounted to provide 610 mm clearance
above countertop. Provide dedicated electrical receptacle for coffee maker.

2-7.1.8.3  Finishes:

Floor: vinyl composition tile.
Base: resilient base.

Walls: painted gypsum wallboard.
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Ceiling: Suspended acoustic tile ceiling grid system.

2-7.1.9 Command Section Private Toilet (TOIL). Provide one private toilet room on the third floor S-
1 Administration area. Room shall be sized to comply with handicap accessibility requirements. Room
shall be accessed from Administrative Area Corridor.

2-7.1.9.1 Function: Uni-sex single-occupant toilet and lavatory; for use by staff and visitors.

2-7.1.9.2  Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: one floor mounted toilet, one wall-hung lavatory with fixtures and fittings, mirror with shelf above
lavatory, paper towel dispenser/waste receptacle, soap dispenser, toilet tissue dispenser, and one toilet
seat cover dispenser.

2-7.1.9.3  Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Wallls: ceramic tile wainscot 1219 mm high with painted water-resistant gypsum board above.
Ceiling: painted gypsum wallboard.

2-7.1.9.4  Other requirements: Provide 914 mm [3'-0"] wide entry door.
2-7.1.10 Storage (ST). Provide one on the third floor.
2-7.1.10.1 Function: storage

2-7.1.10.2 Furnishings/Fixtures/Equipment: The following items will be Government furnished and installed:
portable shelving.

2-7.1.10.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.1.10.4 Other requirements: provide 914 mm [3'-0"] wide door into room.

2-7.2 S-1 Section. Provide one group of offices on the third floor. Command Section shall be
accessed through the S-1 Clerical/Central Files area.

2-7.2.1 S-1 Officer (S-1 OFF). Provide one on the third floor. Room shall be accessed through the S-1
Clerical/Central Files area. Occupants: 1, and occasional visitors.

2-7.2.1.1  Function: Private office for S-1 officer.

2-7.2.1.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and installed:
one desk with return, one bookcase, two legal-size four-drawer file cabinets, one side chair, and one desk
chair.

2-7.2.1.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.
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2-7.2.1.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.

2-7.2.2 S-1 Clerical/Central Files (S-1). Provide one on the third floor. S-1 Clerical/Central Files shall
be accessed from the exterior corridor. The area shall have direct access to S-1 and Command Section
private offices, and reception area. Occupants: 7 staff and occasional visitors.

2-7.2.2.1  Function: Open office area for S-1 admin staff; access to S-1 and Command offices.

2-7.2.2.2  Furnishings/Fixtures/Equipment: the following item will be government furnished and installed:
seven systems furniture workstations.

2-7.2.2.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.2.2.4  Other requirements: Provide 914 mm [3'-0"] wide door into room. Exterior window is desirable.
2-7.3 Personnel and Administration Center (PAC) Provide one group of offices on the third floor.

2-7.3.1 PAC (OFF). Provide one on the third floor. Room shall be accessed through the PAC Open
Office area. Occupants: 1, and occasional visitors.

2-7.3.1.1  Function: Private office for PAC officer.

2-7.3.1.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and installed:
one desk with return, one bookcase, two legal-size four-drawer file cabinets, one side chair, and one desk
chair.

2-7.3.1.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.3.1.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.

2-7.3.2 PAC Clerical/Central Files (PAC). Provide one on the third floor. PAC Clerical/Central Files
shall be accessed from the Reception Area. Occupants: 7 staff and occasional visitors.

2-7.3.2.1  Function: Open office area for PAC admin staff.

2-7.3.2.2  Furnishings/Fixtures/Equipment: the following item will be government furnished and installed:
seven systems furniture workstations.

2-7.3.2.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.3.2.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.
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2-7.4 S-2 SECTION. Provide one group of offices on the third floor. In a two-story building locate S-2
Section on the second floor.

2-74.1 S-2 Officer (OFF). Provide one on the third floor. Room shall be accessed through the S-2
Clerical/Central Files area. Occupants: 1, and occasional visitors.

2-7.4.1.1 Function: Private office for S-2 officer.

2-7.4.1.2  Furnishings/Fixtures/Equipment: the following item will be government furnished and installed:
one desk with return, one bookcase, two legal-size four-drawer file cabinets, one side chair, and one desk
chair.

2-7.4.1.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard or painted veneer plaster
Ceiling: Suspended acoustic tile ceiling grid system.

2-7.4.1.4  Other requirements: Provide 914 mm [3-0"] wide door into room.
2-7.4.2 Crypto Storage (CRYPTO). Provide one on the third floor.
2-7.4.2.1  Function: storage

2-7.4.2.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and installed:
portable shelving.

2-7.4.2.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.4.2.4  Other requirements: provide 914 mm [3'-0"] wide door into each room.

2-7.4.3 S-2 Clerical/Central Files (S-2). Provide one on the third floor. S-2 Clerical/Central Files shall
be accessed from the lobby or corridor. The area shall have direct access to S-2 private offices, and the
Secured Documents Vault. Occupants: 8 staff , and occasional visitors.

2-7.4.3.1  Function: Open office area for S-2 admin staff; access to other S-2 space.

2-7.4.3.2  Furnishings/Fixtures/Equipment: the following item will be government furnished and installed:
eight systems furniture workstations.

2-7.4.3.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.4.3.4  Other requirements: Provide 914 mm [3'-0"] wide door into room. Exterior window is desirable.
Minimum ceiling height 2642 mm [8-8"].

2-7.4.4 S-2 Storage (ST). Provide one on the third floor.
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2-7.4.4.1  Function: storage

2-7.4.4.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and installed:
portable shelving.

2-7.4.4.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-74.4.4 Other requirements: provide 914 mm [3'-0”] wide door into each room.
2-7.5 S-3 SECTION. Provide one group of offices on the third floor.

2-75.1 S-3 Officer (OFF). Provide one on the third floor. Room shall be accessed through the S-3
Clerical/Central Files area. Occupants: 1, and occasional visitors.

2-7.5.1.1 Function: Private office for S-3 officer.

2-7.5.1.2  Furnishings/Fixtures/Equipment: the following item will be government furnished and installed:
one desk with return , one bookcase , two legal-size four-drawer file cabinets, one side chair, and one desk
chair.

2-7.5.1.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.5.1.4  Other requirements: Provide 914 mm [3'-0"] wide door into room. Room shall have exterior
window.

2-7.5.2 S-3 Clerical/Central Files (S-3). Provide one on the third floor. The area shall have direct
access to S-3 private offices. Occupants: 8 staff , and occasional visitors.

2-7.5.2.1  Function: Open office area for S-3 admin staff; access to S-3 office.

2-7.5.2.2  Furnishings/Fixtures/Equipment: the following item will be government furnished and installed:
eight systems furniture workstations.

2-7.5.2.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.5.2.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.

2-7.6 S-4 SECTION. Provide one group of offices on the third floor. In a two-story building locate S-4
Section on the first floor.

2-7.6.1 S-4 Officer (OFF). Provide one on the third floor. Room shall be accessed through the S-4
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Clerical/Central Files area. Occupants: 1, and occasional visitors.
2-7.6.1.1  Function: Private office for S-4 officer.

2-7.6.1.2  Furnishings/Fixtures/Equipment: the following item will be government furnished and installed:
one desk with return , one bookcase , two legal-size four-drawer file cabinets, one side chair, and one desk
chair.

2-7.6.1.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.6.1.4  Other requirements: Provide 914 mm [3’-0"] wide door into room. Room shall have exterior
window.

2-7.6.2 S-4 Clerical/Central Files (S-4). Provide one on the third floor. S-4 Clerical/Central Files shall
be accessed from the lobby or corridor. The area shall have direct access to S-4 private offices. Occupants:
8 staff , and occasional visitors.

2-7.6.2.1  Function: Open office area for S-4 admin staff; access to S-4 office.

2-7.6.2.2  Furnishings/Fixtures/Equipment: the following item will be government furnished and installed:
eight systems furniture workstations.

2-7.6.2.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.6.2.4  Other requirements: Provide 914 mm [3'-0"] wide door into room.

2-7.6.3 S-4 Storage & Supplies (SUPP). Provide one on the third floor. Room shall be under control
of, and accessed from, S-4/Clerical/Central Files area.

2-7.6.3.1  Function: Storage of miscellaneous equipment for S-4 Section.

2-7.6.3.2  Furnishings/Fixtures/Equipment: The following items will be Government furnished and installed:
portable shelving.

2-7.6.3.3  Finishes:

Floor: vinyl composition tile

Base: resilient cove base

Walls: painted gypsum wallboard or

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.6.3.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.
2-7.7 S-6 SECTION. Provide one group of offices on the third floor.

2-7.7.1 S-6 Officer (OFF). Provide one on the third floor. Room shall be accessed through the S-6
Clerical/Central Files area. Occupants: 1, and occasional visitors.
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2-7.7.1.1 Function: Private office for S-6 officer.

2-7.7.1.2  Furnishings/Fixtures/Equipment: the following item will be government furnished and installed:
one desk with return , one bookcase , two legal-size four-drawer file cabinets, one side chair, and one desk
chair.

2-7.7.1.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.7.1.4  Other requirements: Provide 914 mm [3’-0"] wide door into room.

2-7.7.2 S-6 Clerical/Central Files (S-6). Provide one on the third floor. The area shall have direct
access to S-6 private offices. Occupants: 8 staff , and occasional visitors.

2-7.7.2.1  Function: Open office area for S-6 admin staff; access to S-6 office.

2-7.7.2.2  Furnishings/Fixtures/Equipment: the following item will be government furnished and installed:
eight systems furniture workstations.

2-7.7.2.3  Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.7.2.4  Other requirements: Provide 914 mm [3'-0"] wide door into room.

2-7.8 Equal Opportunity Office (EO). Provide one on the third floor. Room shall be accessed
through the exterior corridor (Lanai). Occupants: 1, and occasional visitors.

2-7.8.1 Function: Private office EO officer.

2-7.8.2 Furnishings/Fixtures/Equipment: the following item will be government furnished and installed:
one desk with return , one bookcase , two legal-size four-drawer file cabinets, one side chair, and one desk
chair.

2-7.8.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.8.4 Other requirements: Provide 914 mm [3’-0"] wide door into room.

2-7.9 Siprnet Room (SIPRNET). Provide a Siprnet Room on the third floor. The construction of the
Siprnet Room shall be similar to that of the Arms Vault, see paragraph 5-7.2. Coordinate with the authority
having jurisdiction for specific construction requirements. See SOW Ch 9 Electrical Systems, para. 9-2.6
for additional requirements regarding this space.

2-7.9.1 Function: Telecommunications vault for classified information.
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2-7.9.2 Furnishings/Fixtures/Equipment: None.

2-7.9.3 Finishes:
Floor: sealed concrete
Base: none.

Walls: painted concrete.
Ceiling: painted concrete.

2-7.9.4 Other requirements: Provide 914 mm [3’-0"] wide hollow metal door into room.

2-7.10 CLASSROOM AREAS. Provide one group of classrooms for the battalion on the third floor of
Building 357. Classrooms will be accessed from an interior corridor or exterior corridor (Lanai). The
Classroom/L.R.C. and Classroom No. 2 shall be divided by operable panel partitions and provided with
appropriate entrances and exits to allow two rooms to be combined for use as one large classroom.

2-7.10.1 Classroom/Learning Resource Center (CLASSRM L.R.C.). Each classroom shall be
located to allow direct access from the main corridor/lobby, and direct egress out of the building.
Occupants: up to 60 persons in each room.

2-7.10.1.1 Function: Soldier training and other meetings.

2-7.10.1.2 Furnishings/Fixtures/Equipment: the following items will be Government furnished and
installed: tables and chairs for up to 60 occupants; one lectern; one marker board (minimum 3658 mm wide
x 1219 mm high [12’-0” x 4’-0"]) and one 2438 mm wide [8'-0"]

The following items will be Contractor furnished and installed: wall separating Classroom/L.R.C. and
Classroom No.2 shall be operable panel partition with minimum STC rating as indicated in SOW Ch. 5.
Provide recessed ceiling mounted, motorized projection screen; 2438 mm wide [8’-0"]; operable partition.
Coordinate with user and add requirements for cable television outlets, television support brackets, or other
equipment.

2-7.10.1.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.10.1.4 Other requirements: Provide 914 mm [3’-0"] wide doors into room.

2-7.10.2 Classroom No. 2 (CLASSRM No. 2). Each classroom shall be located to allow direct access
from the main corridor/lobby, and direct egress out of the building. Occupants: up to 60 persons in each
room.

2-7.10.2.1 Function: Soldier training and other meetings.

2-7.10.2.2 Furnishings/Fixtures/Equipment: The room shall accommodate tables and chairs for up to 60
occupants; one lectern. Walls separating classrooms shall be operable panel partitions with minimum STC
rating as indicated in SOW Ch. 5. Provide one marker board (minimum 3658 mm wide x 1219 mm high
[12’-0” x 4’-0"]) and one 2438 mm wide [8-0"] wall mounted pull-down projection screen Coordinate with
user and add requirements for cable television outlets, television support brackets, or other equipment;
identify whether equipment is to be contractor or government provided.

2-7.10.2.3 Finishes:
Floor: vinyl composition tile

SOW 2-52
(Am-0002)



FYO3 MCA PN 52068 & BUP 52069 WBR, BRIGADE COMPLEX, PHASE 3A, QUAD C

Base: resilient base
Walls: painted gypsum wallboard
Ceiling: Suspended acoustic tile ceiling grid system.

2-7.10.2.4 Other requirements: Provide 914 mm [3’-0"] wide doors into room. Minimum ceiling height 2642
mm [8’-8"] at perimeter, 3048 mm [10’-0"] in main portion of room.

2-7.10.3 Classroom No. 1 (CLASSRM No. 1). Each classroom shall be located to allow direct access
from the main corridor/lobby, and direct egress out of the building. Occupants: up to 60 persons in each
room.

2-7.10.3.1 Function: Soldier training and other meetings.

2-7.10.3.2 Furnishings/Fixtures/Equipment: the following items will be Government furnished and
installed: tables and chairs for up to 60 occupants; one lectern; one marker board (minimum 3658 mm wide
x 1219 mm high [12’-0” x 4’-0"]) and one 2438 mm wide [8'-0"]

The following items will be Contractor furnished and installed: Provide recessed ceiling mounted, motorized
projection screen; 2438 mm wide [8’-0"]. Coordinate with user and add requirements for cable television
outlets, television support brackets, or other equipment.

2-7.10.3.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.10.3.4 Other requirements: Provide 914 mm [3’-0"] wide doors into room.

2-7.10.4 Resource Center (RESOURCE CTR). Each classroom shall be located to allow direct access
from the main corridor/lobby, and direct egress out of the building. Occupants: up to 60 persons in each
room.

2-7.10.4.1 Function: Soldier training and other meetings.

2-7.10.4.2 Furnishings/Fixtures/Equipment: the following items will be Government furnished and
installed: tables and chairs for up to 60 occupants; one lectern; one marker board (minimum 3658 mm wide
x 1219 mm high [12’-0” x 4’-0"]) and one 2438 mm wide [8'-0"]

The following items will be Contractor furnished and installed: Provide recessed ceiling mounted, motorized
projection screen; 2438 mm wide [8’-0"]. Coordinate with user and add requirements for cable television
outlets, television support brackets, or other equipment.

2-7.10.4.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.10.4.4 Other requirements: Provide 914 mm [3’-0"] wide doors into room.

2-7.11 Re-Enlist Office (RE-ENLIST). Provide one on the third floor. Room shall be accessed from
the exterior corridor. Occupants: 1, and occasional visitors.

2-7.11.1 Function: Private office for re-enlistment personnel.
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2-7.11.2 Furnishings/Fixtures/Equipment: the following item will be government furnished and installed:
one desk with return , one bookcase , two legal-size four-drawer file cabinets, one side chair, and one desk
chair.

2-7.11.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard

Ceiling: Suspended acoustic tile ceiling grid system.

2-7.11.4 Other requirements: Provide 914 mm [3’-0"] wide door into room.

2-7.12 Battalion HQ Common Areas. Provide the following Common areas for the Battalion HQ.
Handicapped accessibility is required in all common areas except janitor closet and shower rooms.

2-7.12.1 Lobby, Corridors, and Vestibules. Provide as required to allow access to building spaces.
Unless otherwise required, minimum width of main corridors providing access to classroom area shall not be
less than 2438 mm [8’-0"]; minimum width of other main corridors shall not be less than 1829 mm [6’-0"].
Corridor width shall comply with applicable egress codes.

2-7.12.1.1 Function: Entry to the facility; egress and circulation through the building.

2-7.12.1.2 Furnishings/Fixtures/Equipment: the following items will be Contractor furnished and installed:
wall mounted electric water cooler. Provide mechanical and electrical systems to comply with applicable
codes. Provide fire extinguishers in semi-recessed fire extinguisher cabinets to comply with applicable
codes. Provide interior signage to identify major spaces. Provide one building directory near each main
entrance and one building directory near first floor elevator doors. The follwing item will be Government
furnished and installed: Provide one 1219 mm high x 1829 mm wide [4-0” x 6’-0"] wall mounted bulletin
board.

2-7.12.1.3 Finishes:

Floor: vinyl composition tile

Base: resilient cove base.

Walls: painted gypsum wallboard

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-7.12.1.4 Other requirements: Handicap accessible.
2-7.12.2 Vending Area (VENDING). Provide minimum one area on the third floor..
2-7.12.2.1 Function: Space for soft drink and snack vending machines, and ice machine-dispenser.

2-7.12.2.2 Furnishings/Fixtures/Equipment: The following items will be Government furnished and
installed: one ice cube machine-dispenser designed for hotel ice bucket filling, capable of producing
minimum 250 Ibs. of regular ice cubes in 24 hours, with 180 Ib. Storage; ice machine manufacturer’s
automatic cleaning system to clean and sanitize the water distribution system of the machine at scheduled
intervals. lce machine shall be Energy Star compliant; four full-size soft drink and snack vending machines.
Vending machines will not require plumbing connections.

2-7.12.2.3 Finishes:

Floor: vinyl composition tile

Base: resilient base

Walls: painted gypsum wallboard.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.
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2-7.12.2.4 Other requirements: Provide electrical power to accommodate vending machines and to comply
with applicable codes.

2-7.13 Command Section Common Locker/Shower Areas (BATTALION TOILET/SHOWER).
Provide one group of men’s and one group of women’s common locker/shower area on the third floor of
Building 357. Provide the quantity of lockers and fixtures as indicated in the table below. Handicapped
accessibility is not required. Exterior entrance vestibules shall be provided. Entrances shall provide visual
privacy into the spaces.

Table 2-7.13 Locker Room Plumbing Fixture and Locker Quantities

BATTALION HQ

MEN WOMEN
Lockers 16 8
Toilets 3 3
Urinals 2 -
Lavatories 3 3
Unisex 2
Showers

2-7.13.1 Women’s Locker Room. Provide one room sized to accommodate the number of lockers and
plumbing fixtures described. Provide exterior entrance(s) with vestibule. For egress purposes, the
occupant load shall be equal to the higher of the following numbers: a) the number of lockers in the room, or
b) the code determined number of occupants calculated by multiplying room area x the occupant load
factor.

2-7.13.1.1 Function: Toilets, showers and lockers for female soldiers.

2-7.13.1.2 Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: floor mounted toilets, wall-hung lavatories, and ceramic tile shower enclosures in the quantities
indicated in the table above. Provide toilet partitions at each toilet. Provide the following toilet accessories:
one mirror with shelf above each lavatory; one paper towel dispenser/waste receptacle per two lavatories (or
fraction thereof); one soap dispenser per lavatory; one sanitary napkin disposal per toilet; one toilet tissue
dispenser per toilet; one toilet seat cover dispenser per toilet; one soap holder per shower; one shower
curtain and rod at each shower; two double pin robe hooks at each dressing compartment; one robe hook
on each toilet partition door; one sanitary napkin and tampon vending machine. Provide 305 mm [1'-0"] of
locker room bench per 5 lockers provided. Provide two wall mounted GFCI electric outlets per two lavatories
(or fraction thereof); mount adjacent to mirrors. Provide electric water cooler (EWC) at entrance vestibule
from exterior. Provide fire extinguishers in semi-recessed fire extinguisher cabinets to comply with
applicable codes.

2-7.13.1.3 Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Walls: ceramic tile.

Ceiling: painted water resistant gypsum board.

2-7.13.1.4 Other requirements: Provide 914 mm [3'-0"] wide entry door. Locks shall be as specified in
paragraph 54.9.5.3.

2-7.13.2 Men’s Locker Room. Provide one room, sized to accommodate the number of lockers and
plumbing fixtures described. Provide exterior entrance(s) with airlock vestibule. For egress purposes, the
occupant load shall be equal to the higher of the following numbers: a) the number of lockers in the room, or
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b) the code determined number of occupants calculated by multiplying room area x the occupant load
factor.

2-7.13.2.1 Function: Toilets, showers and lockers for male soldiers.

2-7.13.2.2 Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: floor mounted toilets, wall-hung lavatories, and ceramic tile shower enclosures in the quantities
indicated in the table above. Provide toilet partitions at each toilet. Provide the following toilet accessories:
one mirror with shelf above each lavatory; one paper towel dispenser/waste receptacle per two lavatories (or
fraction thereof); one soap dispenser per lavatory; one sanitary napkin disposal per toilet; one toilet tissue
dispenser per toilet; one toilet seat cover dispenser per toilet; one soap holder per shower; one shower
curtain and rod at each shower; two double pin robe hooks at each dressing compartment; one robe hook
on each toilet partition door; one sanitary napkin and tampon vending machine. Provide 305 mm [1'-0"] of
locker room bench per 5 lockers provided. Provide two wall mounted GFCI electric outlets per two lavatories
(or fraction thereof); mount adjacent to mirrors. Provide electric water cooler (EWC) at entrance vestibule
from exterior. Provide fire extinguishers in semi-recessed fire extinguisher cabinets to comply with
applicable codes.

2-7.13.2.3 Finishes:

Floor: ceramic tile.

Base: ceramic tile.

Walls: ceramic tile.

Ceiling: painted water resistant gypsum board.

2-7.13.2.4 Other requirements: Provide 914 mm [3'-0"] wide entry door. Locks shall be as specified in
paragraph 54.9.5.3.

2-7.13.3  Janitor Closet (JAN).. Provide two on the third floor. Room shall be accessed from COF
Toilet/Shgower.

2-7.13.3.1 Function: Service sink and storage of cleaning supplies, soap, and paper products.

2-7.13.3.2 Furnishings/Fixtures/Equipment (FFE): The following items will be Contractor furnished and
installed: one floor mounted mop sink, mop rack for three mops, and minimum 1524 linear mm of walll
mounted stainless steel shelving.

2-7.13.3.3 Finishes:

Floor: vinyl composition tile

Base: resilient cove base

Walls: painted water-resistant gypsum wallboard.
Ceiling: painted gypsum wallboard

2-7.14 BUILDING 357 SUPPORT AREAS. Provide the following areas for the Battalion HQ building.
Handicapped accessibility is not required in mechanical rooms, electrical and communications closets, and
elevator machine room. All other support spaces shall be handicap accessible.

2-7.14.1 Mechanical Room(s) (MECH). Provide dedicated areas for mechanical equipment located on
the third floor. Each battalion shall have independent operation and control of HYAC system for its own
spaces, but mechanical equipment may serve more than one battalion, and mechanical rooms may be
combined. Mechanical rooms shall not be used for storage or other purposes. Access will be limited to
authorized personnel. Rooms shall allow easy equipment removal and maintenance. Provide floor openings
and vertical shaft spaces as necessary.

2-7.14.1.1 Function: Spaces for HVAC, water heating, and other plumbing and mechanical equipment.
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2-7.14.1.2 Furnishings/Fixtures/Equipment: None.

2-7.14.1.3 Finishes:

Floor: sealed concrete

Base: resilient cove base

Walls: painted gypsum wallboard and painted concrete masonry units
Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-7.14.1.4 Other requirements: Doors shall have storeroom function lockset master-keyed to existing
system.

2-7.14.2 Electrical Room(s) (ELEC). Provide dedicated areas for electrical equipment located on the
third floor. Each battalion shall have independent metering and control of the electrical system for its own
spaces, but electrical equipment may serve more than one battalion, and electrical rooms may be
combined. Electrical rooms shall not be used for storage or other purposes. Access will be limited to
authorized personnel. Rooms shall allow easy equipment removal and maintenance.

2-7.14.2.1 Function: Spaces for electrical equipment.
2-7.14.2.2 Furnishings/Fixtures/Equipment: None.

2-7.14.2.3 Finishes: Floor: sealed concrete

Base: resilient cove base

Walls: painted gypsum wallboard or painted veneer plaster, or painted concrete masonry units
Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-7.14.2.4 Other requirements: Electrical service to buildings shall be underground. Doors shall have
storeroom function lockset master-keyed to existing system..

2-7.14.3 Telecommunication Room (TELE). Provide dedicated room(s) for communication distribution
equipment located on the third floor. Each room shall be dedicated to a single battalion, and shall not be
combined with mechanical or electrical rooms. Provide each battalion with one main communication room;
minimum size 3048 mm [10’-0"] x 3353 mm [11’-0"]. In two-story buildings, the communication room shall be
located on the second floor. Provide additional communication rooms as needed,; all spaces having telephone or
computer data outlets shall be located to allow a maximum cable length of 90 m [295 feet] between outlet and
communication room. Minimum dimensions of secondary communication rooms shall be 2134 mm [7;-0"] x
3048 mm [10-0"]. Provide floor openings and vertical shaft spaces as necessary. Rooms shall be accessed
from corridors. Access will be limited to authorized personnel.

2-7.14.3.1 Function: Distribution areas for telephone, data network, and cable television.

2-7.14.3.2 Furnishings/Fixtures/Equipment: None.

2-7.14.3.3 Finishes: Floor: vinyl composition tile.

Base: resilient cove base

Walls: painted gypsum wallboard, or painted concrete masonry units

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-7.14.3.4 Other requirements: Door shall have minimum 914 mm [3’-0"] wide door with lockset master-
keyed to existing system.. Provide three 102 mm [4"] empty conduits connecting vertically stacked
communication rooms.

2-7.14.4 Elevator. Provide one hydraulic passenger elevator.

SOW 2-57
(Am-0002)



FYO3 MCA PN 52068 & BUP 52069 WBR, BRIGADE COMPLEX, PHASE 3A, QUAD C

2-7.14.4.1 Function: Vertical conveyance of people and furniture.

2-7.14.4.2 Furnishings/Fixtures/Equipment: Passenger elevator: 2,500 Ib. capacity, minimum 75 feet per
minute speed; center opening doors. Refer to Chapter 5 for additional requirements.

2-7.14.4.3 Cab finishes: Floor: vinyl composition tile

Walls: plastic laminate

Ceiling: suspended translucent panel

Car door and front: satin finish stainless steel

Hoistway entrance doors and frame: satin finish stainless steel

2-7.14.4.4 Other requirements: Handicapped accessible.

2-7.14.5 Elevator Machine Room (MACH). Provide one on the first floor. Size to comply with
equipment and code requirements.

2-7.14.5.1 Function: Space for hydraulic elevator equipment.
2-7.14.5.2 Furnishings/Fixtures/Equipment: None.

2-7.14.5.3 Finishes: Floor: sealed concrete

Base: resilient cove base

Walls: painted concrete, or painted concrete masonry units

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-7.14.6 Interior Corridor. Provide as required to allow circulation to building spaces, and comply with
applicable code egress requirements. Due to security, climate, and force protection concerns, interior
corridors are the preferred means of circulation between living units and other building spaces.

2-7.14.6.1 Function: Circulation and means of egress.

2-7.14.6.2 Furnishings/Fixtures/Equipment (FFE): Provide mechanical and electrical systems to comply
with applicable codes. Provide fire extinguishers in semi-recessed fire extinguisher cabinets to comply with
applicable codes.

2-7.14.6.3 Finishes:

Floor: vinyl composition tile

Base: resilient cove base.

Walls: impact resistant gypsum wallboard with painted finish.

Ceiling: patch existing exposed ceiling to match existing adjacent and paint.

2-7.14.6.4 Other requirements: Handicap accessible.

2-7.14.7 Exterior Corridor (LANAI). Refers to an unconditioned, covered circulation space that is
enclosed on one long side (adjacent to the building), and has a guardrail on the other side. Provide as
required to allow circulation to building spaces and comply with applicable code egress requirements.
exterior corridors may be provided to link breezeways with stairs and other circulation components. Exterior
corridors shall not be used to provide access to living units

2-7.14.7.1 Function: Circulation and means of egress.

2-7.14.7.2 Furnishings/Fixtures/Equipment (FFE): Provide mechanical and electrical systems to comply
with applicable codes. Provide fire extinguishers in semi-recessed fire extinguisher cabinets to comply with
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applicable codes. All fixtures and equipment shall be suitable for exterior locations.

2-7.14.7.3 Finishes:

Floor: sealed concrete

Base: Exterior wall material

Walls: Exterior wall material

Ceiling: painted underside of concrete structure above

2-7.14.7.4 Other requirements: Handicap accessible. With the exception of fire sprinkler systems, no
piping, conduit or ductwork shall be exposed in exterior corridor. Provide slip resistant finish texture on
concrete floor. Guardrails shall be designed in accordance with applicable codes.

2-7.14.8 Loft Space (LOFT). Occurs on the third floor of Building 357
2-7.14.8.1 Function: unfinished space
2-7.14.8.2 Furnishings/Fixtures/Equipment: N.A.

2-7.14.8.3 Finishes:

Floor: stripped smooth of existing finish

Base: none

Walls: paint existing walls

Ceiling: painted underside of concrete structure above.

2-7.14.8.4 Other requirements: Provide pair of 914 mm [3’-0"] wide historic doors as required.

2-7.15 Common Locker/Shower Facilities Building 357 (COF TOILET/SHOWER). Provide one
group of men’s and one group of women’s common locker/shower facilities for each company. Three (3)
COF Toilet/Showers shall be provided , one on each floor, in Building 355. Two (2) COF Toilet/Showers
shall be provided on the second floor in Building 357. The COF Toilet/Shower for the Large COF shall be
located on the third floor of Building 355.. Quantities of lockers and plumbing fixtures for men and women
vary by company size. Provide the quantity of lockers and fixtures for Medium Company Operations Facility
on the first and second floor and as indicated in the table below. Provide the quantity of lockers and fixtures
for Large Company Operations Facility on the third floor and as indicated in the table below. Soldiers will
use locker rooms before and after physical training. Handicapped accessibility is not required. Additional
entrances may be provided from a common public corridor in the COF. Entrances shall be separate and
distinct from the entrances to company supply and administrative areas. Exterior entrance vestibules shall
be provided. Entrances shall provide visual privacy into the spaces.

Table 2-7.15 Locker Room Plumbing Fixture and Locker Quantities

MEDIUM COMPANY
MEN WOMEN
Lockers 82 8
Toilets 2 1
Urinals 1 -
Lavatories 2 1
Showers * 5 1

2-7.15.1 Women’s Locker Room. Provide one or more rooms, sized to accommodate the number of
lockers and plumbing fixtures required for each compa<ns1:XMLFault xmlns:ns1="http://cxf.apache.org/bindings/xformat"><ns1:faultstring xmlns:ns1="http://cxf.apache.org/bindings/xformat">java.lang.OutOfMemoryError: Java heap space</ns1:faultstring></ns1:XMLFault>